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‘Wyoming Public Works Council
P.O.Box 32
Cheyenne, Wyoming 82003

RE:  Wyoming Public Works Standard Specifications, DEQ/WQD Ref. No. 00-230R

‘Dear Council Members:

This office has completed a review of the sections of the 2000 Edition of the Wyoming Public Works Standard
Specifications that are covered by the Department of Environmental Quality/Water Quality Division Rules and
Regulations. The review included:

SECTION 02220 - TRENCH EXCAVATION;

SECTION 02225 - TRENCH BACKFILL;

SECTION 02226 - BACKFILLING FOR APPURTENANCES;

SECTION 02570 - ADJUSTING STREET FIXTURES;

SECTION 02645 - FIRE HYDRANTS;

SECTION 02665 - WATER DISTRIBUTION AND TRANSMISSION SYSTEMS;
SECTION 02670 - HYDROSTATIC TESTING;

SECTION 02675 - DISINFECTION;

SECTION 02700 - SANITARY SEWER SYSTEMS and

SECTION 02896 - PIPELINE INSULATION

Also reviewed were the standard drawings referenced in these sections.

The sections listed and the referenced standard drawings are in compliance with the Water Quality Rules and
Regulations or approved Policies, and are hereby authorized. Applications for construction permits need only refer
to these specifications on the plan sheets to become the specifications of record for the project. It remains the

engineer’s responsibility to address areas not covered by these specifications in the project special provisions.

Sincerely,

Water Quality Division

'GB/JCH/jm/bb/02784 It
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A GUIDE TO USING
THE 2000 WYOMING PUBLIC WORKS STANDARD SPECIFICATIONS

GENERAL

In 1979, the Wyoming Association of Consulting Engineers and Surveyors (WACES) undertook a project to standardize
the technical specifications and bidding documents for public works projects in the State of Wyoming. The set of
specifications produced became known as the Wyoming Public Works Standard Specifications. The 2000 edition of
the Wyoming Public Works Standard Specifications represents the fourth edition of this important document.

Authors of this are the members of the Wyoming Association of Consulting Engineers and Surveyors, the Wyoming
County Commissioners Association, the Wyoming Association of Municipalities, the Associated General Contractors
of Wyoming, Inc., and the American Institute of Architects, with advisory support from the Wyoming Department of
Environmental Quality and the Wyoming Department of Transportation. This work was compiled and edited by the
Wyoming Public Works Council, comprised of directors from the organizations and agencies previously noted.

This fourth edition incorporates the narrative format used by the Construction Specifications Institute (CSI). The CSI
format uses an outline style to describe scope of work, materials, execution of work, method of measurement and basis
of payment. The CSI format provides a 16-division framework for the development of project specifications. Each
division consists of a number of related sections. Division titles are fixed while section titles are assigned at the
discretion of the specifier.

The Specifications represent the technical portion of the Contract Documents. The Project Manual generally contains
the bidding requirements, contract forms, conditions of the contract, specifications, descriptions of modifications to
both the standard conditions and specifications for the individual project, and references to the portions of the Contract
Documents not bound into the Project Manual. This edition of the Wyoming Public Works Standard Specifications
establishes a formal presentation of specifications which can be used in a variety of projects typical to the State of
Wyoming. Itis intended to be referenced in its entirety to reduce duplication of effort. Changes by individual users
are to be made through Supplementary Specifications.

The authors of these Wyoming Public Works Standard Specifications recommend that the Project Manual incorporate
documents issued by the Engineer’s Joint Contract Documents Committee (EJCDC) for the bidding requirements,
contract forms, and conditions of contract portions. These portions of the Project Manual are not considered
specifications and should be well coordinated between the Owner and the Owner’s legal and insurance counselors.
The EJCDC documents are issued and published jointly by the National Society of Professional Engineers, the American
Consulting Engineers Council, the American Society of Civil Engineers, and the Construction Specifications Institute and
are endorsed by the Associated General Contractors of America.

The Wyoming Public Works Council intends that these specifications will be updated on an annual basis to reflect
changes in engineering and construction practices and to publish errata. Interested parties who wish to present changes
of these specifications should send comments to the Wyoming Public Works Council, P. O. Box 32, Cheyenne,
Wyoming 82003.

THE PROJECT MANUAL

The Project Manual should be outlined early in the preliminary design process. The outline should be flexible enough
to include or exclude sections of the documents when such change may become necessary. Having the outline will help
make some very important decisions. One such decision is the method of payment to the Contractor. Another is the
clear definition of responsibility for quality control and payment for required testing. Suggestions for dealing with
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these issues are included in this guide as they appear in their respective sections. The outline should contain the source
of each item. A suggested Project Manual outline is as follows:

ITEM

Cover

Table of Contents

Advertisement for Bid

Instructions to Bidders

Bid Form

Bid Bond Form

Agreement Form
Performance Bond Form
Payment Bond Form
General Conditions
Supplementary Conditions

Specifications

Special Provisions

COMMENT

Should include the Title, “Project Manual”, Project Name, Engineer of Record,
and Owner.

Commonly divided into Introductory Pages, Bidding Requirements, Contract
Documents and Specifications.

Per State Statute, must be published at least twice in a newspaper of local
circulation, one week apart.

Should include detailed information and requirements for preparing and
submitting bids. Include method of preparation of bids, qualification of
bids during and after the bid opening and general requirements specified
by Wyoming State Statutes.

Should include bid items, statements that the Bidder has examined the site
and locality where work is to be performed, acceptance of all terms and
conditions of the bidding requirement by Bidder, and that Bidder will enter
into a contract with Owner or forfeit a bid bond. The Bid form shall contain
places for signature of Bidder as an individual, partnership or corporation.

Use form provided by the EJCDC.
Use form provided by the EJCDC.
Use form provided by the EJCDC.
Use form provided by the EJCDC.
Use form provided by the EJCDC.
Should provide revisions, or additions to the General Conditions.

Refer to the “Wyoming Public Works Standard Specifications” (WPWSS) and
list the sections to be used (may reproduce in white the WPWSS sections that

apply).
Written modifications of the Wyoming Public Works Standard Specifications,

inclusion of other standard specifications by reference, or other project-specific
specifications.

Dividing the Project Manual using colored sheets is up to the individual or firm. It does make section identification
easier and helps keep specific changes of the standard technical specifications recognizable. Other variations are
subject to user preference as applicable. Inclusion of the Wyoming Public Works Standard Specifications by reference
is preferred on projects when most Bidders are know to either have copies of the specifications or access to them
because it greatly reduces printing and handling costs.

WPWSS - 16
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STANDARD FORMS

In conjunction with the above suggested outline, it is advisable to bind into the Project Manual any forms or documents
either added to or modified during the bidding process and up to the time the Agreement is executed, and any forms
which will be used during construction. These forms or documents may include:

Addenda
Application for Payment
Change Order
The Table of Contents should reflect their locations, paying attention to the category of the document:

Bidding Requirements
Contract Forms
Conditions of the Contract
Specifications
WPWSS
CSI Division 1 through 16

The specification writer should be aware that numerous variations of standard forms and standard general conditions
exist. Agencies of the Federal Government (the FmHA, EPA, and HUD, to name a few) all have slightly differing
requirements reflected in their accepted construction contracts. In addition, engineering societies have developed
standard forms and standard general conditions. The specification writer should carefully compare the forms used
with his own writing for cross-compatibility between each document. It is not emphasized enough that the Bidding
Requirements and CSI Division | of the Contract Documents contain certain legal obligations between the Owner,
Engineer, and Contractor. Itis imperative that the Engineer know and understand the implications of these requirements.
It is further emphasized that the Owner’s legal counselor be allowed to review these documents prior to both their
publication and the execution of an Agreement.

DECISIONS

Users of the Wyoming Public Works Standard Specifications must understand the contents of the document. They
must know which item specifications are applicable and can be used, which item specifications are NOT applicable
and may need to be deleted, and which item specifications are not addressed in the Wyoming Public Works Standard
Specifications and thereforee need to be written or otherwise included. How the items are included, deleted, or written
is decided during the outline stage. At that time, the writer should also decided on both the method of measurement
and basis of payment to the Contractor. A suggested Method of Measurement and Basis of Payment format has been
included in the Wyoming Public Works Standard Specifications. The writer may choose other options by writing a
paragraph in the Special Provision covering that section of any item specification. Other decisions of a general nature
will be discussed under the item to which they pertain.

Three basic decisions have to made on any item specification used. They are:

A. Which class of material or manufactured item is acceptable, i.e. - ductile iron
pipe ONLY, ductile iron pipe with polyvinyl chloride as an alternate, PVC pipe
with steel as an alternate, etc.

B. Decisions to change word(s), sentence(s), or paragraph(s) to new or different
meanings.

C. Decision(s) to add or delete from a section for supplementary meaning.
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SECTION 01010

SUMMARY OF WORK

PART 1 GENERAL
1.01 SUMMARY

A. Apply for, obtain, and pay for permits required to perform the work.

B. Comply with applicable codes and regulations of authorities having jurisdiction.

C. Field-verify dimensions indicated on drawings before fabricating or ordering materials. Do not scale
drawings.

D. Notify OWNER of existing conditions differing from those indicated on the drawings. Verify the
existence and location of underground utilities along the route of proposed work. Omission of an
existing utility location on the Drawings is not to be considered as its nonexistence. Inclusion of exist-
ing utility locations on the Drawings is not to be considered as its definite location. Do not remove or
alter existing utilities without prior written approval.

E. The Contract Documents are intended to provide the basis for proper completion of the work suitable
for the intended use of OWNER. Anything not expressly set forth but which is reasonably implied or
necessary for proper performance of the project shall be included.

F. Portions of the Contract Documents are written in the imperative mode. Except where specifically
intended otherwise, the subject of all imperative statements is CONTRACTOR. For example, “Fur-
nish...” means “CONTRACTOR shall furnish...”, “Provide...” means “CONTRACTOR shall provide...”.
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PART 1

1.01

SECTION 01041

PROJECT COORDINATION

GENERAL

SUMMARY

1.02

A

B.

Schedule a preconstruction conference to be held within twenty (20) days of the Notice of Award.
CONTRACTOR’s assigned supervisory personnel shall attend this conference.

Conduct all construction activities between the hours of 7:00 a.m. and 6:00 p.m., Monday through
Friday, except for emergencies. No work will be allowed on Saturdays without OWNER’s permission,
and no work, except for emergencies, will be allowed on Sundays.

Water for use during construction will be obtained by CONTRACTOR at his expense. If he elects
to obtain water from the public water utility, he will make all the arrangements, comply with their
regulations, and pay all fees and charges.

COORDINATION WITH PUBLIC AND PRIVATE AGENCIES

1.03

A

B.

D.

If other utility companies elect to repair or replace their lines in the project area, their crews will be
permitted access to the area to accomplish their work.

Contact all utility companies for location of their facilities. Call at least 48 hours prior to excavation.

CONTRACTOR is responsible for dust control, and shall provide all equipment and personnel necessary to
meet the requirements of this responsibility. CONTRACTOR shall provide ENGINEER with the name(s)
and telephone number(s) of the person(s) designated to maintain dust control during evenings and weekends.

If this person cannot be contacted, OWNER may use its equipment to correct a dust problem. In this
case, CONTRACTOR shall pay all costs incurred by OWNER.

Do not park vehicles or equipment on private property without written permission from the property owner.

COORDINATION WITH OWNER AND ENGINEER

01041 -1 of 1

A.

OWNER will provide engineering surveys to establish reference points as necessary. Construct all
work in accordance with the lines and grades shown on the Drawings, and as designated by ENGINEER.
These lines and grades may be modified by ENGINEER as provided in the General Conditions. Notify
ENGINEER a minimum of 24 hours in advance to request surveying. All survey work shall be done by
or under the direct supervision of a licensed Wyoming professional land surveyor.

Unless otherwise provided for in the Contract, the OWNER shall employ and pay for the services
of an independent testing laboratory to perform all tests required by the Contract Documents. Notify
ENGINEER a minimum of 24 hours in advance to request testing.
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SECTION 01090

REFERENCES
PART 1 GENERAL
1.01 COORDINATION OF CONTRACT DOCUMENTS
A. The various portions of the Contract Documents, of which these specifications are a part, are essential
parts of the Agreement, and a requirement occurring in any portion or part is as binding as though
occurring in all. All portions are intended to be complementary and to describe and provide for a
complete work. In case of discrepancy, the following hierarchy shall be observed:
1. Special Provisions will govern over
2. Supplementary Specifications, which will govern over
3. Project Drawings, which will govern over
4. These specifications and Standard Drawings.
. CONTRACTOR shall not take advantage of any apparent error or omission in the Contract Documents.
If CONTRACTOR discovers an error or omission, CONTRACTOR shall immediately notify ENGINEER.
ENGINEER will pursue such corrections and interpretations as may be necessary for fulfilling the
intent of the Contract Documents.
1.02 DEFINITIONS

01090-1 of 1

A. These specifications use “Article 1 - Definitions” of the Standard General Conditions of the Construction

Contract, Form No. 1910-8, prepared and issued by the Engineers Joint Contract Documents Committee
(EJCDC, 1990), as the basis for the definition of terms herein. Changes in these definitions shall be made
either by substitution for that article or as Supplementary Conditions.

. Additional definitions and clarification of terms:

1. Provide: Furnish and install, complete with all necessary ancillary items, ready for intended use.
Pay for all related costs.

2. Approved: Acceptance of an item submitted for approval. Not a limitation or release for
compliance with the Contract Documents or any regulatory requirements. Refer to limitations
of ‘Approved’ in the EJCDC General Conditions, Paragraph 3.4, if used.

3. Match Existing: Construct new work to conform to the existing lines and grades of the site and
facilities as acceptable to OWNER.

4. Supplementary Specifications: Permanent additions to and revisions of these specifications,
covering conditions which are not unique to any one project. Supplementary Specifications
will govern over these specifications, including the Standard Drawings, when in conflict therewith.

5. Special Provisions: Additions and revisions to these specifications covering special conditions on
an individual project. Special Provisions will govern over project Drawings and supplementary
documents, Supplementary Specifications, standard Drawings, and these specifications when in
conflict therewith.
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SECTION 01340

SUBMITTALS
PART 1 GENERAL
1.01 SUMMARY

A. Comply with Submittal format requirements as specified in the Contract Documents.

B. Provide the numbers and types of submittals listed in individual sections of the Contract Documents. If
not specified elsewhere, provide the following as a minimum:

1. Shop drawings: One reproducible and two blueline or photocopy prints. Reviewed and annotated by
CONTRACTOR.

2. Product data: Four copies.

3. Samples: Two each plus extra samples as required to indicate range of color, finish, and texture.

4. Mock-ups: Number as required in the individual sections.

5. Warranties: Four copies.

6. Closeout submittals: Four copies.

C. Provide required resubmittals in the appropriate distribution if original submittals are not approved.

D. Samples and shop drawings shall be prepared specifically for this project. Shop drawings shall include
dimensions and details, including adjacent construction and related work. Note any special coordination
required. Note any deviations from requirements of the Contract Documents.

E. Provide warranties as specified. Warranties shall not limit length of time for remedy of damages OWNER
may have by legal statute. Warranties shall be signed by CONTRACTOR, Supplier or Installer
responsible for performance of warranty.
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SECTION 01442

PARTNERING
PART 1 GENERAL
1.01 SUMMARY
A. This section presents an alternate project delivery system whereby the Owner, Contractor and Engineer
formally agree to work as a team to achieve the project goals.
PART 2 PRODUCTS (NOT USED)
PART 3 EXECUTION
3.01 FACILITATOR
A. A professional Facilitator is employed to oversee and guide a meeting of decision making personnel
from every entity involved in the project. The Facilitator explains the process and paves the way to
collective understanding.
3.02 PROCESS
A. Executive (decision making) people from involved entities, generally the Owner, Contractor, Engineer/
Architect meet to, by mutual agreement, explore each others concepts of their roles in the project as well
as their own. The Facilitator guides the discussion and aids in establishing project goals such as avenues
to avoiding disputes, quick resolution of problems.
Establishment of communication with agreed upon paths to success for everyone involved is the goal.
The strength of the process is the mutual commitment. Actually, everyone signs onto the pact.
PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT
4.01 METHOD OF MEASUREMENT

01442 -1of 1

A. Various methods are used at this point to pay for the Facilitator and the meeting facility. Payment can be
a bid item or it can be paid by the Owner directly. Usually officers of each entity volunteer their time for
the initial meeting.
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PART 1

1.01

SECTION 01505

TEMPORARY FACILITIES

GENERAL

SUMMARY

PART 2

PART 3

PART 4

4.01

A. Furnish temporary services and utilities, including use fees and operation costs:
1. Potable and non-potable water
2. Lighting and power
3. Materials storage
B. Furnish construction facilities, including utility costs:
1. Construction equipment
2. Dewatering and pumping
C. Furnish security and protection requirements;
Fire extinguishers
Site enclosure fence, barricades, warning signs, and lights
Snow and ice removal, if applicable
Furnish personnel support facilities:
Sanitary facilities
Drinking water
First aid facilities
Coordinate emergency medical services
Trash removal

o s~ wNE Qg wDdRE

PRODUCTS (NOT USED)
EXECUTION (NOTE USED)
METHOD OF MEASUREMENT AND BASIS OF PAYMENT

METHOD OF MEASUREMENT

4.02

A. No separate measurement will be made for items under this section. Full compensation shall be considered as
included in the prices paid for the various contract items and no additional compensation will be allowed
thereforee.

BASIS OF PAYMENT

01505 -1 of 1

A. No separate payment will be made for items under this section. Full compensation shall be considered
as included in the prices paid for the various contract items and no additional compensation will be
allowed thereforee.
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SECTION 02050

REMOVAL AND DISPOSAL OF STRUCTURES AND OBSTRUCTIONS

PART 1 GENERAL
1.01 SUMMARY
A. The work involved in this category shall consist of removing and satisfactorily disposing of existing asphalt
pavement, portland cement pavement, concrete curb, combined curb and gutter, sidewalk, private driveways,
crosswalks, fences, abandoned pipe lines, buildings and any other structure or obstruction designated for
removal on the plans.
B. Removed items shall be property disposed of as required by Federal, State, and Local Government
regulations. The Engineer shall receive written notification of disposal procedures and may require the
Contractor to Certify that proper disposal methods were used.
C. It shall also include the salvaging of designated material, as shown on the plans, and backfilling the
resulting trenches, holes, and pits.
D. Materials removed and not designated to be salvaged or incorporated into the work shall become the
property of the CONTRACTOR.
1.02 RELATED WORK SPECIFIED ELSEWHERE
A. Demolition of asphalt and portland cement concrete. Section 02075
B. Clearing and grubbing. Section 02110
C. Selective clearing. Section 02115
PART 2 PRODUCTS (NOT USED)
PART 3 EXECUTION
3.01 CONSTRUCTION METHODS
A. Demolition and disposal.

1. All existing pavement, curb, gutter, sidewalks, driveways, crosswalks, fences, abandoned pipe-
lines, buildings or any other structure or obstruction specified for removal on the plans or as
directed by the ENGINEER, shall be removed and disposed of by the CONTRACTOR.

2. Care shall be exercised in such removal to assure that adjacent facilities or structures which are to
remain shall not be disturbed.

3. Any damage to such existing facilities or structures resulting from carelessness or negligence on
the CONTRACTOR’s part shall be satisfactorily restored to its original condition at the
CONTRACTOR'’s expense.

4. Existing pavement shall be cut and removed to the lines indicated on the plans, or as directed by
the ENGINEER.

5. Existing private concrete driveways or sidewalks which interfere with construction of street
improvements or which do not match for grade shall be removed as shown on the plans or as
directed by the ENGINEER. Removal shall be on a neat line produced by a concrete saw cut.
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3.02

REMOVAL OF PIPE

A. Pipe designated for salvage shall be removed and cleaned. Every precaution shall be taken to avoid
breaking or damaging the pipe. Pipes to be relaid shall be removed and stored so that there will be no
loss or damage before relaying. The CONTRACTOR shall replace at his expense, sections lost from
storage or damaged by negligence or by use of improper methods.

PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT
4.01 METHOD OF MEASUREMENT
A. When the contract stipulates, payment will be made for removal of obstructions on a lump sum basis.
No measurement of individual items will be required.
B. When the contract stipulates, payment will be made for each item removed at unit prices. Each item
removed will be measured at the bid schedule unit of measurement.
4.02 BASIS OF PAYMENT
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A. Lump Sum —Payment shall be made at the lump sum quote for this item in the “Bid Schedule” and shall
be for the removal of all obstructions including pipe, and structures encountered within the right-of-
way. Payment will include required excavation and backfill.

B. Unit Price — Payment for specific obstruction items including pipe shall be paid for at the measured
guantities removed multiplied by the unit price per each as called out in the “Bid Schedule”.

C. When the “Bid Schedule” does not contain pay items for removal of structures and obstructions
including pipe removal, the work will not be paid for directly, but will be considered as a subsidiary
obligation of the CONTRACTOR under other contract items.

02050 - 2 of 2



DIVISION 2 SITE WORK

SECTION 02075

DEMOLITION OF ASPHALT AND PORTLAND CEMENT CONCRETE

PART 1 GENERAL

1.01 SUMMARY

A. This section consists of removal of all surfacing material encountered.

1.02 RELATED WORK SPECIFIED ELSEWHERE

A. Clearing and grubbing. Section 02110
B. Selective clearing. Section 02115

PART 2 PRODUCTS (NOT USED)
PART 3 EXECUTION

3.01 PAVEMENT REMOVAL

A. Where trench excavation or structure excavation requires the removal of curb and gutter, concrete
sidewalks, or asphaltic or concrete pavement, the pavement or concrete shall be cut in a straight
line parallel to the edge of the excavation by use of a spadebitted air hammer, concrete saw or
similar approved equipment to obtain a straight, square clean break. Pavement cuts shall be two
(2) feet (610 mm) wider than the actual trench opening and centered over such trench.

PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT

4.01 METHOD OF MEASUREMENT (THIS WORK WILL NOT BE MEASURED FOR PAYMENT)

A. Unless otherwise noted in the special provisions, no separate measurement will be made for items
under this section. Full compensation shall be considered as included in the prices paid for the
various contract items and no additional compensation will be allowed therefore.

4.02 BASIS OF PAYMENT

A. Unless otherwise noted in the special provisions, no separate payment will be made for items under this
section. Full compensation shall be considered as included in the prices paid for the various contract
items and no additional compensation will be allowed therefore.
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PART 1

1.01

SECTION 02110

CLEARING AND GRUBBING

GENERAL

SUMMARY

PART 2

PART 3

3.01

A

This work shall consist of clearing, grubbing, removing, and disposing of all vegetation and debris
within the limits of the construction area. Vegetation and objects designated to remain shall be preserved
from injury or defacement.

PRODUCTS (NOT USED)

EXECUTION

CONSTRUCTION

PART 4

4.01

A.

Unless otherwise established by the ENGINEER, all areas between lines 2.0 feet (600 mm) outside the
back of sidewalk, curb and/or curb and gutter, or within the neat lines of cut or fill areas shall constitute
the clearing and grubbing limits. Where sidewalk, curb and/or curb and gutter is not required, the
clearing limits shall be 2.0 feet (600 mm) outside the edge of pavement or within the neat lines of cut or
fill areas.

All stumps, roots, logs or other timber more than three inches (3") (75 mm) in diameter, and all brush,
matted roots and other debris within the grubbing limits not suitable for street foundation shall be pulled
or otherwise removed to a depth of not less than six inches (6") (150 mm) below the original ground or
twelve inches (12") (300 mm) below street subgrade.

The refuse resulting from the clearing and grubbing operation may be hauled to an available waste site
approved by the OWNER and shall be disposed of in such a manner as to meet all requirements of State,
county and municipal regulations regarding health, safety, and public welfare. When authorized by the
proper fire authorities, the Contractor may dispose of such refuse by burning on the site of the project
provided all requirements set forth by the authorities are met.

On easements through private property, the Contractor shall not burn on the site unless specifically
permitted by the Property Owner in which case he shall obtain permission as previously stated.

In all cases, the authority to burn shall not relieve the CONTRACTOR in any way from damages which
may result from his operations. In no case shall any material be left on the project, shoved onto abutting
private properties, or be buried in embankments or trenches on the project.

The CONTRACTOR shall avoid, as far as practicable, injury to shrubbery, vines, plants, grasses and
other vegetation growing on areas outside of the grading area, or on parking strips or adjacent lots.

METHOD OF MEASUREMENT AND BASIS OF PAYMENT

METHOD OF MEASUREMENT
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A.

Measurement will be by one or more of the following alternate methods:

1. AreaBasis. The work to be paid for will be the number of acres (hectares) and fractions thereof
acceptably cleared or grubbed, or both, within the limits shown on the plans or staked for clearing
and grubbing by the ENGINEER. Areas not shown on the plans, or not staked for clearing and
grubbing, will not be measured for payment.

2. Lump Sum Basis. When the bid schedule contains a clearing and grubbing lump sum item, no
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measurement of area will be made.
3. Individual Unit Basis.
a. The diameter of trees will be measured at a height of 24 inches (600 mm) above the ground.
Trees less than four inches (100 mm) in diameter will be classed as brush.

b. When the bid schedule indicates measurement by individual unit basis, the units will be
designated and measured in accordance with the following schedule of size:

DIAMETER OF A TREE AT HEIGHT OF 24 INCHES Pay ITEMs DESIGNATION
INCHES MILLIMETERS
4t08 100to 205 6-inch size each
Over8to 12 Over 205 to 305 10-inch size each
Over 12to 24 Over 305t0 610 18-inch size each
Over 24 to 36 Over 610t0 910 30-inch size each
Over 360 60 Over 9100 1520 48-inch size each
Over 60 Over 1520 60-inch size each

c. Stumps will be measured by taking the average diameter at the cutoff.

4.02 BASIS OF PAYMENT

A. The accepted quantities of clearing and grubbing will be paid for at the contract unit prices as follows:

1. Area Basis. The quantities determined will be paid for at the contract unit bid price per acre
(hectares) for each of the particular pay items listed on an area basis under this Subsection.

2. Lump Sum Basis. When the bid schedule contains a lump sum item, the lump sum price shall be
full compensation for all clearing, grubbing, or clearing and grubbing required.

3. Individual Unit Basis. When individual unit quantities are shown on the bid schedule, the
accepted quantities will be paid for at the contract unit price for the respective items.

4. Exclusions. When the bid schedule does not contain an estimated quantity or lump sum item for
clearing and grubbing, the work will not be paid for directly, but will be considered as a subsidiary
obligation of the CONTRACTOR under other contract items.

PAYMENT WILL BE MADE UNDER:

Pay ITEM Pay UNiT
Clearing Acre (Hectares), LS
Grubbing Acre (Hectares), LS
Clearing and Grubbing Acre (Hectares), LS
Clearing Trees Diameter Each

Range from Table, page 2 of 3
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SECTION 02115

SELECTIVE CLEARING

PART 1 GENERAL
1.01 SUMMARY
A. This section consists of all necessary clearing, grubbing and site preparation; removal of all material of
whatever description that may be encountered; and removal and disposal of debris.
PART 2 PRODUCTS (NOT USED)
PART 3 EXECUTION
3.01 STRIPPING
A. When crossing existing or prospective cultivated areas, gravel streets or other developed surfaces, the
CONTRACTOR shall strip the cover material to full depth at the existing surfacing. This surfacing
shall be stockpiled and placed back over the trench after backfilling to the extent that it is acceptable and
usable for that purpose. Topsoil shall be removed to full depth of the topsoil, or to a maximum depth of
12 inches (300 mm), whichever is less.
B. All established lawn areas cut by the trench or damaged during the coarse of the work shall be restored
to a condition comparable to its surrounding area and to the complete satisfaction of the ENGINEER.
PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT
4.01 METHOD OF MEASUREMENT
A. Unless otherwise noted in the special provisions, no separate measurement will be made for items under
this section.
4.02 BASIS OF PAYMENT
A. Unless otherwise noted in the special provisions, no separate payment will be made for items under this
section. Full compensation shall be considered as included in the prices paid for the various contract
items and no additional compensation will be allowed therefore.
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SECTION 02150

SHORING AND UNDERPINNING

PART 1 GENERAL
1.01 SUMMARY
A. This section consists of all necessary bracing, shoring and protection, required for open excavations.
PART 2 PRODUCTS (NOT USED)
PART 3 EXECUTION
3.01 CONSTRUCTION
A. All excavation, trenching and shoring, and the like, under this contract shall be performed in a manner
that meets with the latest edition of the OSHA Department of Labor, Safety and Health Regulations for
Construction.
PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT
4.01 METHOD OF MEASUREMENT
A. Unless otherwise noted in the special provisions, no separate measurement or payment will be made for
items under this section, full compensation shall be considered as included in the prices paid for the
various contract items and no additional compensation will be allowed therefore.
4.02 BASIS OF PAYMENT
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A. Unless otherwise noted in the special provisions, no separate payment will be made for items under this
section. Full compensation shall be considered as included in the prices paid for the various contract
items and no additional compensation will be allowed therefore.
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PART |

1.01

SECTION 02190

AGGREGATES

GENERAL

SUMMARY

1.02

A.

This section includes the preparation and stockpiling of aggregates for Portland cement concrete, bases,
bituminous pavements and surface treatments, cover coats, bed coarses, drains, pervious backfill and
riprap.

This section is a material specification only and is subsidiary to other sections which address placement
of the materials prepared under same.

RELATED WORK

1.03

I oGmmOoOoOw>

Section 02231, Aggregate Sub-base and Base Coarses.
Section 02273, Riprap.

Section 03304, Portland Cement Concrete.

Section 02511, Road Mix Bituminous Pavements.
Section 02512, Plant Mix Pavements

Section 02550, Prime Coat.

Section 02552, Seal Coat.

Section 02553, Bituminous Surface Treatment.

QUALITY ASSURANCE

1.04

=T I emmoOow >

AASHTO M 6: Fine Aggregate for Portland Cement Concrete.

AASHTO M 80: Coarse Aggregate for Portland Cement Concrete.

AASHTO M 92: Wire-cloth Sieve for Testing Purposes.

AASHTO T 2: Sampling Aggregates.

AASHTO T 27: Wyoming Modified Sieve Analysis of Fine and Coarse Aggregates.

AASHTO T 96: Resistance to Abrasion of Small Size Coarse Aggregate by Use of the Los Angeles Machine.
AASHTO T 104: Soundness of Aggregate by use of Sodium Sulfate or Magnesium Sulfate.

ASTM C 33: Concrete Aggregates.

ASTM C 127: Specific Gravity and Moisture Absorption of Coarse Aggregate.

ASTM C 136: Sieve or Screen Analysis of Fine and Coarse Aggregate.

SUBMITTAL

02190 -1 of 10

A. Sampling and testing of aggregates for flexible pavements shall be in accordance with the following

standard methods of the American Association of State Highway Transportation Officials (AASHTO):

1. Sampling T2

2. Percentage of Wear T 96

3. Soundness T 104

4. Sieve Analysis T 27, Wyoming Modified
5. Sieve Analysis ASTM C 136
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B. Sampling and testing of aggregates for Portland cement concrete shall be in accordance with the following
standard methods of the American Association of State Highway Transportation Officials (AASHTO):
1. Fine Aggregate M 6
2. Coarse Aggregate M 80
3. Sieve Analysis T 27, Wyoming Modified
4. Percentage of Wear T 96
5. Soundness T 104
1.05 DEFINITIONS

A. Coarse aggregate shall mean materials retained on a #4 (4.75 mm) sieve.

B. Fine aggregate shall mean materials passing a #4 (4.75 mm) sieve.

C. Sub-base shall be crushed sub-base unless otherwise specified.

D. Base shall be crushed base unless otherwise specified.

E. Gradation requirements, as listed herein, shall be the percentage of material by weight passing
laboratory sieves having square openings. Sieve sizes or designations will be in accordance with
AASHTO M 92 and ASTM C 33.

PART 2 PRODUCTS
2.01 MATERIALS

A. When crushed aggregate for sub-base, bases, surfacing or bituminous pavements is specified, all boulders
in the pit up to 6" (150 mm) in diameter shall be crushed to meet the required specifications and shall be
uniformly distributed in the remainder of the material, unless otherwise specified.

B. Before production of any of the following materials, all vegetation and stripping material shall be
removed from the pit. Only designated portions of the pit will be used. The composite materials
shall be free from clay balls, vegetable matter, and other deleterious substances, and shall not
contain an excess of thin or elongated pieces.

2.02 AGGREGATE FOR PORTLAND CEMENT CONCRETE
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A. FINE AGGREGATE

1. Fine aggregate for concrete shall conform to the requirements of AASHTO M 6 with the following

exceptions: Max. % by Weight
Clay Lumps 1.0
Coal, Lignite, or Shale 1.0
Material Passing N0.200 (75mm) Sieve 4.0

The sum of the above materials and other deleterious substances such as shale, alkali, mica, coated
grains, or soft and flaky particles shall not exceed 4% by weight.

2. Fine aggregate shall be well graded from coarse to fine and shall conform to the following
gradation requirements:

SieVE DESIGNATION PERCENTAGE PAsSING
3/8" 100
#4 95-100
#16 45-80
#50 10-30
#100 2-10
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B. COARSE AGGREGATE

1. Coarse aggregates shall consist of crushed stone, gravel, or other approved inert materials of
similar characteristics, or combinations thereof, having strong and durable pieces. The aggregate
shall be free from vegetable matter, lumps or balls of clay, adherent films of clay, or other matter
that would prevent thorough bonding in accordance with Paragraph 2.

2. Coarse aggregate shall conform to the requirements of AASHTO M 80 with the following exceptions:

a. The amount of deleterious substances shall not exceed the following limits:
Max. % by Weight

Clay Lumps 0.5
Coal, Lignite, or Shale 1.0
Material Passing #200 (75 mm) Sieve 4.0
Other deleterious substances such as 3.0

friable, thin, elongated or laminated pieces

The sum of the above material and other deleterious substances shall not exceed 5% by weight.

b. Coarse aggregates shall have a percentage of wear of not more than 40 when tested in
accordance with AASHTO T 96 or show a sodium sulfate loss not to exceed 12% when
tested in accordance with AASHTO T 104. The wear and soundness requirements may be
waived, or modified, by ENGINEER provided that the coarse aggregate has a proven service
record for similar conditions.

c. Coarse aggregate shall meet the following gradation limits for the concrete class specified.
Other sizes or combinations of sizes may be used when otherwise specified. If not
specified, Type No. 57 shall be the gradation used.

SIEVE DESIGNATION Tyre No.57 Tyre No.67
11/2" 38.1mm 100 —
1” 250mm 95-100 100
3/4” 190mm — 90- 100
12” 125mm 25-60 —
3/8” 9.5mm —_ 20-55
* 4.75mm 2-15 0-15

* Not more than five percent (5%) shall pass the #8 (2.36 mm).

2.03 AGGREGATE FOR UNTREATED SUB-BASE AND BASE

A. The composite materials shall be free from clay balls, vegetable matter, and other deleterious
substances, and shall not contain an excess of thin or elongated pieces.

B. Crushed sub-base and crushed base shall be crushed stone or crushed gravel and an approved soil binder
or natural filler, where required, conforming to the following requirements, unless otherwise designated
in the Contract Documents.

1. Coarse aggregate shall consist of hard, durable particles or fragments of stone or gravel. Materials
that break up when alternately frozen and thawed or wetted and dried shall not be used. Unless
otherwise specified, the coarse aggregate shall have a percentage of wear of not more than 50.

2. Fine aggregate shall consist of crushed stone, crushed gravel, or natural sand. The fraction passing
the #200 (75 mm) sieve shall not be greater than two-thirds of the fraction passing the #40 (425
mm) sieve. The fraction passing the #40 (425mm) sieve shall have a liquid limit not greater than
25 and a plasticity index not greater than 6 except that, when the plasticity index is nonplastic
(NP), the liquid limit shall not be more than 30.
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2.04

specified in the Contract Documents:

3. Crushed base and crushed sub-base shall meet one of the following gradation requirements as

Sieve DesiGNATION | GRADING D | GRADING G | GrapING H | GRADINGJ | GraDING K | GRADING W
2" 100 100 - 100 - -
11/2” 95-100 95-100 - 95-100 100 100
17 - - 100 - 95-100 95-100
3/4” - - 95-100 - - -
#4 50-85 - 45-65 35-75 40-65 45-65
#8 40-70 - 33-53 - 30-55 33-53
#200 2-5 0-15 3-12 0-15 3-15 3-12

Crusher run sub-base and crusher run base shall be crusher run material of the maximum size as called
for in the Contract Documents, not to exceed 3" (75 mm).

Pit run or screened sub-base and base shall be pit run or screened material of the maximum size called
for in the Contract Documents, not to exceed 3" (75 mm).

Placement of sub-base materials with aggregates greater than 3" (75 mm) shall not be allowed unless
otherwise specified by ENGINEER in the Special Provisions.

AGGREGATE FOR PLANT MIX BITUMINOUS BASE

2.05

A

GENERAL - Aggregate shall be composed of coarse and fine aggregates combined in the proper proportions
to meet the grading requirements for Grading W of Subsection 2.03 herein, AGGREGATE FOR UNTREATED
SUB-BASE AND BASE, unless otherwise noted in the Contract Documents. Aggregates shall be composed
of clean, tough, durable fragments free from an excess of flat, elongated, soft, or disintegrated pieces and free
from fragments coated with dirt or other objectionable matter.

COARSE AGGREGATE - Coarse aggregate shall be crushed stone, crushed gravel, or natural gravel.
Unless otherwise shown noted in the Contract Documents, the material shall have a percentage of wear
of not more than 50 when tested in accordance with AASHTO T 96. The sodium sulfate soundness loss
shall not exceed 12% in accordance with AASHTO T 104.

FINE AGGREGATE - Fine aggregate shall consist of crushed stone, crushed gravel, or natural sand.
The fraction passing the #200 (75 mm) sieve shall not be greater than two-thirds of the fraction passing
the #40 (425 mm) sieve. The fraction passing the #40 (425 mm) sieve shall have a liquid limit not
greater than 25 and a plasticity index not greater than 3, except that when the plasticity index is nonplastic
(NP), the liquid limit shall be not more than 30.

AGGREGATE FOR ROAD MIX BITUMINOUS BASE

2.06

A

Aggregates for road mix bituminous base shall meet the requirements for Crushed Base of Subsection 2.03
herein, AGGREGATE FOR UNTREATED SUB-BASE AND BASE and unless otherwise specified by
ENGINEER in the Special Provisions, the combined aggregate and natural filler, where required, shall meet
the gradation requirements for Grading W.

AGGREGATE FOR FLEXIBLE PAVEMENTS
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A

GENERAL - Aggregates shall be of uniform quality, crushed to size as necessary, and shall be com-
posed of sound, tough, durable pebbles or fragments with or without natural or mineral fillers, as re-
quired. The aggregate shall be free from vegetable matter, lumps or balls of clay, adherent films of clay
or other matter that would prevent thorough coating with bituminous material and shall be free of an
excess of flat or elongated pieces. The crushed aggregate shall have a percentage of wear of not more
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than 40, show a sodium sulfate loss of not more than 12%, and the plasticity index shall not exceed 3
unless otherwise provided for in the Contract Documents or as approved by ENGINEER.

COARSE AGGREGATE - Coarse aggregate shall be crushed stone or crushed gravel of such gradation
that when combined with other required aggregate fractions and fillers in proper proportion, the resultant
mixture shall meet the gradation requirements under the composition of mixture for the specific material
type. Only one kind shall be used on the Project except as approved by ENGINEER.

FINE AGGREGATE - Fine aggregate shall consist of crushed stone, crushed gravel, or natural sand. Fine
aggregate shall be of such gradation that when combined with other required aggregate fractions in proper
proportion, the resultant mixture shall meet the gradation requirements under the composition of mixture for
the specific material type. Only one kind shall be used on the Project except as approved by ENGINEER.

2.07 AGGREGATE FOR HOT PLANT MIX BITUMINOUS PAVEMENT

A. Type | Pavement aggregate shall be composed of coarse and fine aggregates combined as shown and in
conformance with Subsection 2.04 herein, AGGREGATE FOR PLANT MIX BITUMINOUS BASE.

B. Type 11 Pavement aggregate material, prior to crushing, shall be of such size that not less than 95% shall be
retained on a sieve with square openings 1/4" (6.3 mm) larger than the maximum size mineral aggregate being
produced, unless otherwise specified by ENGINEER in the Special Provisions.

C. Type Il Pavement aggregate shall have not less than 50% of the materials by weight retained on the #4
(4.75 mm) sieve with at least one fractured face, unless a different percentage of fractured faces is
otherwise specified in the Contract Documents.

D. The several aggregate fractions for the mixture shall be sized, graded, and combined in such proportions
that the resulting composite blend meets one of the grading requirements in the following table as
specified in the Contract Documents. If not specified, CONTRACTOR shall use the 3/4" (19.0 mm)
maximum material grading specification.

SIEVE DESIGNATION % BY WEIGHT PASSING
Inches | Millimeters | 3/4" Max. (19mm) | 1/2" Max. (12.5 mm)

1’ 25mm 100 -
3/4” 19mm 97-100 100
127 125mm - 97-100
3/8” 9.5mm 60-85 -
#4 4.75mm 40-65 45-70
#8 2.36mm 25-55 25-55
#30 600mm 10-35 15-40
#200 75mm 2-10 2-11

2.08 AGGREGATE FOR PLANT MIX WEARING COARSE
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A. The aggregate for plant mix wearing coarse shall be crushed stone or gravel composed of hard, durable

SIEVE DESIGNATION % BY WEIGHT PASSING
Inches | Millimeters TyrE A TyrE B
1/2” 125mm 100 100
3/8” 95mm 97-100 97-100
#4 4.75mm 25-45 20-40
#8 2.36mm 60-85 10-20
#200 75mm 40-65 2-7

pebbles or fragments and a filler of finely crushed stone, gravel, or sand, where required, to provide a
composition of aggregates meeting the following requirements for the type specified:
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2.09

B.

C.

The aggregate shall be free from vegetable matter, lumps or balls of clay adherent films of clay, or other
matter that would prevent thorough coating with bituminous material. Unless otherwise shown on the
plans, at least 75% of the material by weight retained on the #4 (4.75 mm) sieve shall be particles having
at least one fractured face and shall have a percentage of wear of not more than 35.

When either Type A or Type B wearing coarse is specified, the aggregate material, prior to crushing, shall be
of such size that not less than 95% shall be retained on a sieve with square openings of 3/8" (9.5 mm).

AGGREGATE FOR ROAD MIX BITUMINOUS PAVEMENT

2.10

A.

Aggregates shall be composed of clean, tough, durable fragments of crushed stone, or crushed or natural
gravel free from an excess of flat, elongated, soft, or disintegrated pieces. The aggregate shall be free
from vegetable matter, lumps or balls of clay, adherent films or other matter that would prevent
thorough coating with bituminous material.

. Unless otherwise specified, the coarse aggregate shall have a percentage of wear of not more than 50.

The sodium sulfate soundness loss shall not exceed 12% and the plasticity index shall not exceed 3. The
combined coarse and fine aggregate shall meet the following gradation requirements:

Sieve DESIGNATION % BY WEIGHT PASSING

1"

25mm

100

314

19mm

95-100

#4

4.75mm

45-65

#8

2.36mm

33-53

#200

75mm

3-12

AGGREGATE FOR COVER COAT
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A
B.

C.

Only one type of aggregate shall be used on the project unless alternate types are approved.

Cover aggregate for seal coats shall be crushed stone, crushed ledge rock, crushed or natural gravel,
or sand.

Cover aggregate material for bituminous surface treatment shall consist of clean, tough, durable
fragments free from an excess of flat, elongated, soft or disintegrated pieces and free from coatings
of dirt or other objectionable matter. The aggregate shall have neither a percentage of wear of more
than 40 nor a plasticity index in excess of 3. The aggregate material shall be well graded from
coarse to fine within the following limits:

SIEVE DESIGNATION % BY WEIGHT PASSING
3/4” 19mm 100
127 125mm 95-100
#4 4.75mm 50-70
#8 2.36mm 33-63
#200 75mm 3-10
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D. Type A, B, C, D, E and S aggregate material produced shall be well graded from coarse to fine
within the following limits:

SIEVE DESIGNATION % BY WEIGHT PASSING
Inches| Millimeters | Type A Type B TypeC Type D TypeE Type S
17 25mm 100 - - - - -

3/4” 19mm 95-100 100 - 100 100 -
127 125mm 30-60 95-100 100 95-100 95-100 100
3/8” 95mm - - 95-100 - - 95-100
#4 4.75mm 0-15 0-15 0-20 0-15 35-70 85-100
#8 2.36mm 0-7 0-7 0-12 0-7 - -
#200 75mm 0-2 0-2 0-2 0-2 0-10 0-5

E. Material used for the production of Type A, B, or C cover aggregate shall be stone, ledge rock, or
boulders of such size that prior to crushing not more than 5% will pass a 3/4" (19 mm) screen for Type
Aora1/2" (12.5 mm) screen for Type B and Type C.

F. Type D cover aggregate shall be crushed stone, crushed gravel, or clean pea gravel.

G. TypesA, B, C, or D shall have a percentage of wear of not more than 35, unless a Different percentage
of wear is specified by ENGINEER in the Special Provisions.

H. Type E cover aggregate shall be crushed sand-gravel. Type S cover aggregate shall be screened or
pit-run sand. The plasticity index of either Type E or Type S shall not exceed 3.

2.11 AGGREGATE FOR BLOTTER

A. Blotter material shall be either sand or screenings, free from vegetable matter, or other deleterious
matter. The material shall be of such size that 100% of the material will pass through a 3/8" (9.5 mm)
sieve, the fraction passing the #4 (4.75 mm) sieve shall be from 85% to 100% and the fraction passing
the #200 (75mm) sieve shall not be greater than 20%. The plastic index shall not exceed 6.

2.12 AGGREGATE FOR FILLER

A. Filler shall consist of clean, hard, durable grains of naturally occurring granular material taken either from
locations shown on the Drawings or from approved sources as otherwise specified in the Contract Documents.

2.13 AGGREGATE FOR BED COARSE MATERIAL

A. Bed coarse material for sidewalks and curbing shall consist of graded gravel, crushed stone, or other approved
material of such that all particles will pass through a sieve having 1/2" (12.5 mm) square openings.

2.14 AGGREGATE FOR DRAINS

SIEVE DESIGNATION % BY WEIGHT PASSING

A. Gravel for drains shall be crushed or - - -
Inches| Millimeters | Grading A | Grading B Grading C

natural sand and gravel or other ap-

proved free-draining material. The 2" S0mm 100 - -
material shall be uniformly graded 11/2”| 381mm 95-100 100 -
from coarse to fine within the follow- 1 25mm B 95-100 -

ing gradation requirements for the ma-

terial type indicated in the Contract 34 19mm 35-70 - 100
Documents. When the grading isnot | 3/8” [ 95mm 10-30 - 95-100
indicated in the Contract Documents, #4 4.75mm 0-5 0-10 -
Grading B shall be used. 48 236mm - - 65-95
#16 118mm - - 5-30
#100 150mm - - 0-10
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2.15 AGGREGATE FOR MAINTENANCE STOCKPILES

A. Type Aaggregate shall consist of clean, hard, durable particles of crushed gravel or stone free from soft,
thin, elongated, or laminated pieces or organic material, and shall show a percentage of wear of not
more than 50. The fraction passing the #40 (425 mm) sieve shall have a liquid limit not greater than 25
and a plasticity index not greater than 3, except that, when the plasticity index is nonplastic (NP), the
liquid limit shall not be more than 30. The material placed in the stockpile shall meet the following
gradation requirements for the maximum size specified:

SIEVE DESIGNATION % BY WEIGHT PASSING

Inches [Millimeters ]1/2" Max. (12.5 mm) |3/8" Max. (9.5 Mm)
3/4” 19mm 100 -

1/2” 125mm 95-100 100

3/8” 95mm - 95-100

#4 4.75mm 45-65 50-70

#8 2.36mm 37-57 33-63
#200 75mm 3-12 3-12

B. Type B aggregate shall consist of clean, hard, durable particles of crusher-run gravel or stone free from
soft, thin, elongated, or laminated pieces or organic material. Material shall be obtained from designated
portions of the pit. The plasticity index shall not be greater than 6. The material placed in the stockpile shall
meet the following gradation requirements for the maximum size specified:

SIEVE DESIGNATION % BY WEIGHT PASSING
Maximum Designated 95 - 100

#4 (4.75 mm) 0-75

#200 (75 mm) 0-15

C. Type C aggregate shall consist of crusher-run scoria. Not less than 95% of the material placed in the
stockpile shall pass a 1/2" (12.5 mm) sieve.

D. Type D aggregate shall consist of clean, hard, durable particles of screened sand free from soft, thin,
elongated or laminated pieces, or organic material. The plasticity index shall not be greater than 6. The
material placed in the stockpile shall meet the following gradation requirements:

SiEVE DESIGNATION % BY WEIGHT PASSING
1/2"  (12.5 mm) 100
3/8" (9.5 mm) 95 - 100
#4  (4.75mm) 85 - 100
#200 (75 mm) 3-12
2.16 AGGREGATE FOR PERVIOUS BACKFILL MATERIAL

A. Pervious Backfill Material shall consist of gravel, crushed gravel, crushed rock, natural sands,
manufactured sands, or combinations thereof, and shall meet the following gradation requirements:

SIEVE DESIGNATION % BY WEIGHT PASSING
2" (50 mm) 100

#4  (4.75mm) 0-30

#100 (150 mm) 0-10

#200 (75 mm) 0-4
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B.

In addition, the fraction passing the #40 (425 mm) sieve shall be nonplastic (NP) and shall have a liquid
limit not greater than 30.

2.17 AGGREGATE FOR RIPRAP
A. Aggregate for riprap shall be hard, durable, crushed, quarried, or natural stone, or broken concrete
having an apparent specific gravity of 2.4 or greater. The absorption shall not exceed 4 % unless
otherwise approved by ENGINEER in the Special Provisions. The stone shall be free of weak laminations
and cleavages, and shall be of a quality that will not disintegrate on exposure to water or weathering. The
aggregate for the various types of riprap shall meet the following additional requirements:

1. Class | Riprap aggregate shall consist of two sizes of stone.

a. Primary stones shall be not less than 3" (75 mm) thick and shall weigh not less than 50
pounds (22.7 kilograms). At least 60 percent of the stones shall weigh more than 80 pounds
(36.3 kilograms) each.

b. Choke stones shall be fragments or spalls of the proper size to satisfactorily wedge between
the primary stones as placed.

2. Class 2 Riprap aggregate shall be graded with a sufficient amount of smaller stones uniformly
distributed throughout. At least 60 percent of the stones shall weigh more than 80 pounds (36.3
kilograms) each.

3. Grouted Riprap aggregate shall conform to the specifications for Class | or Class 2 Riprap. If not
specified, Class I Riprap shall be used.

4. Wire Enclosed Riprap aggregate shall be round or angular stones. Not less than 95% of the stone
shall be retained on a screen or wire having 2" (50 mm) square openings.

5. Sacked Concrete Riprap aggregate shall consist of either a sandy or gravelly pit-run material. This
material shall be clean and free from roots, vegetable matter, or other deleterious substances. The
aggregate shall meet the following gradation requirements:

SIEVE DESIGNATION % BY WEIGHT PASSING
2" (50 mm) 80 - 100
#200 (75 mm) 0-4

2.18 AGGREGATE FOR RIPRAP FILTER

A. Filter aggregates for riprap shall be hard, durable particles or fragments of crushed stone or natural
gravel, screened or crushed to meet the following gradation requirements:

SIEVE DESIGNATION % BY WEIGHT PASSING
3" (75 mm) 100
#4 (4.75 mm) 20 - 50
#200 (75 mm) 0-10

PART 3 EXECUTION

3.01 STOCKPILED AGGREGATE
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A. This work shall consist of storing aggregate material which will be used in construction projects in

w

accordance with these specifications at locations shown on the Drawings, noted in the Contract
Documents, or as otherwise designated by ENGINEER.

The aggregates shall meet applicable parts of this section for the type of material required.

Sites for aggregate stockpiles shall be grubbed and cleaned prior to storing aggregates, and the site shall
be firm and smooth and well drained. A bed of aggregate suitable to avoid the inclusion of soil or
foreign material shall be maintained.
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3.02

. The stockpiles shall be built in layers not exceeding four feet (1200 mm) in height, and each layer shall

be completely in place before the next layer is started so as to prevent segregation. The material shall be
deposited in such manner as to prevent coning, except in the case of fine aggregate composed of
material approximately 90% finer than a #4 (4.75 mm) sieve.

Dumping, casting, or pushing over sides of stockpiles is prohibited except in the case of fine aggregate
materials.

Stockpiles of different types or sizes of aggregates shall be spaced far enough apart or separated by
suitable walls or partitions to prevent the mixing of the aggregates.

. Any stockpiling of materials derived by wet pit or dredging operations, other than those stockpiles

previously mentioned, are subject to prior approval of ENGINEER and must be specified and submit-
ted in the CONTRACTOR’s plan of operations.

. When itis necessary to operate trucks or other equipment on the stockpile in the process of building that

stockpile, it should be done in a manner approved by ENGINEER. Any method of stockpiling aggre-
gate which allows the stockpile to become contaminated with foreign matter or causes excessive degra-
dation of the aggregate will not be permitted. Excessive degradation will be determined by sieve tests
of samples taken from any portion of the stockpile over which equipment has operated. Failure of such
samples to meet all grading requirements for the aggregate shall be considered cause for discontinuance
of such stockpiling procedures.

The aggregate shall be transferred from the stockpiles in such a way as to obtain a material having a
uniform grading.

PROTECTION FOR AGGREGATE

PART 4

4.01

A. The equipment and methods utilized in the production, storage, transportation and final placement of

aggregate materials shall be such as to provide in-place materials meeting all requirements as specified.

METHOD OF MEASUREMENT AND BASIS OF PAYMENT

METHOD OF MEASUREMENT

4.02

A. Unless otherwise noted in the Special Provisions, no separate measurement will be made for items

under this section. Full compensation shall be considered as included in the prices paid for the various
contract items and no additional compensation will be allowed therefore.

BASIS OF PAYMENT

WPWSS - 50

A. Unless otherwise noted in the Special Provisions, no separate payment will be made for items under this

section. Full compensation shall be considered as included in the prices paid for the various contract
items and no additional compensation will be allowed therefore.
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PART 1

1.01

SECTION 02210

EXCAVATION AND EMBANKMENT

GENERAL

SUMMARY

PART 2

2.01

A.

This work shall consist of excavation, disposal, or compaction of all materials not being removed under
some other item, which is encountered within the limits of the work necessary for the construction of the
roadway in accordance with the specifications and in conformity with the lines, grades, thicknesses, and
typical cross sections shown in the plans. All excavation will be denoted as borrow special excavation,
rock excavation, muck excavation, or unclassified excavation as hereafter described.

PRODUCTS

BORROW EXCAVATION

2.02

A

Borrow Excavation shall consist of excavation made from borrow areas within the project limits and
outside the normal grading limits for the completion of embankments. Borrow areas or areas within the
project limits from which the borrow may be obtained will be designated on the Plans.

Borrow excavation shall be made only at those designated locations and within the horizontal and
vertical limits as stated or directed. On completion of borrow operations, the borrow area will be
adequately drained and finished to a neat and uniform grade acceptable to the ENGINEER. Borrow
excavation, if required, shall be paid for at the contract unit price bid for “Unclassified Excavation.”

IMPORTED BORROW EXCAVATION

2.03

A

Imported Borrow Excavation shall consist of excavation made from borrow areas outside the project
limits and outside the normal grading limits for the completion of the embankments. Borrow areas or
areas outside the project pits from which the imported borrow may be obtained will be designated.
However, any source chosen by the CONTRACTOR will be subject to the approval of the ENGINEER.

Imported Borrow Excavation, if required, shall be paid for at the contract unit price bid for “Imported
Borrow.”

ROCK EXCAVATION

2.04

A.

Rock excavation shall consist of the removal and disposal of igneous, metamorphic, and sedimentary
rock which cannot be excavated without blasting or using rippers, and all boulders or other detached
stones each having a volume of one-half cubic yard (0.4 m3) or more.

MUCK EXCAVATION
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A.

Muck excavation shall consist of the removal and disposal of saturated organic mixtures of soils or
organic matter from within the roadway, not associated with culvert installations, which requires
additional work or equipment which would not normally be required for unclassified excavation.
When it is necessary that the muck excavation be stockpiled prior to final placement, classification of
the material for the second handling shall be determined by the ENGINEER.
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2.05

UNCLASSIFIED EXCAVATION

PART 3

3.01

A.

Unclassified excavation shall consist of the excavation and disposal of all material encountered in the work,
including excavation obtained from borrow sources, not classified under other items of the contract.

EXECUTION

CONSTRUCTION

3.02

A

All excavation and embankment work shall be constructed to the neat lines and elevations staked
by the ENGINEER or shown on the plans. No materials shall be wasted without permission from
the ENGINEER. All grading and related operations shall be conducted so that the terrain outside of
the limits of slopes will not be disturbed. Prior to the commencement of grading operations, all
necessary clearing and grubbing in the area shall have been performed in accordance with Section
02110, CLEARING AND GRUBBING.

When embankments are to be placed on a hillside, or where new fill is to be placed against existing
embankment, the slope of the original hillside, or old fill respectively, shall be benched or stepped by
cutting into it horizontally, for a minimum distance of twelve inches (12") (610 mm) to provide for
secure bonding of the embankment while it is being brought up in layers. Each bench shall be cut as
close to the one below as the slope of the ground will permit. Material thus cut out of the benches shall
be incorporated into the new fill at the CONTRACTOR’s expense.

If it should become necessary, because of weather or other conditions, to suspend grading operations,
the entire area worked upon shall be bladed until smooth, free of depressions and ruts, and crowned so
that no water can collect or be impounded.

Embankment placed adjacent to structures shall be brought up in equal layers on all sides to prevent
distortion of any of these parts. If is necessary to deposit embankment on only one side of abut-
ments, wing walls, piers, or culvert headwalls, compaction shall be accomplished without causing
overturning of or excessive pressure against the structure. Areas inaccessible to tamping rollers or
power rollers shall be compacted by hand or mechanical tampers or other means until the density
conforms to adjacent embankment, compacted in accordance with these specifications.

Embankment material shall be placed in uniform approximate horizontal layers not exceeding eight
inches (8") (200 mm) in loose thickness, for the entire width of the embankment. Each layer of
embankment shall be completed, leveled and compacted before the succeeding layer is placed.

Embankment which has been subjected to freezing shall be refinished to grade, cross-section and
compaction requirements after the frost is out of the ground and the embankment is in suitable
condition of work.

MOISTURE AND DENSITY CONTROL
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A

The CONTRACTOR shall provide watering and rolling as required to obtain the density of 90% of
maximum dry density for all the embankment placed and no separate pay compensation shall be
allowed for rolling and watering other than the earthwork bid item or items listed on the Proposal.
In the case of embankment material with Plasticity Indexes greater than zero, as determined by
ASTM D-424, the amount of water required for rolling shall be within plus two or minus four
percentage points of optimum moisture content as determined by AASHTO T-180, Modified Proctor
Density, Maximum densities will be determined by AASHTO T-180, Modified Proctor Density.

Within the areas indicated on the plans or as directed by the ENGINEER, earth shall be removed to the
designated depth below subgrade, except for the lower six-inch (6") (150 mm) layer. This six-inch (6")
(150 mm) layer shall be thoroughly scarified, the moisture content increased or reduced as necessary,
and then compacted to not less than 85 percent of the maximum density. The remainder of the area up
to subgrade elevation shall be constructed of suitable material compacted to not less than 90 percent of
maximum density.
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3.03

HAUL

3.04

A.

When constructing embankments as specified, or wasting, as the case may be, no haul will be allowed
on excavated material as a haul item but shall be included in the contract unit price bid for earthwork
item or items listed on the Proposal.

FINE GRADING

PART 4

4.01

A

After the earthwork has been substantially completed and after all underground utilities, manholes,
catch basins, valve boxes, etc., have been installed or adjusted to grade, the subgrade shall be brought to
the lines, grades, and cross-sections shown on the plans, and compacted to the required density.

All soft and unstable material and other portions of the subgrade which, in the opinion of the
ENGINEER, cannot be compacted satisfactorily shall be removed to lines and grades as directed
by the ENGINEER.

All boulders appearing in the earth excavation shall be removed or broken off to a depth of not less than
four inches (4™) (100 mm) below subgrade. All rock sections shall be brought to grade by depositing a
satisfactory cushion material to a depth authorized by the ENGINEER.

If the surface of an old stone or gravel roadbed conforms approximately to the surface of the finished
subgrade, such sections shall be scarified superficially for the full width of the subgrade to a depth
sufficient to eliminate all depressions and to permit uniform reshaping and compaction.

At all times, ditches and drains along the subgrade shall be so maintained as to drain effectively. When
ruts of two inches (2") (50 mm) or more in depth are formed, the subgrade shall be brought to grade and
if necessary be reshaped and rerolled. In no case shall any surface coarse or pavement be placed on a
frozen or muddy subgrade. The top six inches (6") (150 mm) of the subgrade shall have a minimum
compacted density as specified for embankment.

In addition, the finish grade shall not deviate more than one-tenth foot (1/10") (2.5 mm) at any
point from the staked elevation. Until the subgrade has been checked and approved, no surface
coarse or pavement shall be laid thereon. Under the square yard method of measurement and
payment the CONTRACTOR has the option of deviating from the above tolerances as long as the
specified base coarse section and profile is maintained.

METHOD OF MEASUREMENT AND BASIS OF PAYMENT

METHOD OF MEASUREMENT
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A

B.

AREABASIS - UNCLASSIFIED EXCAVATION ABOVE SUBGRADE. This item shall be measured by
the square yards (square meters) of asphalt pavement surface area.

VOLUMETRIC BASIS - UNCLASSIFIED EXCAVATION ABOVE SUBGRADE. This item shall be
measured by the number of cubic yards (cubic meters), measured in its original position, computed to
the neat lines and grades shown on the plans, except as these lines and grades may be modified in the
field by the ENGINEER during construction, with measurement to be made by the method of average
end area of material acceptably excavated as herein specified. It shall be specifically understood that
the top limit of cross sections for determining end area shall be the top of the existing surface.
EXCAVATION BELOW SUBGRADE. This item shall be measured by the average end area method of
calculating cubic yards (cubic meters) of material removed.

BORROW EXCAVATION. Borrow Excavation shall be measured by the same method as “Unclassi-
fied Excavation Above Subgrade - Cubic Yard (Cubic Meter) Basis.”

IMPORTED BORROW EXCAVATION. Imported Borrow Excavation shall be measured by the same
method as “Borrow Excavation.”

ROCK EXCAVATION. When the plans call for payment to be made under the item rock excavation by
volume, the quantity will be computed by the average end area method.
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4.02

G. MUCK EXCAVATION. Measurement for muck excavation, when set up on the contract, will be by

cross-section. If the material does not meet the requirements for muck excavation, it shall be measured
as unclassified excavation.

BASIS OF PAYMENT
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A. AREA BASIS - UNCLASSIFIED EXCAVATION ABOVE SUBGRADE. This item shall be paid for

at the contract unit price bid multiplied by the number of units (square yards) (square meters) measured
as excavated, which price and payment shall constitute full compensation for all labor, equipment, tools
and incidentals necessary to accomplish all clearing, grubbing, street and drainage excavation, including
excavation for sidewalk, curb and/or combined curb and gutter and grading behind sidewalk, curb and/
or combined curb and gutter as shown on the plans; to construct, shape and slope embankments, cuts,
subgrades, shoulders, gutters, ditches, street and alley intersections, approaches and private driveway
entrances in the locations, to the elevations and according to details shown on the plans; to backfill
ditches, depressions and behind sidewalk, curb and/or combined curb and gutter; to remove and to make
satisfactory disposal of all unsuitable and surplus materials occurring within the limits of the work; to
compact, water and fine grade embankment, backfill and compact areas where unstable material has
been removed and all other incidental items and operations to complete this item.

. VOLUMETRIC BASIS - UNCLASSIFIED EXCAVATION ABOVE SUBGRADE. This item shall

be paid for at the contract unit price bid multiplied by the number of units (cubic yards) (cubic
meters) measured as excavated, which price and payment shall constitute full compensation full
compensation for all labor, equipment, tools and incidentals necessary to accomplish all clearing,
grubbing, street and drainage excavation, including excavation for sidewalk, curb and/or combined
curb and gutter as shown on the plans; to construct, shape and slope embankments, cuts, subgrades,
shoulders, gutters, ditches, street and alley intersections, approaches and private driveway entrances
in the locations, to the elevations and according to details shown on the plans; to backfill ditches,
depressions and behind sidewalk, curb and/or combined curb and gutters; to remove and to make
satisfactory disposal of all unsuitable and surplus materials occurring within the limits of the work;
to compact, water and fine grade embankment, backfill and compact areas where unstable material
has been removed and all other incidental items and operations to complete this item.

. EXCAVATION BELOW SUBGRADE. This item shall be paid for by the cubic yards (cubic meters)

of material removed at the contract unit price bid for “Excavation Below Subgrade” which price
and payment shall constitute full compensation for all labor, equipment, tools and incidentals nec-
essary to complete the excavation and disposal of unstable material in embankment foundations
and soft or unstable material in the subgrade. The cost of backfilling and compacting holes created
by the removal of unstable material shall be included in “Unclassified Excavation Above Subgrade.”

. BORROW EXCAVATION. This item shall be paid for by the same method as “Unclassified Excavation

Above Subgrade - Cubic Yard Basis (Cubic Meter)”.

IMPORTED BORROW EXCAVATION. This item shall be paid for by the same method as “Unclassified
Excavation Above Subgrade - Cubic Yard Basis (Cubic Meter)”.

ROCK EXCAVATION. This item shall be paid for by the same method as “Unclassified Excavation
Above Subgrade - Cubic Yard Basis (Cubic Meter)”.

. MUCK EXCAVATION. This item shall be paid for at the contract unit price bid multiplied by the

number of units (cubic yards) (cubic meter) measured as excavated.
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PART 1

1.01

SECTION 02220

TRENCH EXCAVATION

GENERAL

SUMMARY

PART 2

PART 3

3.01

A.

This section consists of excavation and trenching for pipelines, handling and storage of materials and
preparation of subgrade, pumping and dewatering as necessary, and dressing and surface restoration
cleanup of the site.

PRODUCTS (NOT USED)

EXECUTION

CONSTRUCTION

3.02

A.

During excavation, materials suitable for backfilling shall be piled in an orderly manner a sufficient
distance from the banks of the trench to avoid overloading and to prevent slides or cave-ins. Excavated
material shall be piled on one side of the trench only, to permit ready access to existing fire alarm boxes,
fire hydrants, valves, manholes and other appurtenances. Surface drainage of adjoining areas shall be
unobstructed.

All excavated materials not required or suitable for backfill shall be removed from the site and disposed
of in a manner and/or by methods acceptable to jurisdictional government agencies. The Engineer may
require certification of proper disposal procedures.

Grading shall be done as may be necessary to prevent surface water from flowing into excavations, and
any other water accumulating therein shall be promptly removed. Under no circumstances shall water
be permitted to rise in unbackfilled trenches until after the pipe has been placed, tested and covered to
final grade with backfill. Any pipe having its alignment or grade changed as a result of a flooded trench
shall be relayed at no additional cost to the OWNER.

Adequate provisions shall be made for maintaining the flow of sewers, drains and water courses
encountered during construction. Culverts, ditches, fences, crosswalks and structures which are
disturbed by this construction shall be satisfactorily restored to their original condition upon completion
of the work.

SITE CONDITIONS

3.03

A.

CONTRACTOR’S SAFETY RESPONSIBILITIES

1. The CONTRACTOR shall be responsible for enforcing safety and maintaining safe working
conditions in all trenching, shoring, and blasting operations to conform to OSHA regulations.

2. The CONTRACTOR shall employ qualified, properly trained personnel to design shoring, perform
safety inspections of the trenches, and supervise the handling of explosives and other operations
involving safety procedures, as prescribed by OSHA.

TRAFFIC CONTROL AND WARNING DEVICES
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A.

The CONTRACTOR shall plan and construct the project in such a manner as to minimize the interruption
of the use of roads, highways, streets and sidewalks involved and shall provide for emergency access to
adjacent property and fire hydrant access at all times.
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B. THE CONTRACTOR is responsible for providing and maintaining adequate barricades of high visibility
design, flares, lanterns, signs, flaggers and prewarning devices to alert the public, motorists and pedestrians
of hazardous conditions in accordance with the latest edition of the Manual on Uniform Traffic Control
Devices for Streets and Highways published by the U.S. Department of Transportation.

Work shall also be done in accordance with the Manual on Uniform Traffic Control Devices for Work
Zone Areas.

C. The Contractor shall submit his traffic control plan to the local government officer having authority

3.04 STRUCTURES
A. The CONTRACTOR shall exercise every precaution to prevent damage to existing buildings or structures
in the vicinity of his work. In the event of such damages, he shall repair them to the satisfaction of the
OWNER of the damaged structure and at no cost to the OWNER.
3.05 OVERHEAD UTILITIES
A. The CONTRACTOR shall use extreme caution to avoid a conflict, contact or damage to overhead
utilities, such as power lines, street lights, telephone lines, television lines, poles or other appurtenances
during the course of construction of this Project.
3.06 SURVEY MARKERS AND MONUMENTS
A. The CONTRACTOR shall use every care and precaution to protect and not disturb any survey marker
or monuments, such as those that might be located at lot or block corners, property pins, intersection of
street monuments or addition line demarcation. Such protection shall include marking with flagged high
lath and close supervision. No monuments shall be disturbed without prior approval of the OWNER and
ENGINEER. Any survey marker or monument that is disturbed or destroyed by the CONTRACTOR
without approval during the construction of this Project shall be replaced at no cost to the OWNER by
a licensed land surveyor.
3.07 CLEANUP
A. As work progresses, that portion of the work completed shall be cleared of debris and brought to the
finished grade. Upon completion of the work, the entire site shall be cleared of all debris and ground
surfaces shall be finished to smooth, uniform slopes and shall present a neat and workmanlike appearance.
All rocks brought to the ground surface by excavation or backfilling operations shall be removed.
B. Atall times during construction, the CONTRACTOR shall be responsible for dust control as directed by
the ENGINEER.
3.08 TRENCH EXCAVATION
A. Trench excavation shall be performed in accordance with minimum requirements of Wyoming State
OSHA Regulations.
3.09 PREPARATION
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A. PROTECTION OF EXISTING PROPERTIES

1. Prior to beginning construction, the CONTRACTOR must fulfill and meet the requirements of
Wyoming Statutes 37-12-301 through 37-12-304 relating to public utilities; providing definitions;
providing that notice of intended excavation be given to public utilities with underground facilities
located in the area of proposed excavation; and providing for exceptions.

2. Existing utilities which will intersect with the new pipelines or structures will be relocated by the
CONTRACTOR.

02220 - 2 of 4



3.10

3. Existing water or sewer services from the mains to private property which interfere with trenching
operations may be cut and replaced at the CONTRACTOR’s expense. The use of such services
shall in no case be interrupted for more than four (4) hours, unless temporary service is provided.

4. Existing water mains and water services shall be protected at all times during construction operations.

PRIVATELY OWNED UTILITIES

3.11

A.

Gas mains, underground electrical and telephone cables, telephone poles, light poles, etc., required to be
moved to make way for new construction will be moved by others. The CONTRACTOR shall assure
that all necessary arrangements are made with the appropriate utility OWNER(S) prior to beginning
work in the affected area, and he shall assure that all required work is coordinated with the appropriate
utility OWNER(s) as work progresses.

EXPLORATORY EXCAVATION

3.12

A.

Location of buried utilities that might interfere with alignment or grade shall be verified by exploratory
excavation prior to construction. If any existing utility interferes with the work in either alignment or
grade and has to be moved, such work shall be done by the CONTRACTOR.

SHORING, SHEETING AND BRACING

3.13

A.

The CONTRACTOR shall do all shoring, bracing and tight sheeting required to prevent caving and to
protect his orkmen, in accordance with Occupational Safety and Health Regulation Requirements, and
to protect adjacent property and structures.

DEWATERING
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A.

B.

Where ground water is encountered in excavation, it shall be removed to avoid interfering with pipe
laying and other construction operations.

Discharge from dewatering operations shall be directed to approved natural drainages or storm sewers
as appropriate.

Discharge from dewatering operations shall be in accordance with rules and regulations established by
the Wyoming Department of Environmental Quality. These activities require coverage under an NPDES
permit. The Wyoming Department of Environmental Quality (DEQ) has issued a general permit for
temporary discharges. The general permit for temporary discharges currently authorizes the discharge
of wastewaters to surface waters of the state associated with: hydrostatic testing of pipes, tanks or
other similar vessels, disinfection of potable water lines, pump tests of water wells, or construction
dewatering.

In order to request coverage under the general permit for temporary discharges, the applicant must
complete and submit a “Notice of Intent” (NOI) to the DEQ. The DEQ will review the NOI and
determine if the proposed activity is eligible for coverage under this permit or if the activity must be
covered under an individual permit. If the proposed activity is eligible for coverage under the general
permit, the DEQ will send the contractor notification, through a written facility certification form, that
coverage has been granted. The facility certification form will also establish effluent limitations and
monitoring requirements.

Effluent associated with construction dewatering. Refer to table at top of next page.
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PARAMETER EFFLUENT LIMITATION FREQUENCY SamPLE TYPE
Flow, gpm N/A Daily Instantaneous or
Continuous

Total Suspended The concentration shall not exceed a monthly Weekly Grab
Solids, mg/L verage of 30 mg/l, a weekly average of 45 mg/I

or a daily maximum of 90 mg/I.
pH, s.u. The pH shall not be less than 6.5 nor Daily Grab

more than 9.0 standard units.
Oil and Grease ® The concentration shall not exceed 10 mg/I. Daily Visual
Turbidity A discharge to Class 2 water shall not Daily Grab

result in a turbidity net increase of 10

nephelometric turbidity units (NTUS).

A discharge to Class 2ww or Class 3

waters shall not result in a turbidity net

increase of 15 NTUs.

3.14 GENERAL EXCAVATION OPERATIONS

A. The CONTRACTOR shall excavate as necessary at the locations shown on the drawings, staked in the
field or otherwise specified for the installation of pipelines

B. The CONTRACTOR shall take precautions and protect all adjoining private and public property and
facilities, including underground and overhead utilities, curbs, sidewalks, driveways, structures, and fences.
Any disturbed or damaged facilities will be suitably restored or replaced by the Contractor.

C. Crossings under sidewalks or curbs may be made by tunneling only if approved by ENGINEER. If the
CONTRACTOR elects to remove a portion of the sidewalk or curb, he must use a concrete saw for
making neat joints corresponding to existing joints, compact the backfill as specified, and pour a new
concrete sidewalk or curb section.

D. EXCAVATION FOR APPURTENANCES
Excavations for manholes, hydrants, structures and other appurtenances shall be sufficient to leave
clearance adequate for proper compactive effort on all sides. The depth, provisions for removing water,
and other applicable portions of these specifications shall apply to excavation for appurtenances.

3.15 TRENCH DIMENSIONS
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A.

Trench dimensions shall be as specified below:

1. Trenchwidth FROM the trench bottom to a point one foot (305 mm) above the top of the pipe shall
be no less than the outside diameter of the pipe plus (12) twelve inches (300 mm), but not more
than twenty-four (24) inches (610 mm) plus the pipe outside diameter. The width of the trench
from the bottom of the trench to the existing ground surface shall be adequate to allow proper
compactive effort along both sides of the pipe.

a. Depth of Trench. Trench depth shall be as required for the invert grade or pipe bury shown
on the plans. Care shall be taken not to excavate below the required depth.

b. When soft or unstable material or rock is encountered at the subgrade which will not uni-
formly support the pipe, such material shall be excavated to an additional depth as neces-
sary and backfilled with Type 2 Bedding Material.

2. TRENCH BOTTOM

a. The bottom of the trenches shall be accurately graded to the line and grade shown on the
drawings. Bedding material shall provide uniform bearing and support for each section of
the pipe at every point along its entire length. Bell holes and depressions for joints shall be

dug after the trench bedding has been graded, and shall be only of such length, depth and
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3.16

width as required for properly making the particular type joint. Unauthorized overdepths
shall be backfilled with bedding material at the CONTRACTOR’s expense.

TIME OF OPEN TRENCHES

3.17

A. The CONTRACTOR will be required to conduct his work so that trenches will remain open a minimum
possible time.

B No trench excavating shall begin until approved compaction equipment is at the site where the excavating
is to take place. All backfill and compacting shall be completed in all trenching and structural excavations
within a maximum distance of 200 feet (153 m) behind the end of newly installed pipe and the maximum
distance between the newly installed pipe and the excavator shall be 200 feet (61 m). For each work group
consisting of trench excavator, a pipelaying crew, and a backfilling and compacting crew, the maximum
allowable open ditch at any time will be 400 feet (122 m).

C. Certain conditions may necessitate the closing of certain sections of trench prior to daily, weekend or
holiday shutdown.

EQUIPMENT

A. The use of trench digging machinery will be permitted except in places where its operation will cause
damage to existing structures or features, in which case hand methods shall be employed.

B. Any equipment on tracks, which is to be used on pavement, shall be equipped with suitable pads to
prevent damage to the pavement. All pavement damaged during construction by the CONTRACTOR’s
equipment shall be restored to its original condition by the CONTRACTOR.

(COPY)

37-12-301

ARTICLE III.

DAMAGE TO UNDERGROUND PUBLIC UTILITY FACILITIES

DEFINITIONS

Article Ill -1 of 2

A. Asused in this act:
1. *“Business day” means any day other than Saturday, Sunday or legal holiday;

2. “Excavation” means any operation in which earth, rock or other material on or below the ground
is moved or otherwise displaced by means of power tools, power equipment or explosives, and
includes grading, trenching, digging, ditching, drilling, auguring, tunneling, scraping and cable or
pipe blowing and driving, except tilling of soil and gardening or agricultural purposes;

3. “Person” means an individual, partnership, municipality, state, county, political subdivision, utility,
joint venture or corporation, and includes the employer of an individual; and

4. “Underground facility” means any item of personal property buried or placed below ground for
use in connection with the storage or conveyance of water, sewage, electronic, telephonic or
telegraphic communications, electric energy, oil, gas or other substances and including but not
limited to pipes, sewers, conduits, cables, valves, lines, wires, manholes, attachments and those
parts of poles below ground;

5. “This act” means W.S. 37-12-301 through 37-12-304. (Laws 1978, ch. 46, para. 1.)
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37-12-302 PUBLIC UTILITIES TO FILE NAMES AND ADDRESSES OF OWNERS OF UNDERGROUND
FACILITIES WITH COUNTY CLERK; NOTICE OF EXCAVATION BY EXCAVATOR; PUBLIC
UTILITIES TO SUPPLY INFORMATION UPON NOTICE; EXCEPTIONS.

A.

Every person having the right to bury underground facilities shall file with the county clerk in each
county where underground facilities are located a general description of the area served together with
the name, address and telephone number of the person in that county from whom necessary information
may be obtained concerning the location of underground facilities within that county.

In counties where an association pursuant to W.S. 37-12-304 is established, the name, address and
telephone number of the association shall be filed with the county clerk on behalf of all participating
members.

. Architects, engineers, or other persons designing or requiring excavation shall obtain information from

persons with underground facilities, as to the nature and location of underground facilities and then make
such information and location a part of the plan by which the contractors operate.

Except as hereafter provided, no person shall make or begin excavation without first notifying any
person having underground facilities in the area of the proposed excavation except an employee with
respect to his employer’s facility. Notice shall be given by telephone or in person. If an association
exists within the county pursuant to W.S. 37-12-304, notice to the association is notice to each member
thereof in the county.

A person shall, upon receipt of the notice provided for in subsection (c) of this section, advise the
excavator of the location and size of underground facilities in the proposed excavation area by marking
the location of the facilities with stakes, paint or by other clearly identifiable marking within eighteen (18)
inches (458 mm) horizontally from the exterior sides of the underground facilities, and the depth of the
underground facility, if known. The person providing information shall respond no later than two (2) full
business days after receipt of the notice.

Emergency excavations are exempt from the provisions of subsections (c) and (d) of this section.

If information requested pursuant to subsections (c) and (d) of this section is not provided within the time
specified therein, or if the information provided fails to identify the location of the underground facilities
in accordance with subsection (d) of this section, then any person damaging or injuring underground
facilities shall not be liable for such damage or injury except on proof of negligence.

Compliance with this section does not excuse a person from acting in a careful and prudent manner, nor
does compliance with this section excuse a person from liability for damage or injury for failure to so act.
(Laws 1978, ch. 46, para. 1.)

37-12-303 NOTICE TO PUBLIC UTILITIES OF DAMAGES TO UNDERGROUND FACILITIES.

A personwho, in the course of excavation, contacts or damages an underground facility shall immediately
notify the person owning the facility. (Laws 1978, ch. 46, para. 1.)

37-12-304 ASSOCIATION OF PUBLIC UTILITIES; FORMATION; DUTIES.
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A.

Two (2) or more public utilities, municipalities or other persons having underground facilities may form
an association providing for mutual receipt of notification of excavation activities in a specified area. In
areas where an association is formed, public utilities, municipalities or other persons with underground
facilities in the area shall become members of the association, receive the service furnished by the
association and pay their share of the cost for the service provided.

The association shall:
1. File with the county clerk a description of the geographical area served by the association;

2. List the name, address and telephone number of every member and submit the list to the county
clerk; and

3. Maintain adequate records documenting compliance with the requirements of this act. (Laws
1978, ch. 46, para. 1.)

Effective date - Section 2, ch. 46, Laws 1978, makes the act effective May 27, 1978.
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SECTION 02222

ROCK EXCAVATION

PART 1 GENERAL
1.01 SUMMARY
A. This section consists of requirements for rock removal and the use of explosives to assist in rock removal.
PART 2 PRODUCTS (NOT USED)
PART 3 EXECUTION
3.01 CONSTRUCTION

A. Blasting for excavation will be permitted only after securing the approval of the ENGINEER, and the
hours of blasting will be fixed by the ENGINEER. The CONTRACTOR shall use utmost care to
protect life and property. All explosives shall be safely and securely stored in compliance with local
laws and ordinances, and all such storage places shall be clearly marked “Dangerous Explosives”. No
explosives shall be left unprotected where they could endanger persons or property.

B. When blasting rock in trenches, the CONTRACTOR shall cover the area to be shot with earth backfill or
approved blasting mats that will prevent the scattering of rock fragments outside the excavation. Prior
to blasting, the CONTRACTOR shall station men and provide signals of danger in suitable places to
warn people and stop vehicles. The CONTRACTOR will be responsible for all damage to property and
injury to persons resulting from blasting or accidental explosions that may occur in connection with his
use of explosives.

C. The CONTRACTOR shall furnish the following information to the OWNER and ENGINEER prior to
commencing blasting operations: Name of his powder man, powder man’s experience, type of shot,
type of explosives and detonator being used, proof of insurance covering liability for such operation,
traffic control plans and planned procedures for protecting the public.

D. The CONTRACTOR’s blasting procedures shall conform to Federal, State and local ordinances. The
CONTRACTOR shall acquire all required permits prior to the start of blasting.

PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT
4.01 METHOD OF MEASUREMENT

A. Unless otherwise noted in the special provisions, no separate measurement will be made for items under
this section.

4.02 BASIS OF PAYMENT
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A

There will be no differentiation between common and rock trench excavation, except when listed as
separate items on the bid proposal or bid form. Excavation shall include the removal and subsequent
handling of all earth, gravel, rock or other material encountered regardless of the type, character, com-
position or condition of the material. Full compensation shall be considered as included in the prices
paid for the various contract items and no additional compensation will be allowed therefore.
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SECTION 02225

TRENCH BACKFILL

PART 1 GENERAL
1.01 SUMMARY
A. This section consists of handling and storage of materials to be used for fill and backfill; backfill; and
final grading.
PART 2 PRODUCTS
2.01 MATERIALS
A. PIPE BEDDING MATERIAL
1. Type 1 Bedding material around the pipe from six (6) inches (150 mm) under the pipe to twelve
(12) (300 mm) inches over the pipe shall consist of select course grained soils (over 50% retained
on a No. 200 Sieve 75 im)) and less than 5% fines such as gravel, sand, or silty sand meeting
unified soil classification requirements as per ASTM designation D-2487 for type GW, GP, GM,
GC, SW, SP, SM & SC, or as specifically approved by the engineer. Bedding material shall not
consist of fine soil (less than 50% retained on a No. 200 sieve 75 im)) such as silt, clay & organic
soils meeting requirements for soil types ML, CH, & PT. Bedding material shall be free from
clods, frozen material, or stones larger than 3/4 inch (19 mm) in their maximum dimension. Where
wet or otherwise unstable conditions exist, the material in this zone shall be free draining, non-
plastic material. Where suitable material is available in the material excavated from the trench,
the CONTRACTOR may procure the select material by screening, sifting or manually sorting the
material removed from the trench in a manner approved by the ENGINEER.
2. Type 2 Pipe Bedding is required for foundation in over-excavated trenches and shall consist of the
bedding material from six (6) inches (150 mm) under the pipe and below. The bedding material
shall consist of sand, sandy gravel, compacted rock or gravel having a maximum size of 1 1/2
inches (38 mm), uniformly graded and having a maximum plasticity of six (6) as determined by
AASHTO Methods T-89 and T-90.
B. CEMENT TREATED FILL
Cement treated fill, when specified, shall meet the following criteria:
INGREDIENTS LBS/C.Y.
CEMENT (0.45SACK) 42 1bs (19 kg)
WATER (39 GALLONS) 325 Ibs (147.4 kg)
COARSE AGGREGATE (SIZENO.57) 1700 Ibs (771.1 kg)
SAND (ASTM C-33) 1845 Ibs (837 kg)
The maximum desired 28 day strength is from 30 to 60 psi. (207 kPa to 414 kPa)
Other cement treated fill designs may be submitted to the Engineer for review and approval.
PART 3 EXECUTION
3.01 CONSTRUCTION
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A. COMMON AND SELECT BACKFILL

1. All trenches shall be backfilled immediately after grade, alignment and jointing of the pipe has
been inspected and approved. Leakage tests, pressure tests or tests for alignment and grade shall
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be performed after backfill. If any test fails, the CONTRACTOR shall be responsible for work
required to correct the defects.

After the select pipe bedding material has been placed and compacted as specified above, the
remainder of the trench backfilling shall be done. All backfill material shall be free from cinders,
ashes, refuse, organic and frozen material, boulders, or other materials that are unsuitable. From
one (1) foot (300 mm) above the top of the pipe to six (6) inches (150 mm) below the ground
surface, or to the subgrade elevation for streets or paved surfaces, material containing stones up
to four (4) inches (100 mm) in the greatest dimension may be used.

Trench backfill from the top of the pipe bedding material to ground surface or to the subgrade of
street surfacing is separated into two classifications. Type A trench backfill refers to compacted
backfill in streets, paved areas, or alleys. Type B backfill is designated for fields, borrow pits,
unimproved streets or other unsurfaced areas where special compaction of the trench backfill is
not required. Locations of the types of backfill required shall be as shown on the plans.

Where shown on the plans, the CONTRACTOR shall provide embankment over the pipe above the
original ground surface to a height which will satisfy the minimum depth of cover requirements. Such
embankment shall be constructed to the cross section shown on the plans.

B. TYPE A TRENCH BACKFILL

1.

Materials used for bedding and backfill shall be carefully deposited in depth layers suitable to the
equipment used for compaction, wetted to 3% below to 2% above optimum moisture content, and
compacted to at least 96% of maximum density as determined by AASHTO T-99 (Standard
Proctor).

Compaction by flooding will not be permitted.

If the backfilled trench has not been tested at required intervals during backfilling, the CONTRACTOR
shall provide excavation equipment to dig compaction test holes through each layer of backfill.
Compaction tests shall be required for each one foot layer of backfill at linear intervals not to
exceed 200 feet (61 m) whether tests are performed during backfilling or via test holes. Should
tests fail, the CONTRACTOR shall remove all trench backfill above the failed lift and rework to
passing compaction the area of deficiency. ENGINEER shall determine the area of deficiency.
In no case shall it extend into areas of known acceptable compaction. All work required to bring
the failed test area into spec shall be at the CONTRACTORS expense. Passing backfill tests only
assures the OWNER that the minimum acceptable level of testing was achieved. The passing
tests do not relieve the CONTRACTOR of his responsibility to compact the entire trench and
does not relieve his guarantee of the trench as identified in this specification.

For graveled streets AND ALLEY'S the backfill shall be completed by blading the stripped gravel
back over the trench.

Each service line shall be backfilled and compacted to the same requirements as the main line
trench. Each service must have at least one passing compaction test.

C. TYPE B TRENCH BACKFILL

1.

2.

Materials used for Type B Trench Backfill shall not require special compaction. The material shall
be compacted in layers to achieve a density approximately equal to the density of the existing soil.

The CONTRACTOR may be required to mound excess earth over the top of the trench so that a
depression will not be formed after the trench settles. In cultivated areas, the stripped topsoil shall
be placed uniformly over the backfilled trench. The topsoil shall not be compacted but shall be
graded to provide a smooth surface conforming to the adjoining ground surfaces.
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3.02 COMPACTION

A. Bedding material under and around the pipe to twelve (12) (300 mm) inches above the top of the pipe
shall be distributed by hand in maximum layers of six (6) (150 mm) inches and thoroughly compacted by
tamping. Special care shall be taken to assure complete compaction under the haunches of the pipe.

B. Backfill material shall be placed in the trench for its full width on each side simultaneously. Compaction
of pipe bedding shall be in accordance with this specification.

C. Cement treated fill may be used for backfill used at the option of the contractor. Provided it meets or
exceeds the requirements set forth, no specific compaction will be required.

D. Cement treated fill may be used at the option of the CONTRACTOR provided it meets the requirements
of the ENGINEER. ENGINEER may require certification of mix design and batching ingredients.

3.03 TESTING

A. Field density testing of compacted fill will be run at all levels. These tests will be performed by a
reputable testing firm at the discretion of the engineer and hired and approved by the owner. The
contractor shall provide necessary equipment to dig test holes. The contractor shall be responsible for
correction of any areas failing compaction tests, and the expense of such correction shall be borne by
the contractor.

3.04 TRENCH GUARANTEE

A. The CONTRACTOR shall, for a period of one (1) year after completion and final acceptance of the
work, repair any trench settlement which may occur and shall make suitable repairs to any pavement,
sidewalks or other structures which may become damaged as a result of backfill settlement.

B. If the CONTRACTOR elects to perform such repairs by subcontract with the OWNER or with others,
he shall furnish the OWNER and the ENGINEER a copy of such subcontract or authorization as
evidence of his faithful intention to perform the work.

PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT

4.01 METHOD OF MEASUREMENT

A.

No separate measurement will be made for items under this section. Full compensation shall be considered
as included in the prices paid for the various contract items and no additional compensation will be allowed.

4.02 BASIS OF PAYMENT
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A.

No separate payment will be made for this section. Full compensation shall be considered as included in
the prices paid for various contract items and no additional compensation will be allowed.
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SECTION 02226

BACKFILLING FOR APPURTENANCES

PART 1 GENERAL

1.01 SUMMARY

A. This section consists of backfilling for appurtenances.

PART 2 PRODUCTS (NOT USED)

PART 3 EXECUTION

A. Backfill around appurtenances shall be deposited in such a manner as not to disturb the appurtenance
from its proper alignment, and compacted to the finished grade. Backfill material, compaction and
backfill procedures shall conform to the requirements of the related Type A or Type B backfill as
specified for trenches.

PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT

4.01 METHOD OF MEASUREMENT
A. Unless otherwise noted in the special provisions, no separate measurement will be made for items under
this section.
4.02 BASIS OF PAYMENT

A. Unless otherwise noted in the special provisions, no separate payment will be made for items under this
section. Full compensation shall be considered as included in the prices paid for the various contract
items and no additional compensation will be allowed therefore.
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SECTION 02227

BACKFILLING FOR PAVEMENT

PART 1 GENERAL

1.01 SUMMARY

A. This section consists of backfilling and compacting operation for construction or reconstruction of
roadways, embankments, streets, parking lots and other paved surface areas.

PART 2 PRODUCTS (NOT USED)
PART 3 EXECUTION

3.01 CONSTRUCTION

A. Surfaces for trenches in gravel streets or alleys shall be restored to their original shape and the surfacing
material shall be of equal quality and equal thickness to that of the original surface. Gravel surfacing
material shall be approved by the ENGINEER. Care shall be taken to not contaminate existing gravel
surfaces outside the trench area.

B. Subgrade for trench resurfacing shall be restored to that existing prior to the excavation and shall be
placed in a manner that will permit the restoration of the surface to condition equivalent to that in which
it was prior to excavation.

PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT

4.01 METHOD OF MEASUREMENT
A. Unless otherwise noted in the special provisions, no separate measurement will be made for items under
this section.
4.02 BASIS OF PAYMENT

A. Unless otherwise noted in the special provisions, no separate payment will be made for items under this
section. Full compensation shall be considered as included in the prices paid for the various contract
items and no additional compensation will be allowed therefore.
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SECTION 02231

AGGREGATE SUB-BASE AND BASE COARSES

PART 1 GENERAL
1.01 SUMMARY
A. Thiswork shall consist of furnishing and placing one or more coarses of aggregate and additives, if
required, on a prepared surface in accordance with these specifications and in reasonably close
conformity with the lines, grades, thickness, and typical cross sections shown on the plans or established
by ENGINEER.
1.02 RELATED WORK
A. Section 02190, Aggregates.
B. Section 02210, Excavation and Embankment.
C. Section 02227, Backfilling for Pavement.
D. Section 02895, Engineering Fabric.
1.03 REFERENCES
A. ASTM C 911: Quick Lime, Hydrated Lime and Limestone for Chemical Uses.
B. AASHTO M 85: Portland Cement.
C. AASHTOT 180: Modified Proctor Moisture Density Relations of Soils using a 10 Ib (4.54 kg) Rammer
and an 18 in (457mm) Drop.
D. AASHTO T 191: Wyoming Modified. Density of Soil in Place (Sand Cone Method).
E. AASHTO T 99: Standard Proctor Moisture Density Relations of soils using a 5.5 Ib (2.5 kg) Rammer
and a 12 inch (305mm) drop.
1.04 SUBMITTALS
A. When the stationary plant method is used, the aggregate will be accepted immediately before mixing
and prior to the addition of water based on periodic samples taken from the pugmill input.
B. When a road mix method is used, the aggregate will be accepted after necessary blending and before
laying, based on samples taken from the combined windrow for each lift.
PART 2 MATERIALS
2.01 MATERIALS
A. The aggregates shall meet the requirements of Section 02190, AGGREGATES.
B. Stockpiled materials shall meet the requirements of Section 02190, Subsection 3.01, STOCKPILED
AGGREGATE.
C. Commercial additives, when required, shall meet the following requirements:
1. HYDRATED LIME - Hydrated lime shall conform to the requirements of ASTM C 415.
2. PORTLAND CEMENT - Portland Cement shall conform to the requirements of AASHTO M 85.
Unless otherwise designated or permitted, Types | or 1l shall be used.
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PART 3

3.01

D.

E.

F.

3. FLY ASH - Fly ash shall conform to the requirements of ASTM C 311 and ASTM C 618
(including Table 1A) for either Class C or Class F, as specified in the Contract Documents.
Aggregates determined to be reactive shall require the use of ASTM C 618, Table 2A,
Supplementary Optional Physical Requirements.

Unless otherwise permitted by ENGINEER, the product of only one mill for any one brand and type of
portland cement shall be used on the project.

CONTRACTOR shall provide suitable means for storing and protecting the additives against dampness
and other forms of damage. Cement additives which, for any reason, have become partially set or
which contain lumps of caked cement shall be rejected. Cement additives may not be salvaged from
discarded or used bags.

Other additives, when specified, shall meet the requirements set forth in the Special Provisions.

EXECUTION

PREPARATION

3.02

A

B.

CONTRACTOR shall mix the aggregate, water, and commercial additive by the Stationary Plant Method
unless otherwise specified by ENGINEER in the Special Provisions.

The Stationary Plant Method shall meet the following requirements:

1. The aggregate and water shall be mixed in an approved pugmill mixer. Water shall be added
during the mixing operation in the amount necessary to maintain the required moisture content for
compacting.

2. The mixer shall be capable of uniformly distributing the aggregate, additives, and water
throughout the mixture without evidence of over-wet or dry pockets of material when the
equipment is operated at CONTRACTOR’s desired capacity.

APPLICATION

3.03

A.

Stationary Plant Method - Materials mixed by the stationary plant method shall be transported to the job
site while it contains the proper moisture content, and shall be placed on the roadbed by means of an
approved method.

Travel Plant Method - After the material for each layer has been placed through an aggregate spreader,
windrow sizing device or aggregate hopper, the material shall be uniformly mixed by a traveling
mixing plant. During mixing, water shall be added in an amount sufficient to maintain the required
moisture content for compacting.

Road Mix Method - After material for each layer of the coarse has been placed, the materials shall be
mixed while in the range of plus 2% or minus 4% of optimum moisture content, by means of motor
graders or other approved equipment until the mixture is uniform throughout.

Stockpile Method - Commercial additives, if required, will be introduced into the aggregate during
stockpiling operations. Water will be introduced by prewetting the stockpile of aggregate and additive.
Additional water may have to be introduced during the placing of the aggregate coarses.

SHAPING AND COMPACTION
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A.

B.

C.

The moisture content of the material at the time of compaction shall be within plus two or minus four
percentage points of optimum.

If the required compacted depth of sub-base coarse exceeds 6" (150 mm), the coarse shall be
constructed in 2 or more layers of approximately equal thickness. The maximum compacted
thickness of any one layer shall not exceed 6" (150 mm). When vibrating or other approved
types of special compacting equipment are used, the depth of a single layer of the coarse may be
increased upon approval by ENGINEER.

Each layer shall be compacted to a density of not less than 95% of maximum density as determined in
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PART 4

4.01

accordance with AASHTO T 180, unless otherwise noted in the Special Provisions. Compactions or in place
field densities will be determined by AASHTO T 191 (Wyoming Modified), or by other approved methods.
The surface of each layer shall be maintained during the compaction operations in such a manner that a
uniform texture and surface is produced and the aggregates firmly keyed. Water shall be uniformly applied

over the materials during compaction in the amount necessary for proper consolidation.

METHOD OF MEASUREMENT AND BASIS OF PAYMENT

METHOD OF MEASUREMENT

4.02

A. Aggregate base and sub-base coarses will be measured by the ton (megagram). Natural moisture and
water added to the material prior to the material being weighed will be measured as the material and will
not be deducted from the weight measurement. Water added to the material prior to the material being
weighed will not be measured separately for payment.

BASIS OF PAYMENT
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A. The accepted quantities of Aggregate Sub-base and Base Coarse of size specified will be paid for at the
contract prices per ton (megagram) for aggregate sub-base, base coarse, and additives, complete in

place. Payment will be made under:

Pay ITEM

Crushed Base

Pit Run Sub-base
Crusher Run Sub-base
Crushed Sub-base
Sub-base

Pit Run Base

Crusher Run Base
Commercial Additives

Pay UniT

Ton (megagram)
Ton (megagram)
Ton (megagram)
Ton (megagram)
Ton (megagram)
Ton (megagram)
Ton (megagram)
Ton (megagram)
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SECTION 02273

RIPRAP
PART 1 GENERAL
1.01 SUMMARY
A. This work shall consist of the bank or water coarse protection coarses in accordance with these specifi-
cations and in reasonably close conformity with the lines, grades, and thickness shown on the plans or
established by ENGINEER.
1.02 RELATED WORK
A. Section 02190, Aggregates.
B. Section 02210, Excavation and Embankment.
C. Section 02895, Engineering Fabric.
D. Section 03600, Grout.
1.03 REFERENCES
A. ASTM A 116: Zinc coated (Galvanized) Steel Woven Wire Fence Fabric.
B. ASTM A 777: Specification for Galvanized Round Steel Tying Wire.
C. ASTM C 881: Epoxy-Resin-Base Bonding System for Concrete.
1.04 SUBMITTALS
A. Wire and wire hardware shall be accepted based upon the Manufacturer’s Certificate of Compliance.
1.05 DEFINITIONS
A. Class 1 Riprap - hand placed stones on earth or gravel bedding.
B. Class 2 Riprap - machine placed stones on earth or gravel bedding.
C. Grouted Riprap - Class 1 or 2 Riprap as described above with voids filled with sand-cement grout.
D. Wire Enclosed Riprap - stones placed in wire fabric enclosures.
E. Sacked Concrete Riprap - hand-placed sacked concrete.
PART 2 PRODUCTS
2.01 MATERIALS
A. Aggregates used for riprap shall meet the requirements of Section 02190, AGGREGATES.
B. Wire for wire enclosed riprap shall meet the following requirements unless otherwise noted
in the Special Provisions:

1. Woven wire shall be 2" (50 mm) by 4" (100 mm) V-mesh fabric having 12 1/2 gauge (0.092 mm)
horizontal wires of 2-strand, twisted construction and 12 1/2 gauge (0.092 mm) cross wires. All
wire shall meet the requirements of ASTM A 116, Zinc-Coated (Galvanized) Iron or Steel
Farm-Field and Railroad Right-of-Way Fencing, and shall be Class 1 or better.

2. Lacingand tie wire shall be galvanized, 12 1/2 gauge (0.092 mm) smooth steel wire. In lieu of lacing, 9 gauge
galvanized hog rings at four inch (100 mm) spacing may be used for fastening ends, sides, and top panels.
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C. Anchorage for Wire Enclosed Riprap shall meet the following requirements unless otherwise noted in
the Special Provisions:

1. Steel stakes may be crane rails, 3" (75 mm) nominal standard pipe, or 4" (100 mm) by 4" (100
mm) by 3/8" (9.5 mm) angles or other approved materials as shown on the Drawings or otherwise
noted in the Contract Documents. Stakes shall not be less than 5' (1520 mm) in length.

2. Used materials are acceptable provided that the material is not rusted or damaged to an extent that
would affect the strength of the stake.

D. Grout for grouted riprap shall consist of one part Portland cement and three parts of sand, thoroughly
mixed with water to produce a workable mix or as otherwise specified in the Contract Documents.

E. Sacks for sacked concrete riprap shall be made of at least 10-ounce burlap or other approved materials
as shown on the Drawings or otherwise noted in the Contract Documents. Sacks shall be approximately
19 1/2" (495 mm) by 36" (910 mm) measured inside the seams when the sack is laid flat, with an
approximate capacity of 1.25 cubic feet (.035 M?). Sound, reclaimed sacks may be used.

F. Concrete for sacked concrete riprap shall consist of a mixture of not less than 4 sacks (376 pounds (170
kg) total weight) of Portland Cement per cubic yard and sufficient water to obtain a slump of 3" (75
mm) to 5" (127 mm) or as otherwise specified in the Contract Documents.

PART 3 EXECUTION

3.01 PREPARATION

A. Slopes on which the riprap is to be placed shall be shaped to allow the full thickness of the specified
riprap and any bedding or filter gravel, where required. The slopes shall not be steeper than the natural
angle of repose of the slope as shown on the plans or directed. Whenever possible, the excavation shall
be undisturbed material or, where this is not possible, the underlying material shall be compacted to at
least 90% of maximum at optimum moisture content in accordance with the applicable provisions of
Section 02225.

3.02 APPLICATION

A. When called for on the Drawings or otherwise specified in the Contract Documents, a layer of filter
gravel shall be placed on the slope immediately prior to placement of the riprap stone. The layer shall
be shaped to provide the minimum thickness specified. The surface should generally fit the bottom
surface of the riprap.

B. At the completion of slope protection work, the footing trench shall be filled with excavated material
and compaction will not be required.

C. Class 1 riprap shall meet the following requirements:
1. The larger stones shall be placed first with close joints.
2. The largest stones shall be placed in the footing trench.

3. Stones shall be placed with their longitudinal axis normal to the embankment face and arranged so
that each rock above the foundation coarse has a 3-point bearing on the underlying stones. The
foundation coarse is the coarse placed on the slope in contact with the ground surface. Bearing on
smaller stones which may be used for chinking voids will not be acceptable. Placing of stones by
dumping will not be permitted. Interstices shall be as nearly filled as practicable with smaller
stones and spalls.

D. Class 2 riprap shall meet the following requirements:

1. Stones shall be so placed as to provide a minimum of voids, and the larger stones shall be placed
in the toe coarse and on the outside surface of the slope protection.

2. The stones may be placed by dumping and may be spread in layers by bulldozers or other suitable
equipment.
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E. WIRE ENCLOSED RIPRAP

1. Wire enclosed segments shall be hand or machine formed to the dimensions shown on the
plans. Enclosure segments shall be placed, laced, and filled in a workmanlike manner to
provide a uniform, dense, protective coat over the area specified.

F. GROUTED RIPRAP

1. Cleanstone shall be placed on the slope in accordance with the class specified. After the stone has
been placed, it shall be drenched or sprinkled with water until the stone is thoroughly moistened.
The mixed grout shall be applied while the stone is still moist. During application, the grout shall
be worked into the interstices to completely fill the voids with grout.

2. Where the depth specified for grouting is in excess of 12" (305 mm), such as in cut-off walls, the riprap
stone shall be placed in 12" (305 mm) lifts, or as otherwise specified in the Contract Documents. Each
lift shall be grouted prior to placement of the next lift. The succeeding lifts shall be constructed and
grouted before the grout in the previous lift has set.

3. Grout shall be placed only when the weather is suitable for such work and shall be protected from
freezing for at least 4 days if frost is imminent. The surface of grouted riprap shall be covered with
maoist earth or wet burlap for not less than 3 days after placing to allow the grout to properly cure.

3.03 ACCEPTANCE

A. Sampling of materials shall be in accordance with standard material sampling practices unless otherwise
specified in the Contract Documents.

B. At the direction of ENGINEER, wire and wire products used on the project which do not meet the
specification requirements for the type of material specified may:

1. be rejected and CONTRACTOR required to remove and replace all of the out-of-specification
material at his expense;
2. be accepted and left in place and the CONTRACTOR’s cost of the wire product deducted; or,
3. Dbe accepted at a reduced unit price.
PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT
4.01 METHOD OF MEASUREMENT

A. Class 1 Riprap, Class 2 Riprap, Grouted Riprap, and Filter Gravel will be measured by the cubic yard
(cubic meter) in place.

B. Wire enclosed riprap will be measured by the square yard (square meter) of top surface area.

C. Excavation and backfill unless included under some other item, grouting materials, hauling, placing or
shaping, and other incidentals necessary for the completion of the work will not be measured for
payment, but will be considered as subsidiary to other items of the contract.

4.02 BASIS OF PAYMENT
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A. The accepted quantities of riprap and filter gravel will be paid for at the contract unit price per cubic
yard (cubic meter) or square yard (square meter), complete in place. Payment will be made under:

PAY ITEM Pay UNiT
Riprap, Class CY (CM)

Wire Encl. Riprap SQ YD (SQ M)
Grouted Riprap, Class CY (CM)
Filter Gravel CY (CM)
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PART 1

1.01

SECTION 02280

TOPSOIL

GENERAL

SUMMARY

PART 2

2.01

A. Thiswork shall consist of excavating and depositing topsoil in accordance with the specifications and in
reasonably close conformity with the lines, grades, thicknesses, and typical cross-section shown on the
plans or established. Removing and stockpiling topsoil prior to grading operations shall be classified as
“Unclassified Excavation.”

B. “Unclassified Excavation” shall consist of the excavation and disposal of all materials encountered in
the work, including excavation obtained from borrow sources, not classified under other items of the
contract.

C. The item “Topsoil Borrow” will apply only to borrow material obtained from borrow areas and placed
directly in its final location. When topsoil is obtained from borrow areas and stockpiled for later use in
the work the first handling will be classed as “Unclassified Excavation” and measured and paid for in
accordance with Section 02210, EXCAVATION AND EMBANKMENT.

PRODUCTS

TOPSOIL

PART 3

3.01

A. Topsoil shall consist of any soil suitable for the growth of grass or other cover crops reasonably free
from hard dirt, clay, rocks, or other materials which would inhibit the germination of seeds or the
growth of the cover crop. Classification of soils suitable for topsoil will be at the discretion of the
ENGINEER.

EXECUTION

STRIPPING AND STORING TOPSOIL

3.02

A. Prior to stripping topsoil from the designated areas, brush, grass, agricultural crops, or other suitable
material shall be conserved as mulch and incorporated into the topsoil. The material shall be chopped
through a brush chopper, shredded by means of a commercial-sized rotary blade mower, or reduced by
other approved methods.

B. Unless it can be placed directly on the prepared slopes, topsoil shall be stockpiled for later incorporation into
the work. Stockpiles shall be placed at the location and to the dimensions designated by the ENGINEER.

PREPARATION OF AREAS

3.03

A. The embankment or cut slope areas to be covered with topsoil shall be completed to the designated
lines and grades. Areas that have become crusted or hardpacked shall be scarified to a depth of
approximately three inches (3") (75 mm), prior to placement of the topsoil.

PLACING TOPSOIL
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A. Topsoil shall be placed in a uniform manner to a depth commensurate with the quantity of topsoil
available and the area to be covered.
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B.

C.

After the topsoil has been spread, large stiff clods, stones, or other foreign material that would seriously
affect the effectiveness or appearance of the topsoil, shall be raked up and removed from the area.
Topsoil shall be keyed to the underlying material by scarifying.

Water shall be applied to the topsoil at the locations and in the amounts designated. Water shall be applied in
a fine spray by nozzles or spray bars in such a manner that it will not wash or erode the topsoil areas.

PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT
4.01 METHOD OF MEASUREMENT

A. When topsoil is taken from stockpiles, the measurement will be made as the difference, in cubic yards
(cubic meter), between the quantity in the stockpile and the remaining after the topsoil required under
the contract has been removed.

B. Topsoil borrow will be measured by the cubic yard (cubic meter). The volume will be determined by
preliminary and final cross-sections of the borrow area or by other approve methods of determining
actual volumes removed from the borrow area and agreed to prior to the work by the ENGINEER and
the CONTRACTOR.

C. The item “Topsoil Borrow” will include all work required for stripping the material from its original
position and placing the material in its final position.

4.02 BASIS OF PAYMENT
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The accepted quantities of topsoil will be paid for at the contract price per cubic yard (cubic meter),
complete in place. Payment will be made under:

PAY ITEM Pay UNiT
Topsoil C.Y. (CM)
Topsoil Borrow C.Y. (C.M)
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PART 1

1.01

SECTION 02290

WATERING

GENERAL

SUMMARY

PART 2

2.01

A. This item shall consist of furnishing and applying water required in the compaction of embankments,
subgrades, base coarses and surface coarse, or for the control of dust for the safety and convenience of
the public, for the reduction of the dust nuisance with adjacent property, or for other purpose as directed
by the ENGINEER, in accordance with the requirements of these specifications.

MATERIALS

WATER SOURCE

PART 3

3.01

A. Water required for compaction, dust control or other purposes shall be the responsibility of the
CONTRACTOR to obtain. Water quality shall meet or exceed that required by Federal, State or
local government agencies of authority.

EXECUTION

WATER ADDED

PART 4

4.01

A. Deficiencies in moisture content of embankment materials, aggregate sub-base, base, or surfacing coarses
shall be corrected by the addition of water by approved water distribution equipment. Water for dust
control, finishing operations, and seeding shall be applied by approved distributor equipment.

1. Grading Operations. Prewetting does not guarantee that additional water will not be required.
Water added to embankment material during grading operations shall be distributed in a manner
that will avoid ponding or overwetting materials for the full width of each layer of material placed.

2. Aggregate Coarses. Water added to aggregate coarses shall be applied to the material
immediately prior to mixing and placing the material.

3. Finishing Operations. Water added during finishing operations shall be uniformly applied in a fine
spray across the full width of the coarse by means of controllable pressures and spray bars or nozzles.

4. Seeding. Water added to seeded areas shall be applied in a spray that will not wash or erode the
seeded area.

5. Dust Control. Water ordered for dust control measures for the protection and safety of traffic, for
abatement of air pollution, or for other purposes, shall be applied in a manner that will best
accomplish the elimination of dust.

METHOD OF MEASUREMENT AND BASIS OF PAYMENT

METHOD OF MEASUREMENT

4.02

A. No method of measurement is required except that agreed upon by the CONTRACTOR and the entity
from which he receives water.

BASIS OF PAYMENT
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A. This item shall be considered subsidiary to other work with no additional pay necessary.
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PART 1

1.01

SECTION 02510

PORTLAND CEMENT TREATED MIXTURES

GENERAL

SUMMARY

1.02

A. Provide Portland cement treated mixtures over prepared subbase as follows:
1. Cement treated base

RELATED WORK

1.03

A. Section 02190 Aggregates

Section 02231 Aggregate Sub-Base and Base Coarses
Section 03304 Portland Cement Concrete

Section 02210 Excavation and Embankment

Section 02225 Trench Backfill

moow

QUALITY ASSURANCE

1.04

A. Comply with governing codes and regulations. Provide products of acceptable manufacturers which
have been in satisfactory use in similar service for three years. Use experienced installers. Deliver,
handle, and store materials in accordance with manufacturer’s instructions.

SUBMITTALS

PART 2

2.01

A. Submit for approval product data, test reports and mix design.

PRODUCTS

MATERIALS

PART 3

3.01

A. Cement and water: Comply with Section 03304, PORTLAND CEMENT CONCRETE.
B. Aggregate:

1. Cement treated base: Comply with pavement base coarse specification under Section 02231,
AGGREGATE SUB-BASE AND BASE COARSES.

C. Admixtures (when required): Comply with pozzolan admixture, or fly ash specification, under Section
03304, PORTLAND CEMENT CONCRETE, and with ASTM C311 and C618, Class C or F.

D. Bituminous curing/sealing compound: Comply with liquid or emulsified asphalt specification under
Section 02545, BITUMINOUS MATERIALS.

EXECUTION

PROPORTIONING OF MATERIALS
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A. Cement treated base:

1. Comply with applicable measurement, proportioning, and mixing specifications under Section
03304, PORTLAND CEMENT CONCRETE.
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2. Mixing can be performed as follows, at the CONTRACTOR’s option:

a. Roadbed: Uniform windrows of untreated base shall be shaped and the tops slightly
flattened to receive the cement. The size of the windrows shall be limited such that all
the material can pass through the mixing machine in one operation. Cement shall be
spread uniformly on the base material, and completely mixed. Water shall be applied
under pressure with controlled distributing equipment, and mixing shall continue until
the base is a homogeneous mixture with uniform moisture content.

b. Central plant: Cement, water, aggregate and admixture(s) if required, shall be stored
separately. Plants shall use an approved pugmill or continuous flow mixer, to produce
a homogeneous mixture of uniformly distributed and properly coated aggregates with
consistent appearance. The total elapsed time between the addition of water to the
mixture and the start of compaction shall not exceed 45 minutes. The mixture shall be
transported to the site in clean equipment with suitable protective devices to prevent
material loss and significant moisture change.

3.02 INSTALLATION

A. Comply with applicable subgrade preparation and compaction specifications under Sections 02210,
EXCAVATION AND EMBANKMENT and 02225, TRENCH BACKFILL. Subgrade shall conform
to the lines, grades, and cross sections shown on the Plans.

B. Cement treated base: Spread mixture with a jersey spreader and motorgrader over properly prepared
subgrade. Uniformly compact the treated base with pneumatic rollers to at least 100% of maximum
density determined in accordance with AASHTO T 99. The maximum compacted thickness of any one
layer shall not exceed 6 inches (150 mm). The surface of the base coarse shall be lightly scarified,
regraded, reshaped, and recompacted to the lines, grades, and cross sections shown on the Plans.

3.03 CURING AND PROTECTION

A. Moist curing (water fogging): Exposed surfaces of controlled density backfill and cement treated base
shall be kept continuously moist with a fog spray for 7 days.

B. Bituminous seal: Immediately after final rolling, bituminous curing of either liquid or emulsified asphalt,
shall be applied in sufficient quantity to provide a continuous membrane over the treated mixture, at a rate of
between 0.1 and 0.2 gallons per square yard (.045 to 0.09 liters per square meter) of surface area.

C. Remove and replace entire depth of defective work.

PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT
4.01 METHOD OF MEASUREMENT

A. Unless otherwise noted in the special provisions, no separate measurement will be made for items
under this section. Full compensation shall be considered as included in the prices paid for the
various contract items and no additional compensation will be allowed therefore.

4.02 BASIS OF PAYMENT
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A.

Unless otherwise noted in the special provisions, no separate payment will be made for items under this
section. Full compensation shall be considered as included in the prices paid for the various contract
items and no additional compensation will be allowed therefore.
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SECTION 02511

ROAD MIX BITUMINOUS PAVEMENTS

PART 1 GENERAL
1.01 SUMMARY

A. These specifications include general requirements that are applicable to all types of road mix bituminous
pavements irrespective of the gradation of aggregate, kind, and the amount of bituminous material or
pavement used.

B. This work shall consist of constructing one or more coarses of a road mix bituminous mixture on the
prepared foundation in accordance with these specifications, and in reasonably close conformity with
the lines, grades, thickness, and typical cross sections on the plans or established by ENGINEER.

1.02 RELATED WORK

A. Section 02190, Aggregates.

B. Section 02512, Plant Mix Pavements.

C. Section 02545, Bituminous Materials.

D. Section 02550, Prime Coat.

E. Section 02551, Tack Coat.

1.03 REFERENCES

A. AASHTO T 40; Sampling Bituminous Materials.

B. AASHTO T 2; Sampling Aggregates.

C. AASHTO T 27; Wyoming Modified Sieve Analysis.

D. ASTM C 136; Sieve Analysis.

PART 2 PRODUCTS
2.01 MATERIALS

A. The type and grade of bituminous material will be specified in the Contract Documents. The grade may
be changed one step by ENGINEER during construction at no change in unit price. The bituminous
material shall meet the applicable requirements of Section 02545, BITUMINOUS MATERIALS.

B. The aggregate will be accepted immediately preceding addition of bituminous material to the mix. The
aggregates shall meet the requirements of Section 02190, AGGREGATES. This acceptance will be
based on periodic samples of the windrow after all aggregates have been blended for each lift.

C. Stockpiled material shall meet the requirements of Section 02190, Subsection 3.01, STOCKPILED
AGGREGATE.

PART 3 EXECUTION
3.01 PREPARATION

A. Before materials for road mixing are spread, the surface on which the road mix is to be placed shall be conditioned as
specified in Section 02512, PLANT MIX PAVEMENTS, Subsection 3.01, and primed and tacked, where required,
in accordance with Section 02550, PRIME COAT, and Section 02551, TACK COAT, respectively.
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3.02

. The construction of road mix bituminous pavement shall be carried on only when the surface on which

the material is to be placed is dry and when the atmospheric temperature is above 50°F (10° C) and has
not been below 40°F (4° C) during the preceding 24 hours.

. The equipment used by CONTRACTOR shall include scarifying, mixing, spreading, finishing, and

compacting equipment, a bituminous distributor, and equipment for heating bituminous material.

. The distributor shall be so designed, equipped, maintained, and operated that bituminous material at

even heat may be applied uniformly on variable widths of surface up to 15' (5 M) at readily determined
and controlled rates, from 0.05 (.02) I/m? to 2.0 gallons per square yard ( 0.90 liters per square meter),
with uniform pressure and with an allowable variation from any specified rate not to exceed 0.02 gallon
per square yard (.009 liters per square meter). Distributor equipment shall include a tachometer,
pressure gauges, accurate volume measuring devices or a calibrated tank, and thermometer for
measuring temperatures of tank contents. Distributors shall be equipped with a power unit for the
pump and full circulation spray bars adjustable laterally and vertically.

. Travelling or stationary mixing plants or other equipment of proven performance may be used by

CONTRACTOR in lieu of the specified equipment if approved.

Rollers shall be of self-propelled steel wheel tandem or 3-wheel rollers weighing not less than 8
tons (7.3 megagram) each. Pneumatic-tired rollers shall have a total compact width of not less than
60" (1520 mm) and a gross weight adjustable within the range of 200 to 350 pounds per square
inch ( 1.40 to 2.45 mPa) of compaction width. The operating weight shall be as directed. Tire
pressure or contact pressure may be specified for pneumatic-tired rollers.

INSTALLATION

WPWSS - 86

A. PLACING AGGREGATES

1. Aggregates shall be uniformly spread on the road by the use of spreader boxes or other approved
mechanical spreading devices. When two or more sizes of aggregates are used, each size of
aggregate shall be placed in the proper amount to provide for surfacing of the required width and
thickness. Each size of aggregate shall be windrowed to uniform section and left undisturbed until
measuring and sampling are completed, after which they shall be mixed until they are uniformly
blended and then spread over the road surface.

2. Ifthe surface moisture of the aggregate is more than 2% of the dry weight of the aggregate, except
when the bituminous material is emulsified asphalt, the aggregate shall be turned by blades or disc
harrows or otherwise aerated until the moisture content is reduced to 2% or less. The aggregate
shall then be spread smoothly and uniformly over half the road or other convenient width of the
surface ready for the application of bituminous material, except that when a travelling mixing
plant is used, the aggregate shall be formed into a uniform cross section.

3. Inlieu of aerating and drying the aggregate, CONTRACTOR may use an approved additive. The
additive shall permit suitable coating of the wet aggregate and shall prevent the bituminous
coating from stripping in the presence of water.

B. APPLICATION OF BITUMINOUS MATERIAL

1. The bituminous material shall be uniformly distributed in successive applications, in such amounts
and at such intervals as directed. The mixing equipment shall follow immediately behind the
distributor after each application of bituminous material to partially mix the aggregate and the
bituminous material. Application temperature shall be in accordance with Section 02545,
BITUMINOUS MATERIALS, Subsection 3.02.

C. MIXING

1. Afterthe last application of bituminous material and partial mixing, the entire mass of bituminous
material and aggregate shall be windrowed on the road surface and then mixed, by blading the
mixture from side to side of the road or by manipulations producing equivalent results, until all
aggregate particles are coated with bituminous material and the whole mass has a uniform color,
and the mixture is free from rich or lean spots, balls, or uncoated particles. During the mixing

02511 -2 of 4



3.03

operations, care shall be taken to avoid cutting into the underlying coarse or contaminating the
mixture with the earth or other extraneous matter. The mixing process shall be confined to part of
the width or area of the road when required to allow traffic to pass.

Should the mixture show an excess, deficiency, or uneven distribution of bituminous material, the
condition shall be corrected by the addition of aggregate or bituminous material as required,
and remixing. If the mixture contains excessive amounts of moisture of volatile matter, it
shall be bladed, aerated, or otherwise manipulated until the moisture and volatile contents are
satisfactory. The spreading of the mix shall not be done when the surface to be covered is in
an unsatisfactory condition.

At the end of the day’s work, or when the work is interrupted by weather conditions or otherwise,
all loose material shall be bladed into a windrow whether or not mixing is completed, and shall be
retained in a windrow until operations are resumed.

When the mixing operations have been satisfactorily completed, the mixture shall be formed into
a windrow of uniform cross section.

If CONTRACTOR requests, and is authorized to use, traveling or stationary mixing plants in lieu
of the specified equipment, the same requirements regarding residual moisture and evaporation of
volatiles given above shall apply.

D. SPREADING, COMPACTING AND FINISHING

1.

The material shall be spread by a self-propelled, pneumatic-tired blade grader or a mechanical
spreader of approved type. Care shall be taken to avoid cutting into the underlying base when the
material is spread from the windrow.

After the material is spread, the surface shall be rolled. Rolling shall be parallel to the road
centerline and shall commence at the outer edges of the road, overlapping the shoulders, and
progress toward the center, overlapping on successive passes by at least one-half the width of
the roller, except that on superelevated curves rolling shall progress from the lower to the
upper edge. Each pass shall terminate at least 3' (910 mm) in advance or to the rear of the end
of the preceding pass. Curing the compaction, the surface shall be dragged or bladed as
necessary to fill ruts and to remove incipient corrugations or other irregularities. Rolling
shall continue until the surfacing is of uniform texture and satisfactory compaction has been
obtained. Initial rolling shall be performed with a pneumatic-tired roller, and final rolling
shall be performed with a 3-wheel or tandem-type steel wheel roller. Rolling shall be discon-
tinued whenever it begins to produce excessive pulverizing of the aggregate or displacement of
the mixture.

Where the compacted thickness of the road mix surface is to be more than 2" (50 mm), the mixture
shall be spread from the windrow and compacted in two layers, the first layer to be bladed and
rolled before the second layer is spread.

4. While the surface is being compacted and finished, CONTRACTOR shall trim the edges neatly to line.

SURFACE REQUIREMENTS

PART 4

4.01

A

The surface will be tested by ENGINEER using a 10" (3 meter) straightedge at selected locations. The
variation of the surface shall at no point exceed 1/4" (6.35 mm). All humps or depressions exceeding
the specified tolerance shall be corrected by removing defective work and replacing it with new material

as specified.

METHOD OF MEASUREMENT AND BASIS OF PAYMENT

METHOD OF MEASUREMENT
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A. Aggregate and bituminous material will be measured by the ton. The weight of the natural moisture in

the aggregate will not be deducted from the pay quantities.
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4.02 BASIS OF PAYMENT

A. The accepted quantities of road mix bituminous pavement will be paid for at the Contract Unit Price per
ton (megagram) for aggregates and bituminous material complete in place. Payment will be made

under:

PAY ITEM Pay UNniT

Aggregate for Road Mix Bit. Pavement Ton (Megagram)

Liquid Asphalt (RM Bit. Pavement.) Ton or Gal. (Megagram or Liter)
Emulsified Asphalt (RM Bit. Pavement.) Ton or Gal. (Megagram or Liter)
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SECTION 02512

PLANT MIX PAVEMENTS

PART 1 GENERAL
1.01 SUMMARY

A. These specifications include general requirements that are applicable to all types of bituminous
pavements of the plant mix type irrespective of gradation of aggregate, kind, and amount of bituminous
material or pavement use. Deviations from these general requirements will be indicated in the specific
requirements for each type.

B. This work shall consist of one or more coarses of bituminous mixture constructed on the prepared
foundation in accordance with these specifications and the specific requirements of the type under
contract, and in reasonably close conformity with the lines, grades, thickness and typical cross sections
shown on the plans or established by ENGINEER.

1.02 RELATED WORK

A. Section 02190, Aggregates.

B. Section 02545, Bituminous Materials.

C. Section 02550, Prime Coat.

D. Section 02551, Tack Coat.

E. Section 02552, Seal Coat.

1.03 REFERENCES

A. ASTM C 150: Portland Cement.

B. AASHTO M 303: Hydrated Lime for Asphalt Mixtures.

C. AASHTO T 230: Density of Bituminous Aggregate Mixtures.

1.04 SUBMITTALS

A. CONTRACTOR shall submit for ENGINEER’s approval a job-mix formula for each mixture to be
supplied for the project. The job-mix formula with the allowable tolerances shall be within the
master range specified. The job-mix formula for each mixture shall establish a single percentage
of aggregate passing each required sieve size and a single mixing temperature. Should a change in
sources of material be made, a new job-mix formula shall be established before the new material is
used. When unsatisfactory results or other conditions make it necessary, ENGINEER may establish a
new job-mix formula.

B. Mixing plant scales shall be checked as often as deemed necessary to assure their continued accuracy.
CONTRACTOR shall have on hand not less than ten 50-pound (22.6 kilogram) weights for checking of
the scales.

1.05 DEFINITIONS
A. Plant mix pavement is considered a surface coarse in all cases.
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B.

Plant mix bituminous base is considered a sub-surface coarse.
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PART 2

2.01
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PRODUCTS
MATERIALS
A. BITUMINOUS MATERIALS
1. The percentage of bituminous material to be added to the job-mix formula will be designated by
ENGINEER and specified in the Contract Documents.
2. The type and grade of bituminous material will be specified in the Contract Documents. The
grade may be changed one step by ENGINEER during construction at no change in unit price.
3. The bituminous material shall meet the applicable requirements of Section 02545, BITUMINOUS

MATERIALS.

B. AGGREGATE MATERIALS

1.
2.

Aggregates shall meet the applicable requirements of Section 02190, AGGREGATES.

During crushing operations, the coarse and fine aggregates shall be stockpiled in separate piles in
such manner that they can later be combined to meet the required specifications.

Stockpiled material shall meet the requirements of Section 02190, AGGREGATES, Subsection 3.01.

Natural filler, when required, shall be stockpiled separately. The plans may limit or prohibit the
use of crusher rejects or material from the same source as the aggregate material.

C. COMMERCIAL ADDITIVES

1.

The type of commercial additive to be used will either be designated on the plans, or when no
specific type is designated, any of the Commercial Additives conforming to either of the
following requirements may be used:

a. PORTLAND CEMENT - Portland cement shall conform to the requirements of ASTM C 150.

(1) Unless otherwise permitted by ENGINEER, the product of only one mill
of any one brand and type of Portland cement shall be used on the project.

(2) CONTRACTOR shall provide suitable means for storing and protecting
the cement against dampness. Cement which, for any reason, has become
partially set or which contains lumps of caked cement shall be rejected.
Cement salvaged from discarded or used bags shall not be used.

b. HYDRATED LIME - Hydrated lime shall conform to the requirements of AASHTO M

303, except that not less than 93% of the hydrated lime shall consist of calcium and

magnesium oxides.

D. COMPOSITION OF MIXTURES

1.

2.

The bituminous plant mix shall be composed of a mixture of aggregate, natural filler or com-
mercial additive, if required, and bituminous material. The several aggregate fractions shall
be sized, uniformly graded, and combined in such proportions that the resultant composite
blend meets the job-mix formula.

After the job-mix formula is established, all mixtures furnished for the project shall conform
thereto within the following ranges of tolerances:

Passing #4 and Larger Sieves -7 to +7 percent

Passing #8 to #100 Sieves -5 to +5 percent

Passing #200 Sieve -3 to +3 percent

Bituminous Material -0.5 to +0.5 percent

Mixing Temperature -20 to +20 degrees F (-16 to -7 degrees C)

In general, the point of acceptance for the aggregate will be after the material has passed through
the gradation unit and prior to the addition of bituminous material. If this point of acceptance
proves unsatisfactory, an alternate point of acceptance may be selected by ENGINEER. The
bituminous material will be conditionally accepted at the source. The plant-mixed material will
be accepted after blending and mixing at the plant.
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PART 3

3.01

EXECUTION

PREPARATION
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A. CONDITIONING OF EXISTING SURFACE

1.

Irregular surfaces of existing pavements or bases shall be brought to uniform grade and cross
section as directed.

When specified in the Contract Documents, all longitudinal and transverse joints and all cracks
shall be sealed by the application of an approved joint sealing compound before the mixture is
spread upon a pavement surface. All excessive bituminous material shall be removed from joints
and cracks prior to placement of the mixture.

B. PREPARATION OF BITUMINOUS MATERIAL

1.

The bituminous material shall be heated to the specified temperature in a manner that
will avoid local overheating and provide a continuous supply of the bituminous material
to the mixer at a uniform temperature at all times. Charts showing specified temperature
range for each source of supply are available from the Headquarters Laboratory of the
Wyoming Department of Transportation.

C. PREPARATION OF AGGREGATE

1.

The aggregates for the mixture shall be dried and heated to the required temperature. Flames used
for drying and heating shall be properly adjusted to avoid damage to the aggregate or coating the
aggregate with soot, oil, or other contaminants. Burner fuels may be specified by ENGINEER in
the Special Provisions.

The aggregates, immediately after heating and drying, shall be screened into two or more fractions
and conveyed into separate compartments ready for batching and mixing with bituminous materials.
Screening shall be at such rate and in such manner that the coarse aggregate bin or bins shall
contain less than 10% of minus #4 (4.75 mm) sieve material and the fine bin shall contain less than
10% of plus #4 (4.75 mm) sieve material.

D. MIXING

1.

The dried aggregate shall be combined in the mixer in the amount of each fraction of aggregates
required to meet the job-mix formula. The bituminous material shall be measured or gauged and
introduced into the mixer in the amount specified by the job-mix formula.

After the required amounts of aggregate and bituminous material have been introduced into the mixer,
unless otherwise specified, the materials shall be mixed until a complete and uniform coating of the
particles and a thorough distribution of the bituminous material throughout the aggregate is secured.

For hot mix bituminous pavement, the mixture shall be produced at the lowest possible temperature
that will produce a workable mix within the application temperatures specified under Section
02545, BITUMINOUS MATERIALS, Subsection 3.02. The bituminous material and aggregate
shall be introduced into the mixer within the specified temperature range and shall be within 25°F
(-4° C) of each other.

E. BITUMINOUS MIXING PLANT - GENERAL

1.

Sufficient storage space shall be provided for each size of aggregate, and the different aggregate
sizes shall be kept separated until they have been delivered to the cold elevator feeding the drier.

Plants used for preparation of bituminous mixtures shall conform to all requirements under
Subsection 3.01(F) below, except that scale requirements shall apply only where weight pro-
portioning is used. In addition, batch mixing plants shall conform to the requirements under
Subsection 3.01(G) herein, continuous mixing plants shall conform to the requirements under
Subsection 3.01(H) herein, and dryer-drum mixers shall conform to the requirements under
Subsection 3.01(1) herein.

Mixing plants shall be of sufficient capacity and coordinated to adequately handle the proposed
bituminous construction.
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F. REQUIREMENTS FOR ALL PLANTS

1.

10.

11.

Plant Scales - Scales shall be accurate to 0.5% of the maximum load that may be required. Poises
shall be designed to be secured in any position to prevent inadvertent change of position.
CONTRACTOR may provide an approved automatic printer system which will print the weights
of the material delivered, provided the system is used in conjunction with an approved automatic
batching and mixing control system. Such weights shall be evidenced by a weigh ticket for each load.

Equipment for Preparation of Bituminous Material - Tanks for the storage of bituminous material
shall be equipped to heat and hold the material at the required temperatures. The heating shall be
accomplished by steam coils, electricity, or other approved means so that no flame shall be in
contact with the tank. The circulating system for the bituminous material shall be designed to
assure proper and continuous circulation during the operating period. Provision shall be made for
measuring and sampling storage tanks.

Feeder for Drier - The plant shall be provided with accurate mechanical means for uniformly
feeding the aggregate into the drier so that uniform production and uniform temperature will be
obtained.

Drier - The plant shall include a drier or driers which continuously agitate the aggregate during the
heating and drying process. For cold-type bituminous mix, equipment for mechanical cooling of
the dried aggregate to the temperature prescribed for cold mixtures shall be provided and shall be
capable of supplying prepared material for the mixer to operate at full capacity.

Screens - Plant screens, capable of screening all aggregates to the specified sizes and proportions
and having normal capacities in excess of the full capacity of the mixer, shall be provided.

Bins - The plant shall include storage bins of sufficient capacity to supply the mixer when it is
operating at full capacity. Bins shall be arranged to assure separate and adequate storage of
appropriate fractions of the mineral aggregates. Separate dry storage shall be provided for
commercial additives when used, and the plant shall be equipped to feed such material into the
mixer. Each bin shall be provided with overflow pipes of such size and at such location as to
prevent backing up of material into other compartments or bins. Each compartment shall be
provided with its individual outlet gate, constructed so that when closed, there shall be no
leakage. The gates shall cut off quickly and completely. Bins shall be so constructed that samples
can be readily obtained. Bins shall be equipped with adequate telltale devices to indicate the
position of the aggregates in the bins at the lower quarter points.

Sampling Facilities - The plant shall be equipped with suitable sampling devices or facilities to
insure representative samples. If ENGINEER is unable to obtain samples which represent the
material being accepted for incorporation into the project, CONTRACTOR shall make necessary
adjustments or revisions to the plant before any further mixing is done.

Bituminous Control Unit - Satisfactory means, either by weighing or metering, shall be provided
to obtain the proper amount of bituminous material in the mix. The accuracy of bituminous
content measured either by weighing or metering may be checked by computing the daily yield of
total material being processed.

Thermometric Equipment

a. An armored thermometer of adequate range in temperature reading shall be fixed in the
bituminous feed line at a suitable location near the charging valve at the mixer unit.

b. The plant shall also be equipped with an approved temperature recording device so
placed at the discharge chute of the drier as to register automatically or indicate the
temperature of the heated aggregates. The printed temperature recordings shall be
furnished to ENGINEER after each day’s run.

Dust Collector - The plant shall be equipped with a dust collector constructed to waste or return

uniformly to the hot elevator all or any part of the material collected as directed.

Truck Scales - The bituminous mixture shall be weighed on approved scales. Such scales shall be
inspected as often as ENGINEER deems necessary to assure their accuracy.
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G. REQUIREMENTS FOR BATCHING PLANTS

1. Weigh Box or Hopper - The equipment shall include a means for accurately weighing each size of
aggregate in a weigh box or hopper suspended on scales and of ample size to hold a full batch
without running over. The gate shall close tightly so that no material is allowed to leak into the
mixer while a batch is being weighed.

2. Bituminous Control

a. Theequipment used to measure the bituminous material shall be accurate to plus or minus 0.5%.

b. The bituminous material bucket shall be nontilting type with a loose sheet metal cover. The
capacity of the bituminous material bucket shall be at least 15% in excess of the weight of
bituminous material required in any batch. The length of the discharge opening or spray bar
shall be not less than three-quarters of the length of the mixer, and it shall discharge directly
into the mixer. The size and spacing of the spray bar openings shall provide a uniform
application of bituminous material the full length of the mixer.

c. The bituminous material bucket, its discharge valve or valves, and spray bar shall be
adequately heated. Steam jackets, if used, shall be efficiently drained, and all connections
shall be so constructed that they will not interfere with the efficient operation of the
bituminous scales. The plant shall have an adequately heated quick-acting, nondrip,
charging valve located directly over the bituminous material bucket.

d. The indicator dial shall have a capacity of at least 15% in excess of the quantity of
bituminous material used in a batch. The controls shall be constructed so that they may
be secured at any dial setting and will automatically reset to that reading after the addition of
bituminous material to each batch. The dial shall be in full view of the mixer operator. The
flow of bituminous material shall be automatically controlled so that it will begin when the
dry mixing period is over and all of the bituminous material required for one batch will be
discharged in not more than 15 seconds after the flow has started.

3. Mixer

a. The batch mixer shall be an approved twin pugmill type capable of producing a uniform
mixture within the job-mix tolerances. If not enclosed, the mixer box shall be equipped
with a dust hood to prevent loss of dust.

The clearance of blades from all fixed and moving parts shall not exceed 1" (25 mm).
The mixer shall be equipped with an accurate time lock to control the operations of a
complete mixing cycle. It shall lock the weigh box gate after the charging of the mixer
until the closing of the mixer gate at the completion of the cycle. It shall lock the
bituminous material bucket throughout the dry mixing period and shall lock the mixer
gate throughout the dry and wet mixing periods. The dry mixing period is defined as
the interval of time between the opening of the weigh box gate and the start of introduc-
tion of bituminous material. The wet mixing period is the interval of time between the
start of introduction of bituminous material and the opening of the mixing gate.

d. The control of the timing shall be flexible and capable of being set at intervals of 5 seconds
or less throughout a total cycle of up to 3 minutes.

e. The setting of time intervals shall be performed in the presence of ENGINEER, who shall
then lock the case covering the timing device until such time as a change is to be made in the
timing periods.

H. REQUIREMENTS FOR CONTINUOUS MIXING PLANTS
1. Aggregate Proportioning

a. The plant shall include means for accurately proportioning each size of aggregate.

b. The plant shall have a feeder mounted under each compartment bin. Each compartment bin
shall have an accurately controlled, individual gate to form an orifice for volumetrically
measuring the material drawn from each compartment. The feeding orifice shall be
rectangular with one dimension adjustable by positive mechanical means and secured
against inadvertent movement.
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c. Indicators shall be provided for each gate to show the respective opening in inches (millimeters).

2. Weight Calibration of Aggregate Feed - The plant shall include a means for calibration of gate
openings by weighing test samples. Provision shall be made so that materials fed out of individual
orifices may be bypassed to individual test boxes. The plant shall be equipped to conveniently
handle individual test samples weighing not less than 200 pounds (90.5 kilograms), and accurate
scales shall be provided by CONTRACTOR to weigh such test samples.

3. Synchronization of Aggregate Feed and Bituminous Material Feed - Satisfactory means shall be
provided to afford positive interlocking control between the flow of aggregate from the bins and
the flow of bituminous material from the meter or other proportioning device. This control shall
be accomplished by interlocking mechanical means or by any other positive, satisfactory method.

4. Mixer

a. The plant shall include a continuous mixer of an approved twin pugmill type, adequately
heated and capable of producing a uniform mixture within the job-mix tolerances.

b. It shall be equipped with a discharge hopper with dump gates which will permit rapid and
complete discharge of the mixture. The paddles shall be adjustable for angular position on
the shafts and reversible to retard the flow of the mix. The mixer shall have a manufacturer’s
plate giving the net volumetric contents of the mixer at the several heights inscribed on a
permanent gauge. Charts shall be provided showing the rate of feed of aggregate per minute
for the aggregate being used.

c. The clearance of blades from all fixed and moving parts shall not exceed 1" (25 mm).

I. REQUIREMENTS FOR DRYER-DRUM MIXER

1. The plant shall be equipped to control aggregate gradation as described for cold feed control. The
total cold aggregate feed shall be weighed continuously by an approved belt scale. When tested
for accuracy, the weighing system shall register within plus and minus 0.5%. Provisions shall be
made for determining the moisture content of the cold feed and correcting the aggregate weight to
a dry weight.

2. Anautomatic digital record of the dry aggregate and the asphalt shall be displayed, recorded and
totaled in appropriate units of weight and time. A positive interlock shall be provided between the
dry weight of the aggregate and the bituminous material. The flow of the bituminous material
shall be adjusted to compensate for the changes in the dry weight of the aggregate.

3. The dryer-drum mixer shall be capable of drying and heating the aggregate to the moisture and
temperature requirements. A uniform mixture of aggregates and bituminous material shall be
produced. The plant shall have a temperature recording device at the discharge chute of the dryer.

3.02 APPLICATION

A. The temperature of the mixture prior to laydown shall not be more than 25°F (-4°C) less than the mixing
temperature.

B. Plant mix wearing coarse shall be placed between the dates of June 1st and September 15th unless
otherwise specified by ENGINEER in the Special Provisions.

C. Bituminous plant mix shall not be placed on any wet surface; when the atmospheric temperatures are
less than those specified in the following table; or, when weather conditions otherwise prevent the
proper handling or finishing of the bituminous mixtures:

* Minimum Ambient Temperature (°F) (°C)

CoMPACTED THICKNESS SuRFACE COARSE SuBsURFACE COARSE
Less than 1" 60 (16) 55 (13)

1" to and including 2" 40 (4) 40 (4)

More than 2" 40 (4) 35 (2)

* May 1 to October 15 or as specified in the Contract Documents.
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D. Spot leveling or the bottom lift of a leveling coarse may be placed at 50°F (10°C) if additional coarses
are placed on the same contract.

E. HAULING EQUIPMENT

1. Trucks used for hauling bituminous mixtures shall have tight, clean, smooth, metal beds which
have been thinly coated with a minimum amount of paraffin oil or other approved material to
prevent the mixture from adhering to the beds. This material shall not be used in amounts which
will contaminate the mixture. When required, each truck shall have a cover of canvas or other
suitable material of such size as to protect the mixture from the weather. When necessary, so that
the mixture will be delivered on the road at the specified temperature, truck beds shall be insulated
and covers shall be securely fastened.

2. Railroad cars used for transportation of cold-laid bituminous mixtures shall be in good condition
and without pockets. All projecting spikes, nails, foreign material, and other obstructions likely to
interfere with efficient unloading shall be removed from the cars. The bottoms of the cars shall be
covered with a thin layer of clean sand or screenings, and the top of the load shall be protected
from contamination by moisture or foreign materials, and from the loss of volatile material.

F. SPREADING AND FINISHING

1. The mixture shall be laid upon an approved surface, spread, and struck off to the grade and eleva-
tion established. Bituminous pavers shall be used to distribute the mixture either over the entire
width or over such partial width as may be practicable.

2. When the total compacted thickness of the mat is to be in excess of 2" (50 mm), it shall be placed
in two or more lifts. The compacted thickness of any one lift in multiple-lift construction shall not
exceed 2" (50 mm).

3. Except on tapers, narrow median areas, shoulders, and other such areas of irregular shape, limited
length or restrictive width, or such other areas as directed, the paver screed shall be controlled by
the automatic screed control described under Subsection 3.02(G) herein.

4. ENGINEER will perform such engineering as may be required to establish controls for the work
and will set references for line and grade controls at reasonable intervals along the work.

5. CONTRACTOR shall furnish, place, and maintain such materials, devices, and equipment as may
be required to provide specified independent line and grade control references and other controls
which may be required for proper execution of the work.

6. Line and grade control for use with automatic paver control systems shall be an independent
control reference consisting of:

a. Atightly stretched wire or string line offset and paralleling true line for pavement edge and
established grade for pavement surface;

b. A floating beam of not less than 20" (6.1 meters) in length attached to the paver and riding
on previously placed base or pavement material. The beam shall be equipped with a floating
string or other device that will actuate the automatic screed control in reference to the base
on which it is riding. Unless otherwise permitted by ENGINEER, the first ribbon of the
first coarse of pavement material shall be controlled by the independent control wire.
Subsequent ribbons may be controlled by the beam reference system.

7. The longitudinal joint in one layer shall offset that in the layer immediately below, by at least 6"

(150 mm). Longitudinal joint locations may be otherwise specified in the Contract Documents.

8. Defects caused by trucks bumping into the laydown machine or by unnecessary stopping due to
lack of coordination between mixing, hauling, and laydown shall be removed and replaced in
accordance with Subsection 3.04.

9. Onareas where irregularities or unavoidable obstacles make the use of mechanical spreading
and finishing equipment impracticable, the mixture shall be spread, raked and luted by hand
tools. For such areas the mixture shall be dumped, spread, and screeded to give the required
compacted thickness.
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10. Plant mix surfacing ribbons shall be brought up approximately even at the end of each shift on

6.
. ROLLERS
1.

those projects being constructed under traffic.

. BITUMINOUS PAVERS
1.

Bituminous pavers shall be self-contained, power-propelled units, provided with an activated
screed or strikeoff assembly, heated if necessary, and capable of spreading and finishing coarses
of bituminous plant mix material in lane widths applicable to the specified typical section and
thickness shown on the plans. Pavers used for shoulders and similar construction shall be
capable of spreading and finishing coarses of bituminous plant mix material in widths shown
on the plans.

The paver shall be equipped with a receiving hopper having sufficient capacity for a uniform
spreading operation. The hopper shall be equipped with a distribution system to place the mixture
uniformly in front of the screed.

The screed or strikeoff assembly shall effectively produce a finished surface of the required
evenness and texture without tearing, shoving, or gouging the mixture.

Pavers shall be equipped with a paver control system which will automatically control the laying
of the mixture to specified transverse slope and established longitudinal grade. The paver control
system shall be automatically actuated from an independent line and grade control reference and
through a system of mechanical sensors and sensor directed devices which shall maintain the
paver screed at the proper transverse slope and at proper height to establish the top surface of the
finally compacted mixture at specified slope and grade. In case of failure of the control system,
the paver shall be operated by mechanical control only until the material under production at the
time of breakdown is laid.

The paver shall be capable of being operated, when laying mixtures, at forward speeds consistent
with satisfactory laying of the mixture.

A paving leveler shall be used when specified as shall be described in the Special Provisions.

All rollers shall be in good condition, capable of reversing without backlash, and shall be operated
at speeds slow enough to avoid displacement of the bituminous mixture. The number and weight
of rollers shall be sufficient to compact the mixture to the required density while it is still in a
workable condition. The use of equipment which results in excessive crushing of the aggregate
will not be permitted.

The pneumatic-tired roller shall be self propelled with a total weight, including ballast, not greater
than 30 tons (27.2 megagram). The roller shall be constructed so contact pressure may be varied
between 40 psi (276 mm) and 90 psi (621 mm).

Wobble wheel rollers are not permitted. Each roller shall be equipped with not less than 7 wheels
with tires of equal size and ply and having a smooth tread design. The wheels shall be staggered
on the front and rear axles to provide complete coverage, have a system for uniformly moistening
each wheel without an excess of water, and have close-fitting scrapers for each wheel. The tire
pressures shall not vary by more than 5 psi (34.5 mm) between individual tires from the
designated pressure.

COMPACTION

1.

Immediately after the bituminous mixture has been spread and struck off and the surface
irregularities adjusted, it shall be thoroughly and uniformly compacted by rolling. Rolling shall
be continued while the mixture is in a workable condition until all roller marks are eliminated and,
unless otherwise designated on the plans, until a minimum of 95% of the maximum density, as
established by Marshall Test Results as determined by an approved laboratory, has been obtained.
Samples will be taken in accordance with AASHTO T 230, or density will be determined by the
use of properly calibrated Nuclear Density Gauge.
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J.

The number, weight, and type of rollers furnished shall be sufficient to obtain the required
compaction without undue displacement, cracking, or shoving. Pneumatic tires shall be inflated
to obtain the contact area pressures designated by ENGINEER.

Unless otherwise directed, rolling shall begin at the sides and proceed longitudinally parallel to
the road centerline, each trip overlapping one-half of the roller width. Roller shall move at a slow,
uniform speed with the drive wheels or rolls nearest the paver except on steep grades.

When the pavement is placed by machines in echelon or abutted against a previously placed lane,
the longitudinal joint shall be rolled first, followed by the regular rolling procedure. On
superelevated curves, the rolling shall begin at the low side and progress to the high side by
overlapping of longitudinal trips parallel to the centerline.

Any displacement occurring as a result of the reversing of the direction of a roller, or from other
causes, shall be corrected at once by the use of rakes and addition of fresh mixture when required.
Care should be exercised in rolling not to displace the line and grade of the edges of the
bituminous mixture.

To prevent adhesion of the mixture to the rollers, the wheels shall be kept properly moistened with
water or water mixed with very small quantities of detergent or other approved material. Excess
liquid will not be permitted.

Along forms, curbs, headers, walls, and other places not accessible to the rollers, the mixture shall
be thoroughly compacted with hot hand tampers, smoothing irons, or mechanical tampers. On
depressed areas, a trench roller may be used, or cleated compression strips may be used under the
roller to transmit compression to the depressed area.

Any mixture that becomes loose and broken, mixed with dirt, or is in any way defective shall be
removed and replaced with fresh hot mixture, which shall be compacted to conform with the
surrounding area. Any area showing an excess or deficiency of bituminous material shall be
removed and replaced.

JOINTS
1. Placing of the bituminous paving shall be as continuous as possible. Rollers shall not pass over

the unprotected end of a freshly laid mixture unless authorized by ENGINEER. Transverse joints
shall be formed by cutting back on the previous run to expose the full depth of the coarse. When
directed by ENGINEER, a brush of bituminous material shall be used on contact surfaces of
transverse joints just before additional mixture is placed against the previously rolled material.

PROTECTION

3.04

A.

During any delays or suspensions of work, as outlined in the Contract Documents, CONTRACTOR
shall be responsible for maintaining the quality of all leveling coarses until the placement of additional
coarses. Maintenance of leveling coarses because of delays or suspension of work will be done at
CONTRACTOR’S expense unless otherwise specified in the Contract Documents.

ACCEPTANCE

PART 4

4.01

A

The surface will be tested by ENGINEER using a 10’ (3 meters) straightedge at selected locations. The
variation of the surface from the testing edge of the straightedge between any two contacts with the
surface shall at no point exceed three-sixteenths inch (4.8 mm). All humps or depressions exceeding the
specified tolerance shall be corrected by removing defective work and replacing it with new material, or
as directed.

METHOD OF MEASUREMENT AND BASIS OF PAYMENT

METHOD OF MEASUREMENT
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A. Plant mix bituminous pavement will be measured by the ton (megagram). In lieu of truck scales, batch

weights will be permitted.
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B. Weigh tickets shall be issued for each load either by an automatic printer system as described
under Subsection 3.01(F) herein, or by a weighman who witnesses the batches loaded into the
hauling vehicles. In the case of a nonautomatic plant, an inspector will be assigned to check the
scales and metering devices during the batching process.

C. The accumulative weight of all batches incorporated in the work will be used for payment. No
deduction will be made for the weight of bituminous material in the mixture.

D. When specified in the contract as pay items, the quantity of bituminous materials and commercial
additive will be the number of tons (megagrams) of each used in the accepted work.

4.02 BASIS OF PAYMENT

A. All work performed and measured as prescribed above will be paid for as provided in the respective
sections for each type specified.

B. Work prescribed in Subsection 3.01(A) herein will be paid for at the contract unit prices for the material
used. Payment will be made under:

PAY ITEM Pay UNiT

Plant Mix Bituminous Base Ton or Square Yard (Megagram or Square Meter)
Plant Mix Bituminous Pavement Ton or Square Yard (Megagram or Square Meter)
Plant Mix Wearing Coarse Ton or Square Yard (Megagram or Square Meter)
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SECTION 02520

PORTLAND CEMENT CONCRETE PAVEMENT

PART 1 GENERAL

1.01 SUMMARY

A. This work shall consist of constructing a pavement composed of Air-Entrained Portland Cement
Concrete constructed on a prepared subgrade or base coarse in accordance with these specifications and
in reasonably close conformity with the lines, grades, thicknesses, and typical cross sections shown on
the plans or designated by the ENGINEER.

PART 2 PRODUCTS

2.01 MATERIALS

A. CONCRETE
1. Section 03304, Subsection 2.01, Cement
Section 03304, Subsection 2.07, Admixtures
Section 03304, Subsection 2.02, Water
Section 03304, Subsection 2.05, Fine Aggregate
Section 03304, Subsection 2.04, Coarse Aggregate
6. Section 03200, Subsection 2.01, Concrete Reinforcement Materials
B. JOINT FILLERS

1. The filler for each joint shall be furnished in a single piece for the full depth required for the
joint unless otherwise authorized by the ENGINEER. When the use of more than one piece is
authorized for a joint, the abutting ends shall be fastened securely, and held accurately to
shape by stapling or other positive fastening satisfactory to the ENGINEER.

2. Preformed joint filler shall conform to the requirements of AASHTO M-213, ASTM D 944,
ASTM D 1751 or ASTM D 1752 unless otherwise shown on the plans, and shall be punched to
admit the dowels where called for on the plans.

C. JOINT SEALERS

1. Hot poured sealer for joints shall conform to the requirements of ASTM D3405-75T unless other-
wise shown on the plans.

o~

2. Elastic joint sealer, where called for on the plans, shall be two component polyurethane sealant
meeting ASTM C920-79, Type M, Grade P, Class 25, Use TMO. Sealant for horizontal joints may
be either Class A (self-leveling) or Class B (nonsag). Sealant for sloped or vertical joints shall be
Class B.

3. Preformed compression joints shall be manufactured to the size and shape shown on the plans,
from materials conforming to the requirements of ASTM D-2628. The CONTRACTOR shall
furnish a certification for each shipment indicating that the material has been sampled, tested,
and inspected in accordance with the provisions of ASTM D-2628. Each certification so
furnished shall be signed by an authorized agent of the manufacturer or independent testing
agency. If recommended by the manufacturer, an approved lubricant-adhesive may be used to
provide lubrication and bond for the joint. The lubricant shall be manufactured of material
that is compatible with the sealer.

4. Silicone Rubber Base joint sealant shall conform to Federal Spec TT-S-001543A Sealing Compound.
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D. CURING MATERIALS

1.
2.
3.

Burlap Cloth made from Jute or Kenaf AASHTO M-182 (Class 3)
Waterproof Paper for Curing Concrete AASHTO M-171 (ASTM C-171)

Liquid Membrane-Forming Compounds for Curing Concrete AASHTO M-148, Type 2, white
pigmented.

E. STOCKPILED AGGREGATES

1. Stockpiled materials shall meet the requirements of Section 02190, Subsection 3.01,

STOCKPILED AGGREGATES.
PART 3 EXECUTION
3.01 PROPORTIONING CONCRETE MIX

A. The concrete shall meet the following requirements:

1. Maximum slump of three and one-half inches (3 1/2") (88.9 mm)

2. Design flexural strength as specified or shown on the drawings.

3. The cement content shall not be less than 6.0 sacks per cubic yard (cubic meter) with a maximum
water-cement ratio of 0.47.

4. Flyash maybe substituted for portland cement up to a maximum of 20 percent based on replacing
75 pounds (33.9 kilograms) of portland cement with 100 pounds (45.2 kilograms) of flyash.

5. The percentage of air entrained in the mix shall be 4 - 7 percent.

6. Pavement shall be class 4000 or higher.

B. The mix proportions will be based upon trial mixes conducted by an Independent Testing Laboratory in
accordance ACI 211. The proportions will be stated in terms of aggregates in a saturated, surface-dry
condition, and the batch weights will have to be adjusted periodically to take into account the actual
moisture content of the aggregates at time of use.

C. The designated proportions shall govern during the progress of the work, except as provided below in
paragraphs (1) through (3), inclusive.

1. If it is found impossible to obtain concrete of the desired plasticity and workability with the
proportions originally approved by the ENGINEER, he may approve changes in aggregate weights,
provided that in no case shall the cement content originally designated be changed except as
provided below.

2. Ifitis found impossible to produce concrete having the required consistency without exceeding
the maximum allowable water-cement ratio specified, the cement content shall be increased or
admixtures added as approved by the ENGINEER so that the maximum water-cement ratio will
not be exceeded.

3. No change in the sources or character of the materials shall be made without due notice to the
ENGINEER, and no new materials shall be used until approved by the ENGINEER and he has
approved new proportions based upon Independent Laboratory tests and trial mixes.

3.02 EQUIPMENT

WPWSS - 100

A. The batching plant shall include bins, weighing hoppers, and scales for the fine aggregate and for each
size of coarse aggregate. If cement is used in bulk, a bin, hopper, and separate scale for cement shall be
included. The weighing hopper shall be properly sealed and vented to preclude dusting operation.

1.

Bins and Hoppers - Bins with adequate separate compartments for fine aggregate and for each size
of coarse aggregate shall be provided in the batching plant.

Scales - The scales for weighing aggregates and cement shall be of either the beam type or the
springless-dial type. They shall be accurate within 0.5 percent throughout the range of use. When

beam-type scales are used, provision, such as a “telltale” dial, shall be made for indicating to the
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operator that the required load in the weighing hopper is being approached. A device on
weighing beams shall indicate critical position clearly. Poises shall be designed to be secured
in any position and to prevent inadvertent change. The weigh beam and “telltale” device shall
be in full view of the operator while the hopper is charged, and he shall have convenient
access to all controls. Weighing may be accomplished using electronic load cells and computer
controls.

Scales shall be tested as often as the ENGINEER may deem necessary to assure their continued
accuracy. The CONTRACTOR shall have on hand not less than ten 50-pound (22.6 kilogram)
weights for frequent testing of all scales.

B. Concrete may be mixed at the site of construction or at a central point, or wholly or in part in truck

mixers. Each mixer shall have attached in a prominent place a manufacturer’s plate showing the capacity
of the drum in terms of volume of mixed concrete and the speed of rotation of the mixing drum or blades.

1. Central plant mixers shall be capable of combining the aggregates, cement, and water into a
thoroughly mixed and uniform mass within the specified mixing period, and of discharging
and distributing the mixture without segregation on the prepared grade. The mixer shall be
equipped with an approved timing device which will automatically lock the discharge lever
when the drum has been charged and release it at the end of the mixing period.

The mixers shall be cleaned at suitable intervals. The pickup and throw-over blades in the drum or
drums shall be repaired or replaced when they are worn down one inch (1) (25 mm) or more. The
CONTRACTOR shall: (1) have available at the job site a copy of the manufacturer’s design,
showing dimensions and arrangements of blades in reference to original height and depth; or (2)
provide permanent marks on blade to show points of one inch (1") (25 mm) wear from new
condition. Drilled holes of 1/4-inch (6.4 mm) diameter near each end and at the midpoint of each
blade are recommended.

2. Truck Mixers and Truck Agitators - Truck mixers used for mixing and hauling concrete, and truck
agitators used for hauling central mixed concrete shall conform to the requirements of ASTM C 94.

3. Nonagitator Trucks - Bodies of nonagitating hauling equipment for concrete shall be smooth,
mortar-tight, metal containers and shall be capable of discharging the concrete at a satisfactory
controlled rate without segregation. The concrete shall be discharged from the Bottom of the
container. If discharge of concrete is accomplished by tilting the body, the surface of the load shall
be retarded by a suitable baffle. Covers shall be provided when needed for protection.

. The finishing machine shall be of an approved type. The finishing machine shall be of ample weight

and power for proper finishing of the concrete. The finishing machine shall be designed and operated to
strike off, screed and consolidate the concrete. Screed and float adjustments of these machines shall be
checked at the start of each day’s paving. Machines that cause displacement of side forms or frequent
delays due to mechanical failure shall be replaced. When the finishing machines ride the edge of
previously constructed slabs, provisions shall be made to protect the surface of these slabs.

. Vibrators, for full width vibration of concrete paving slabs, may be either the surface pan type or the

internal type with either immersed tube or multiple spuds.

1. Vibrators may be attached to the spreader or the finishing machine, or may be mounted on a
separate carriage.

Vibrators shall not come in contact with the joint, load transfer devices, subgrade, or side forms.

The frequency of the surface vibrators shall not be less than 3,500 impulses per minute, and the
frequency of the internal type shall not be less than 5,000 impulses per minute for tube vibrators
and not less than 7,000 impulses per minute for spud vibrators. When spud-type internal vibrators,
either hand-operated or attached to spreaders or finishing machines, are used adjacent to forms,
they shall have a frequency of not less than 3,500 impulses per minute.

. The CONTRACTOR shall provide sawing equipment adequate in number of units and power to complete

the sawing with a water-cooled diamond edge saw blade or an abrasive wheel at the required rate. The
CONTRACTOR shall provide adequate artificial lighting facilities for night sawing. All of this equipment
shall be on the job both before and continuously during concrete placement. A backup saw will be available.
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F.

Straight side forms shall be made of a metal having a thickness of not less than 7/32-inch (5.6 mm) and
shall be furnished in sections not less than ten feet (10') (3 meters) in length.

1. Forms shall have a depth at least equal to the prescribed edge thickness of the concrete, without
horizontal joint, and a base width equal to not less than the depth of the forms.

2. Flexible or curved forms of proper radius shall be used for curves of 100-foot (30.5 meters) radius
or less. Flexible or curved forms shall be of a design acceptable to the ENGINEER.

3. Forms shall be provided with adequate devices for secure setting so that when in place they will
withstand, without visible spring or settlement, the impact and vibration of the consolidating and
finishing equipment.

Flange braces shall extend outward on the base not less than 2/3 the height of the form.

5. Forms with battered top surfaces, and bent, twisted, or broken forms shall be removed from the
work. Repaired forms shall not be used until inspected and approved.

6. Builtup forms shall not be used except where the total area of pavement of any specified thickness
on the project is less than 2,000 square yards (1667 square meters).

7. The top face of the form shall not vary from a true plane more than 1/8 inch in ten feet (3.175 mm
in 3 meters), and the upstanding leg shall not vary more than 1/4 inch (6.4 mm).

8. The forms shall contain provisions for locking the ends of abutting form sections together tightly,
and secure setting.

3.03 PREPARATION OF GRADE

A. After the base has been graded and compacted, in accordance with the provisions for the material

specified, the grade shall be trimmed to an acceptable elevation.
3.04 SETTING FORMS

A. The foundations under the forms shall be hard and true to grade so that the form, when set, will be firmly
in contact for its whole length and at the specified grade. Any grade which at the form line is found
below established grade shall be filled to grade and thoroughly compacted. Imperfections or variations
above grade shall be corrected by tamping or by cutting, as necessary.

B. Forms shall be set sufficiently in advance of the point where concrete is being placed.

1. After the forms have been set to correct grade, the grade shall be thoroughly tamped, mechanically
or by hand, at both the inside and outside edges of the base of the forms.

2. Formsshall be staked into place with not less than three pins for each ten-foot (3 meter) section. A
pin shall be placed at each side of every joint.

3. Form sections shall be tightly locked, free from play or movement in any direction. No excessive
settlement or springing of forms under the finishing machine will be tolerated.

4. Forms shall be cleaned and oiled prior to the placing of the concrete.

C. The forms shall not deviate from true line by more than 1/4-inch (6.4 mm) at any point. The alignment
and grade elevation of the forms shall be checked and corrections shall be made by the CONTRACTOR
immediately before the concrete is placed. When any form has been disturbed or any grade has become
unstable, the form shall be reset and rechecked.

D. In lieu of setting forms the edge of a previously placed concrete gutter section may be used as a form.

3.05 CONDITIONING OF SUBGRADE OR BASE COARSE
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A.

When side forms have been securely set to grade, the subgrade or base coarse shall be brought to proper
cross section. Low areas may be filled with subgrade or base coarse material and compacted to the
specified density, or filled with concrete integral with the pavement. The finished grade shall be
maintained in a smooth and compacted condition until the pavement is placed.
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3.06

C.

The subgrade or base coarse shall be uniformly moist when the concrete is placed. If it subsequently
becomes too dry, the subgrade or base coarse shall be sprinkled, but the method of sprinkling shall not
be such as to form mud or pools of water.

No concrete shall be placed on frozen ground.

HANDLING, MEASURING, AND BATCHING MATERIALS

3.07

A

The batch plant site, layout, equipment, and provisions for transporting material shall be such as to
assure a continuous supply of material to the work. Aggregates from different sources and of different
gradings shall not be stockpiled together.

. Aggregates shall be handled from stockpiles or other sources to the batching plant in such manner as to

secure a uniform grading of the material. Aggregates that have become segregated or mixed with earth
or foreign material shall not be used.

1. All aggregates produced or handled by hydraulic methods, and washed aggregates, shall
be stockpiled or binned for draining at least 12 hours before being batched. In case the
aggregates contain high or nonuniform moisture content, storage or stockpile periods in
excess of 12 hours may be required by the ENGINEER.

2. Rail shipment requiring more than 12 hours will be accepted as adequate binning only if the car
bodies permit free drainage.

3. Thefine aggregate and each size of coarse aggregate shall be weighed into separate hoppers in the
respective amounts set by the job mix.

Cement shall be measured by the sack or by weight. Separate scales and hoppers shall be used for
weighing the cement, with a device to indicate positively the complete discharge of the batch of cement
into the mixer. Ninety-four pounds (42.5 kilograms) of bulk cement shall be considered one sack.
Batches involving fractional sacks shall not be allowed, except when bulk cement is used.

Flyash shall be stored in a separate silo. If both cement and flyash are used, they may be batched
cumulatively provided Portland Cement is batched first.

Methods and equipment for adding air-entraining agent or other admixtures into the batch, when
required, shall be approved by the ENGINEER. All admixtures shall be measured into the mixer
with an accuracy of + 3 percent.

MIXING CONCRETE
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A.

B.

The concrete may be mixed at the site of the work, in a central-mix plant, or in truck mixers. The mixer
shall be of an approved type and capacity.

Ready-mix concrete shall be mixed and delivered in accordance with requirements of AASHTO M-157.

When concrete is mixed in a central mixing plant, the mixing time shall not be less than recommended
by the manufacturer unless tests can show the mix can be thoroughly mixed in less time. Mixing time
shall be measured from the time all materials, except water, are in the drum. Transfer time in multiple
drum mixers is included in mixing time.

1. The contents of an individual mixer drum shall be completely removed before a succeeding batch
is emptied therein.

2. The mixer shall be operated at a drum speed as shown on the manufacturer’s name plate on the
approved mixer.

3. The batch shall be so charged into the drum that a portion of the mixing water shall enter in
advance of the cement and aggregates. The flow of water shall be uniform, and all water shall be
in the drum by the end of the first 15 seconds of the mixing period. The throat of the drum shall
be kept free of such accumulations as may restrict the free flow of materials into the drum.

Any concrete mixed less than the specified time shall be discarded and disposed of by the
CONTRACTOR at his expense.
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3.08

E. The volume of concrete mixed per batch shall not exceed the mixer’s nominal capacity in cubic feet, as

shown on the manufacturer’s standard rating plate on the mixer, except that an overload up to ten
percent above the mixer’s nominal capacity may be permitted provided concrete test data for strength,
segregation, and uniform consistency are satisfactory, and provided no spillage of concrete takes place.

The time elapsing from the time water is added to the mix until the concrete is deposited in place at the
site of the work shall not exceed:

1. 45 minutes when the concrete is hauled in nonagitating trucks.
2. 90 minutes when hauled in truck mixers or truck agitators.

. Retempering concrete by adding water or by other means will not be permitted, except that when

concrete is delivered in transit mixers or agitators, and when approved by the ENGINEER. When
additional water is added to the batch materials and additional mixing performed to increase the
slump to meet the specified requirements, the following conditions must be met:

Water must be measured through a water meter

Maximum allowable water-cement ratio is not exceeded

Maximum allowable slump is not exceeded

Maximum allowable mixing and agitating time (or drum revolutions) are not exceeded
Concrete is remixed for at least half the minimum required mixing time or number of revolutions.
Concrete that does not meet the above provisions shall be rejected.

o a0k~ wDbdh -

. No concrete shall be mixed, placed, or finished when the natural light is insufficient, unless an adequate

and approved artificial lighting system is operated.

Unless otherwise authorized, the temperature of the mixed concreting operations shall be discontinued
when a descending air temperature in the shade and away from artificial heat reaches 40° F (4°C) and
not resumed until an ascending air temperature in the shade away from artificial heat reaches 35° F (2° C).

The temperature of the mixed concrete shall be not less than 50° F (10° C) and not more than 90°
F (32° C) at the time of placing it in the forms.

1. The mixing water may be heated to no more than 150° F (66° C).

2. Aggregates may be heated by either steam or dry heat prior to being placed in the mixer. The
apparatus used shall heat the mass uniformly and shall be so arranged as to preclude the possible
occurrence of overheated areas which might injure the materials.

PLACING CONCRETE
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A. The concrete shall be deposited on the grade in such manner as to require as little rehandling as

possible. Unless truck mixers, truck agitators, or nonagitating hauling equipment are equipped
with means for discharge of concrete without segregation of the materials, the concrete shall be
unloaded into an approved spreading device and mechanically spread on the grade in such manner
as to prevent segregation of the materials. Placing shall be continuous between transverse joints
without the use of intermediate bulkheads. Necessary hand spreading shall be done with shovels,
not rakes. Workmen shall not be allowed to walk in the freshly-mixed concrete with boots or shoes
coated with earth or foreign substances.

. Where concrete is to be placed adjoining a previously constructed lane of pavement and mechanical

equipment will be operated upon the existing lane of pavement, that lane shall have attained 80% of
design strength. If only finishing equipment is carried on the existing lane, paving in adjoining lanes
may be permitted after three days.

. Concrete shall be thoroughly consolidated against and along the faces of all forms and along the

full length and on both sides of all joint assemblies, by means of vibrators inserted in the concrete.
Vibrators shall not be permitted to come in contact with a joint assembly, the grade, or a side form.
In no case shall the vibrator be operated longer than 15 seconds in any one location.
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3.09

D.

Concrete shall be deposited as near to expansion and contraction joints as possible without disturbing
them, but shall not be dumped from the discharge bucket or hopper onto a joint assembly unless the
hopper is well centered on the joint assembly.

TESTING

3.10

A

B.

D.

The CONTRACTOR shall furnish the concrete necessary for testing and shall cooperate fully with the
ENGINEER in obtaining the material for testing purposes.

The concrete shall be sampled, specimens made, and compliance determined in accordance with the
following:

1. Slump AASHTO T-119/ASTM C 143

2. Air Content AASHTO T-152/ASTM C 231

3. Unit Weight AASHTO T-121/ASTM C 138

4. Strength (compressive) AASHTO T-22/ASTM C 39
(flexural, third point) AASHTO T-97/ASTM C 78

5. Making and Curing Test Specimens in the Field AASHTO T-23/ASTM C 31

Tests will be performed on all pours over 20 cy (15 m?). Slump, Air Content and Unit Weight tests will
be performed every 150 cy (115 m®). For strength testing, one group of test specimens will be made
during the first half of each shift and another group of test specimens will be made during the last half of
each shift. Test ages will be 7 and 28 days.

All testing will be preformed by an ACI certified technician.

STRIKEOFF OF CONCRETE AND PLACEMENT OF REINFORCEMENT

3.11

A.

Following the placing of the concrete, it shall be struck off to conform to the cross section shown on the
plans and to an elevation such that when the concrete is properly consolidated and finished, the surface
of the pavement will be at the elevation shown on the plans or established by the ENGINEER.

When reinforced concrete pavement is placed in two layers, the entire width of the bottom layer shall be
struck off to such length and depth that the sheet of fabric or bar mat may be laid full length on the
concrete in its final position without further manipulation. The reinforcement shall then be placed
directly upon the concrete, after which the top layer of the concrete shall be placed, struck off, and
screeded. Any portion of the bottom layer of concrete which has been placed more than 30 minutes
without being covered with the top layer shall be removed and replaced with freshly mixed concrete at
the CONTRACTOR’s expense.

When reinforced concrete is placed in one layer, the reinforcement may be positioned in advance of
concrete placement or it may be placed by mechanical or vibratory means in plastic concrete, after the
concrete is spread.

Reinforcing steel shall be free from dirt, oil, paint, grease, mill scale, and loose or thick rust which
would impair bond of the steel with the concrete.

JOINTS
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A.

Joints shall be constructed of the type and dimensions, and at the locations required by the plans or
special provisions.

Bars shall be placed by approved mechanical equipment or rigidly secured by chairs or other approved
supports to prevent displacement.
Tie bars shall not be painted or coated with asphalt or other material, or enclosed in tubes or sleeves.

Dowels, when used as load transfer devices, shall be held in position parallel to the surface and centerline
of the slab by a metal device that is left in the pavement.

1. One half of each dowel shall be painted with one coat of lead or tar paint, to prevent the concrete

from binding to that portion of the dowel.
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2. An approved metal dowel cap or sleeve shall be furnished for each dowel
bar used with the expansion joints. The caps or sleeves shall fit the dowel
bar tightly.
3. Inlieu of using dowel assemblies at contraction joints, dowel bars may be
placed in the full thickness of pavement by a mechanical device approved
by the ENGINEER.
Sawed joints shall be cut by means of concrete saws with diamond blades or other approved equipment
to the depth, width, and line shown on the plans.

1. Sawing of the joints shall commence as soon as the concrete has hardened sufficiently to
permit sawing without excessive raveling, usually 4 to 24 hours. All joints shall be sawed
before uncontrolled shrinkage cracking takes place. If necessary, the sawing operations shall
be carried on both during the day and night, regardless of weather conditions. The sawing of
any joint shall be omitted if a crack occurs at or near the joint location prior to the time of
sawing, and sawing shall be discontinued when a crack develops ahead of the saw. In general,
all joints should be sawed in sequence. Where the saw cut was discontinued because of
interference of the form the saw cut must be completed when the form is stripped.

Suitable guide lines or devices shall be used to assure cutting the joint as shown on the plans.
The saw cut shall not vary by more than 1/4 inch in 10 feet (6.4 mm in 3 meters).

When shown on the plans, a second shallower cut must be made to provide adequate space for
joint sealer. This sawing may commence as soon as the concrete has hardened sufficiently to
permit cutting without chipping, spalling or tearing.

When approved by the ENGINEER joints may be cut into the fresh concrete with a finishing tool. This
tool must be capable of cutting to the depth specified.

1. Suitable guide lines or devices shall be used to assure cutting the joint as shown on the plans.
2. The cut shall not vary by more than 1/4 inch in 10 feet (6.4 mm in 3 meters).

. LONGITUDINAL JOINTS. Deformed steel tie bars of specified length, size, spacing, and material

shall be placed perpendicular to the longitudinal joints when shown on the plans.

1. When adjacent lanes of pavement are constructed separately, steel side forms shall be used which
will form a keyway along the construction joint or dowels shall be installed at the spacing and size
shown on the drawings. Tie bars or load transfer bars may be installed through holes in the forms
or approved two-piece connectors may be used.

2. Longitudinal contraction joints shall consist of planes of weakness created by cutting grooves in
the surface of the pavement and, when shown on the plans, shall include load transfer assemblies.

. TRANSVERSE EXPANSION JOINTS - The expansion joint filler shall be continuous from form to

form, shaped to the subgrade. Damaged or repaired joint filler shall not be used unless approved by the
ENGINEER.

1. The expansion joint filler shall be held in a vertical position. An approved installing bar, or other
device, shall be used if required to secure preformed expansion joint filler at the proper grade and
alignment during placing and finishing of the concrete.

2. Finished joints shall not deviate more than 1/4 inch (6.4 mm) in the horizontal alignment from a
straight line.

3. Ifjoint fillers are assembled in section, there shall be no offsets between adjacent units.
4. No plugs of concrete shall be permitted anywhere within the expansion space.

TRANSVERSE CONTRACTION JOINTS - Transverse contraction joints shall consist of planes of
weakness created by cutting grooves in the surface of the pavement and, when shown on the plans, shall
include load transfer assemblies.

When directed by the ENGINEER, random cracks shall be routed or sawed and filled with joint sealer.
Care shall be taken so that the depth of cut is uniform.
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3.12

TRANSVERSE FORMED CONTRACTION JOINTS - These joints shall comply with the require-
ments of Subsection 3.11(G) for the longitudinal formed joint.

TRANSVERSE CONSTRUCTION JOINT - Transverse construction joints shall be constructed
when there is an interruption of more than 30 minutes in the concreting operations. No transverse
joint shall be constructed within five feet (1520 mm) of an expansion joint, contraction joint, or
plane of weakness. If sufficient concrete has not been mixed at the time of interruption to form a
slab at least five feet (1520 mm) long, the excess concrete back to the last preceding joint shall be
removed and disposed of as directed.

FINAL STRIKEOFF, CONSOLIDATION, AND FINISHING
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A

B.

The sequence of operations shall be the strikeoff and consolidation, floating and removal of laitance,
straightedging, and final surface finish.

First, the concrete shall be consolidated and struck off.

1.

Unless otherwise permitted for small areas or for short periods of time due to equipment failure,
all pavement concrete shall be consolidated using vibrators for full width of paving slabs.

Concrete adjacent to joints shall be mechanically vibrated, also under and around all load transfer
devices, joint assembly units, and other features designed to extend into the pavement.

After the concrete has been placed and vibrated adjacent to the joints as required, the finishing
machine shall be brought forward, operating in a manner to avoid damage to or misalignment of
joint devices.

After the concrete has been struck off and consolidated, it shall be further smoothed, trued, and
consolidated, by means of a longitudinal float, by the use of one of the following methods as
specified or permitted:

1.

3.

Hand Method - The hand-operated longitudinal float shall be not less than 12 feet (3.7 meters) in
length and six inches (150 mm) in width, properly stiffened to prevent flexibility and warping.
The longitudinal float, operated from foot bridges resting on the side forms and spanning but not
touching the concrete, shall be worked with a sawing motion, while held in a floating position
parallel to the road centerline, and shall be passed gradually from one side of the pavement to the
other. Movement ahead along the centerline of the pavement shall be in successive advances of
not more than one-half the length of the float. Any excess water or soupy material shall be wasted
over the side forms on each pass.

Mechanical Method - The mechanical longitudinal float shall be of a design approved by the
ENGINEER and shall be in good working condition. The tracks from which the float operates
shall be securely adjusted to the required crown. The float shall be accurately adjusted and
coordinated with the adjustments of the transverse finishing machine so that a small amount
of mortar is carried ahead of the float at all times. The forward speed shall be adjusted so that
the float will lap the distance specified by the ENGINEER on each transverse trip. The float shall
pass over each area of pavement at least two times, but excessive operation over a given area will
not be permitted. Any excess water or soupy material shall be wasted over the side forms on each pass.

Alternative Mechanical Method - As an alternative to Item (2) above, the CONTRACTOR may
use a machine composed of a cutting and smoothing float, or floats, suspended from and guided
by a rigid frame. This frame shall be carried by four or more visible wheels riding on, and
constantly in contact with, the side forms.

If necessary, following one of the preceding methods of floating, long handled floats having blades
not less than five feet (1520 mm) in length and six inches (150 mm) in width may be used to
smooth and fill in open-textured areas in the pavement. Long handled floats shall not be used to
float the entire surface of the pavement in lieu of, or supplementing, one of the preceding methods
of floating. When strikeoff and consolidation are done by the hand method and the crown of the
pavement will not permit the use of the longitudinal float, the surface shall be floated transversely
by means of the long handled float. Care shall be taken not to work the crown out of the pavement

during the operation. After floating, any excess water and laitance shall be removed from the
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surface of the pavement by a straightedge ten feet (3 meters) or more in length. Successive drags
shall be lapped one-half of the length of the blade.

D. After the floating has been completed and the excess water removed, but while the concrete is still

plastic, the surface of the concrete shall be tested for trueness with a ten-foot straightedge. For this
purpose the CONTRACTOR shall furnish and use an accurate ten-foot (3 meters) straightedge swung
from handles three feet (910 mm) longer than 1/2 the width of the slab. The straightedge shall be held
in contact with the surface in successive positions parallel to the road centerline and the whole area gone
over from one side of the slab to the other, as necessary. Advance along the road shall be in successive
stages of not more than 1/2 the length of the straightedge. Any depressions found shall be immediately
filled with freshly mixed concrete, struck off, consolidated, and refinished. High areas shall be cut
down and refinished. Special attention shall be given to assure that the surface across joints meets the
requirements for smoothness. Straightedge testing and surface corrections shall continue until the entire
surface is found to be free from observable departures from the straightedge and the slab conforms to
the required grade and cross section.

. The final finish will be specified on the plans as to the type of surface texture. The following types of

surface textures may be specified:

1. Type | - Transverse Tining - The mainline finish shall be produced by mechanical equipment
described as follows: The transverse grooving machine shall be either a vibrating roller or a comb
equipped with steel tines. The machine shall be self-propelled and shall automatically lift the
roller or tine comb at the end of the pavement. Hand grooving methods will be permitted in a manner
approved by the ENGINEER in those areas where the mechanical equipment cannot be used.

This equipment shall have rectangular or circular shaped spring steel tines which are randomly
spaced at 1/2 to 1 inch (12.7 to 25.4 mm) intervals from center to center. The grooves shall be
made perpendicular to the center line of the pavement and the resulting transverse grooves shall be
.090 to .125 (2.3 to 3.2 mm) inches wide and shall be 1/8 to 3/16 inch (3.2 to 4.8 mm) deep.

Acceleration lanes, deceleration lanes, and irregular sections may be finished by methods other
than mechanical provided they produce a similar type of transverse groove.

2. Type Il - Longitudinal Tining - The mainline finish shall be produced by mechanical equipment
described as follows: The longitudinal grooving machine shall be either a vibrating roller or a
comb equipped with steel tines. The machine shall be self-propelled and shall automatically lift
the roller or tine comb at the end of the pavement. Hand grooving methods will be permitted in a
manner approved by the ENGINEER in those areas where the mechanical equipment cannot be used.

This equipment shall have rectangular or circular shaped spring steel tines which are randomly
spaced at 1/2 to 1 inch (12.7 to 25.4 mm) intervals from center to center. The grooves shall be
made parallel to the center line of the pavement and the resulting longitudinal grooves shall be
.090 to .125 inches (2.3 to 3.2 mm) wide and shall be 1/8 to 3/16 inches (3.2 to 4.8 mm) deep.
The mechanical equipment shall be operated from a bridge when the pavement is 16 feet (4.9
meters) or more in width.

Acceleration lanes, deceleration lanes, and irregular sections may be finished by methods other
than mechanical, provided they produce a similar type of longitudinal groove.

3. Type Il - Artificial Grass Drag - The pavement finish shall be produced by a nylon or artificial
grass drag as approved by the ENGINEER. A uniform surface of gritty texture shall be produced
by pulling the drag longitudinally. For a pavement width of 16 feet (4.9 meters) or more in width,
the drag shall be mounted on a bridge which travels on the forms. The drag shall be at least three
feet (910 mm) wide and in full contact with the full width of the pavement. Drags shall be
maintained clean and free from encrusted mortar. Drags that cannot be cleaned shall be discarded
and new ones substituted.

4. Type IV - Bristle Broom - The surface texture produced by a broom shall be applied when the
water sheen has practically disappeared. The broom shall be drawn from the center to the edge of
the pavement with adjacent strokes slightly overlapping. The brooming operation shall be so
executed that the corrugations produced in the surface shall be uniform in appearance and shall
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have a minimum depth of approximately 1/16 inch (1.6 mm) and a maximum depth of approxi-
mately 1/8 inch (3.2 mm). Brooming shall be completed before the concrete is in such condi-
tion that the surface will be torn or unduly roughened by the operation. The finished surface
shall be free from rough and porous areas, irregularities and depressions resulting from im-
proper handling of the broom. Mechanical brooming, in lieu of the manual brooming, will be
permitted if satisfactory results can be obtained.

Type V - Belt Finish (Paving with Rigid Forms) - When straightedging is complete and the water
sheen has practically disappeared and just before the concrete becomes nonplastic, the surface
shall be belted with a two-ply canvas belt not less than eight inches wide and at least three feet
longer than the pavement width. Hand belts shall have suitable handles to permit controlled,
uniform manipulation. The belt shall be operated with short strokes transverse to the road centerline
and with a rapid advance parallel to the centerline.

Type VI - Burlap Drag - The drag shall be a seamless strip of damp burlap or cotton fabric which
shall produce a uniform surface of a gritty nature after dragging it longitudinally along the full
width of pavement. For pavement 16 feet (4.9 meters) or more in width, the drag shall be mounted
on a bridge which travels on the forms. The dimensions of the drag shall be such that a strip of
burlap or fabric, at least three feet (0.9 meters) wide, is in contact with the full width of pavement
surface while the drag is used. Drags shall be maintained clean and free from encrusted mortar.
Drags that cannot be cleaned shall be discarded and new drags shall be substituted.

F. After the final finish, but before the concrete has taken its initial set, the edges of the pavement
along each side of each slab, and on each side of transverse expansion joints, formed joints,
transverse construction joints, and emergency construction joints shall be worked with an
approved tool and rounded to a radius of 1/4 inch (6.35 mm).

1.

A well defined and continuous radius shall be produced, and a smooth, dense mortar finish shall
be obtained. The surface of the slab shall not be unduly disturbed by tilting of the tool during use.

At all joints, any tool marks appearing on the slab adjacent to the joints shall be eliminated by
texturing the surface. The rounding of the corner of the slab shall not be disturbed when the
surface is textured. All concrete on top of the joint filler shall be completely removed.

All joints shall be tested with a straightedge before the concrete has set, and correction shall be
made if one side of the joint is higher than the other or if an edge is higher or lower than the
adjacent slabs.

G. |If the application of water to the surface is permitted, it shall be applied as a fog spray by means of
approved spray equipment.

H. Unless otherwise specified, hand finishing methods will not be permitted except under the following
conditions:

1.

In the event of breakdown of the mechanical equipment, hand methods may be used to finish the
concrete already deposited on the grade when the breakdown occurs.

Narrow widths or areas of irregular dimensions where operations of the mechanical equipment is
impractical may be finished by hand methods.

Concrete, as soon as placed, shall be struck off and screeded. An approved portable screed
shall be used. In operation the screed shall be moved forward on the forms with a combined
longitudinal and transverse shearing motion, moving always in the direction in which the
work is progressing and so manipulated that neither end is raised from the side forms during
the striking off process. If necessary, this shall be repeated until the surface is of uniform
texture, true to grade and cross section, and free from porous areas.

The screed for the surface shall be at least two feet (610 mm) longer than the maximum width of
the slab to be struck off. It shall be of approved design, sufficiently rigid to retain its shape, and
shall be constructed either of metal or other suitable material shod with metal.

Consolidation shall be attained by the use of a suitable vibrator or other approved equipment.
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3.13 SURFACE TEST

A. As soon as the concrete has hardened sufficiently, the pavement surface shall be tested with a
ten-foot (3 meters) straightedge or other specified devices.

1. Areas showing high spots of more than 1/4 inch (6.35 mm), but not exceeding 1/2 inch in ten feet
(12.7 mm in 3 meters), shall be marked and immediately ground down with an approved grinding
tool to an elevation where the area or spot will not show surface deviations in excess of 1/4 inch
(6.35 mm) when tested with a ten-foot (3 meters) straightedge. Grinders shall be of the stacked
head, vertical blade type that will not polish or smooth the surface but will provide a coefficient of
friction approximately equal to that of the unground pavement. Grinding grooves shall be kept
parallel with the direction of travel.

2. Where the departure from correct cross section exceeds 1/2 inch (12.7 mm), the pavement shall be
removed and replaced by and at the expense of the CONTRACTOR. Any area or section so
removed shall be not less than five feet (1.5 meters) in length nor less than the full width of the
lane involved. When it is necessary to remove and replace a section of pavement, any remaining
portion of the slab adjacent to the joints that is less than five feet (1.5 meters) in length shall also
be removed and replaced.

3.14 CURING

A. Immediately after the finishing operations have been completed and as soon as marring of the concrete
will not occur, the entire surface of the newly placed concrete shall be covered and cured in accordance
with one of the following methods.

1. COTTON OR BURLAP MATS - The surface of the pavement shall be entirely covered with mats.
The mats used shall be of such length (or width) that as laid they will extend at least twice the
thickness of the pavement beyond the edges of the slab. The mat shall be placed so that the entire
surface and both edges of the slab are completely covered. Prior to being placed, the mats shall be
saturated thoroughly with water. The mats shall be so placed and weighed down as to cause them
to remain in intimate contact with the surface covered, and the covering shall be maintained fully
wetted and in position for 72 hours after the concrete has been placed, unless otherwise specified.

2. WATERPROOFED PAPER - The top surface and sides of the pavement shall be entirely covered
with waterproofed paper. The units shall be lapped at least 18 inches (457 mm). The paper shall
be so placed and weighted down as to cause it to remain in intimate contact with the surface
covered. The paper shall be of such dimensions that each unit as laid will extend beyond the edges
of the slab at twice the thickness of the pavement or shall be of pavement width and two-foot (610
mm) strips of paper provided for the edges. If laid longitudinally, paper not manufactured in sizes
which will provide this width shall be securely sewed or cemented together, the joints being
securely sealed in such a manner that they do not open up or separate during the curing period.
Unless otherwise specified, the covering shall be maintained in place for 72 hours after the
concrete has been placed. The surface of the pavement shall be thoroughly wetted prior to the
placing of the paper.

3. WHITE PIGMENTED IMPERVIOUS MEMBRANE - The entire surface of the pavement shall
be sprayed uniformly with white pigmented curing compound immediately after the finishing of
the surface and before the set of the concrete has taken place, or if the pavement is cured initially
with burlap or cotton mats, the curing compound may be applied upon removal of the mats.

a. The curing compound shall not be applied during rainfall.

b. Curing compound shall be applied under pressure at the rate of approximately one gallon to
150 square (3.78 liters to 14 m?) feet by mechanical sprayers. The spraying equipment
shall be of the fully atomizing type equipped with a tank agitator. At the time of use, the
compound shall be in a thoroughly mixed condition with the pigment uniformly dispersed
throughout the vehicle. During the application the compound shall be stirred continuously
by effective mechanical means. Hand spraying of odd widths or shapes and on concrete
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B.

surfaces exposed by the removal of forms will be permitted. Curing compound shall be
applied to the inside faces of joints to be sealed.

c. Should the film become damaged from any cause within the required curing period, the
damaged portions shall be repaired immediately with additional compound.

d. Upon removal of side forms, the sides of the slabs exposed shall be protected immediately
to provide a curing treatment equal to that provided for the surface.

4. WHITE POLYETHYLENE SHEETING - The top surface and sides of the pavement shall be
entirely covered with polyethylene sheeting. The units used shall be lapped at least 18 inches
(457 mm). The sheeting shall be so placed and weighted down as to cause it to remain in
intimate contact with the surface covered. The sheeting as prepared for use shall have such
dimension that each unit as laid will extend beyond the edges of the slab at least twice the
thickness of the pavement. Unless otherwise specified, the covering shall be maintained in
place for 72 hours after the concrete has been placed.

Failure to provide sufficient cover material of whatever kind the CONTRACTOR may elect to use,
or lack of water to adequately take care of both curing and other requirements, shall be cause for
immediate suspension of concreting operations. The concrete shall not be left exposed for more
than 1/2 hour between stages of curing or during the curing period.

When concrete is being placed and the average daily temperature is below 40°F (4° C) or the air
temperature may be expected to drop below 35°F (2° C), a sufficient supply of straw, hay, grass, or
other suitable blanketing material shall be spread over the pavement to a sufficient depth to prevent
freezing of the concrete. The period of time such protection shall be maintained shall be not less
than ten days or until the concrete has reached full strength. The CONTRACTOR shall be respon-
sible for the quality and strength of the concrete placed during cold weather, and any concrete
injured by frost action shall be removed and replaced at the CONTRACTOR’s expense.

3.15 REMOVING FORMS

A

B.

Forms shall not be removed from freshly placed concrete until it has set for at least 12 hours, except
auxiliary forms used temporarily in widened areas.

Forms shall be removed carefully so as to avoid damage to the pavement. After the forms have been
removed, the sides of the slab shall be cured as outlined in one of the methods indicated above.

Major honeycombed areas will be considered as defective work and shall be removed and replaced.
Any area or section so removed shall not be less than five feet (1.5 meters) in length nor less than full
width of the lane involved. When it is necessary to remove and replace a section of pavement, any
remaining portion of the slab adjacent to the joints that is less than five feet (1.5 meters) in length shall
also be removed and replaced.

3.16 SEALING JOINTS

A

B.
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When joints are specified to be sealed on the plans, they shall be filled with joint-sealing material before
the pavement is opened to traffic and as soon after completion of the curing period as is feasible.

Just prior to sealing, each joint shall be thoroughly cleaned of all foreign material, including membrane
curing compound, and the joint faces shall be clean and surface dry when the seal is applied.

Material for seal shall be installed in accordance with the manufacturer’s recommendations. A copy of
the instructions shall be submitted to the ENGINEER for information.

The sealing material shall be applied to each joint opening to conform to the details shown on the plans
or as directed by the ENGINEER.

The pouring shall be done in such a manner that the material will not be spilled on the exposed surfaces
of the concrete. Any excess material on the surface of the concrete pavement shall be removed, and the
pavement surface shall be cleaned. The use of sand or similar material as a cover for the seal will not be
permitted.
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3.17

F.

Poured joint-sealing material shall not be placed when the air temperature in the shade is less than 50°F
(10° C), unless approved by the ENGINEER.

PROTECTION OF PAVEMENT

3.18

A.

The CONTRACTOR shall protect the pavement and its appurtenances against both public traffic and
traffic caused by his own employees and agents. This shall include watchmen to direct traffic and the
erection and maintenance of warning signs and lights. He will indicate the location and type of device
or facility required to protect the work and provide adequately for traffic.

In order that the concrete may be properly protected against the effects of rain before the concrete is
sufficiently hardened, the CONTRACTOR will be required to have available at all times materials for
the protection of the edges and surface of the unhardened concrete. Such protection materials shall
consist of standard metal forms or wood plank having a nominal thickness of not less than two inches
and a nominal width of not less than the thickness of the pavement at its edge for the protection of the
pavement edges, and covering material such as burlap or cotton mats, curing paper, or plastic sheeting
material for the protection of the surface of the pavement. When rain appears imminent, all paving
operations shall stop and all available personnel shall begin placing forms against the side of the
pavement and covering the surface of the unhardened concrete with the protective covering.

Any damage to the pavement occurring prior to final acceptance or opening to traffic shall be repaired
or the pavement shall be replaced.

OPENING TO TRAFFIC

3.19

A.
B.

The ENGINEER shall decide when the pavement shall be opened to traffic.
Prior to being opened to traffic, the pavement shall be cleaned and all pavement markings shall be in place.

CONCRETE PAVEMENT - SLIPFORM METHOD
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A.

GRADE - After the grade or base has been placed and compacted to the required density, the grade and
areas which are to support the paving machine shall be cut to the proper elevation by means of an
approved fine-grading machine.

1. The fine-grading machine shall be of sufficient weight, and shall be either self-propelled or towed
by sufficient power to trim the compacted material without gouging or tearing the surface.

2. The machine shall have cutting edges or surface shavers controlled from an independent control
reference wire by means of an automatic control device.

3. To avoid excessive depths of cut the machine may accomplish the fine grading by means of
successive passes with each pass controlled from the independent reference line through the
automatic control.

4. If the density of the base is disturbed by the grading operations, it shall be corrected by additional
compaction before concrete is placed.

5. The grade shall be constructed sufficiently in advance of the placing of the concrete. If any traffic
is allowed to use the prepared grade, the grade shall be checked and corrected immediately ahead
of the placing of the concrete.

. PLACING CONCRETE - The concrete shall be placed with an approved slipform paver designed

to spread, consolidate, screed, and float-finish the freshly placed concrete in one complete pass of
the machine in such manner that a minimum of hand finish will be necessary to provide a dense and
homogenous pavement in conformance with the plans and specifications.

1. The machine shall vibrate the concrete for the full width and depth of the strip of pavement
being placed. Such vibrations shall be accomplished with vibrating tubes or arms working in
the concrete, or with a vibrating screed or pan operating on the surface of the concrete.

2. The sliding forms shall be rigidly held together laterally to prevent spreading of the forms. The forms
shall trail behind the paver for such a distance that no appreciable slumping of the concrete will occur.
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3.20

C.

E.

3. The concrete shall be held at a uniform consistency, having a slump of not more than two inches.

4. The slipform paver shall be operated with as nearly a continuous forward movement as possible,
and all operations of mixing, delivering, and spreading concrete shall be so coordinated as to
provide uniform progress with stopping and starting of the paver held to a minimum. If, for any
reason, it is necessary to stop the forward movement of the paver, the vibratory and tamping
elements shall also be stopped immediately. No tractive force shall be applied to the machine,
except that which is controlled from the machine.

The surface smoothness and texture shall meet the requirements of Section 02520, Subsection 3.12,
FINAL STRIKEOFF, CONSOLIDATION, AND FINISHING, Part E, and Section 02520, Subsection
3.13, SURFACE TEST.

Curing shall be done in accordance with one of the methods included in Section 02520, Subsection
3.14, CURING. The curing material shall be applied at the appropriate time and shall be applied
uniformly and completely at all surfaces and edges of the pavement.

All joints shall be constructed in accordance with Section 02520, Subsection 3.11, JOINTS.

TOLERANCE IN PAVEMENT THICKNESS

3.21

A.
B.

The thickness of the pavement shall be determined by average caliper measurement of cores tested.

For the purpose of establishing an adjusted unit price for pavement, a minimum of two cores per mile
(1.61 kilometer) per lane or areas such as intersections, entrances, crossovers, ramps, etc., will be
considered as one unit and the thickness of each unit will be determined separately. Small irregular
unit areas may be included as part of another unit. At such points as the ENGINEER may select in each
unit, one core will be taken for each 1,000 square yards (836 m?) of pavement, or fraction thereof, in the
unit. Should any thickness deviation be found, additional cores may be taken to define the horizontal
limits of the deviation.

When the measurement of the core from a unit is not deficient more than 0.2 inch (5 mm) from the plan
thickness, full payment will be made.

When such measurement is deficient more than 0.2 inch (5 mm) and not more than 1.0 inch (25 mm)
from the plan thickness, two additional cores at intervals not less than 300 feet (91.5 meters) will be
taken and used in the average thickness for that unit.

In calculations for the average thickness of the pavement, measurements which are in excess of the
specified thickness by more than 0.2 inch (5 mm) will be considered as the specified thickness plus 0.2
inch (5 mm), and measurements which are less than the specified thickness by more than 1.0 inch (25
mm) will not be included in the average.

When the measurement of any core is less than the plan thickness by more than 1.0 inch (25 mm), the
actual thickness of the pavement in this area will be determined by taking additional cores at not less
than ten-foot (3 meters) intervals parallel to the centerline in each direction from the affected location
until in each direction a core is found which is not deficient by more than 1.0 inch (25 mm). Areas
found deficient in thickness by more than 1.0 inch (25 mm) shall be evaluated by the ENGINEER; if in
his judgment the deficient areas warrant removal, they shall be removed and replaced with concrete of
the thickness shown on the plans. Exploratory cores for deficient thickness will not be used in averages
for adjusted unit prices.

REPAIR OF DEFECTIVE PAVEMENT SLABS
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A.

Spalls along joints shall be replaced by saw cutting at least 1/2 inch (12.5 mm) outside the spalled area
and to a minimum of 2 inches (50 mm). The area shall be chipped out at least three inches to solid
concrete and then cleaned with compressed air sandblasting. First, the surface of the cavity shall be coated
with an approved epoxy-resin binder. Then the cavity shall be filled with an approved nonshrink grout.

. Random cracks which occur away from joints and, in the judgement of the ENGINEER, will not cause

future maintenance problems may be routed and sealed. If not accepted, the slab shall be replaced at the
CONTRACTOR'’S expense.
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PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT
4.01 METHOD OF MEASUREMENT
A. The quantity of pavement laid shall be the number of square yards (square meters) of full depth
pavement. The number of square yards (square meters) shall be determined by the ENGINEER
after construction of the pavement has been completed.
4.02 BASIS OF PAYMENT
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A. The quantity of accepted pavement shall be measured as above provided and shall be paid for at the
contract unit price per square yard (square meters) bid as called for in the proposal. This price shall
constitute full compensation for furnishing and preparation of all materials, including all joints, joint
filler, dowels, and reinforcing if required in the construction drawings or special provisions; placing,
finishing, curing; and all labor, equipment, tools and incidentals necessary to complete these items.

B. Payment will be made under: Concrete Pavement Sq. Yd. (m?)

CONCRETE PAVEMENT DEFICIENCY:

C. Where the average thickness of pavement is deficient in thickness by more than 0.2 inch (5 mm),
but not more than 1.0 inch (25 mm), payment will be made at an adjusted price as specified in the
following table:

Deficiency in thickness as determined by cores Proportional part of contract price
Inches Millimeters Percentage Allowed
0.00t00.20 0.0to5.1 100 percent
0.21t00.30 52t07.8 80 percent
0.31t00.40 7.91t010.2 72 percent
0.41t00.50 10.3to 12.7 68 percent
0.51t00.75 12.7t019.1 57 percent
0.76t01.00 19.2t025.4 50 percent

D. When thickness of pavement is deficient by more than one inch and the judgment of the ENGINEER is

that the area of such deficiency should not be removed and replaced, there will be no payment for the
area retained.
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SECTION 02528

CONCRETE CURBS AND COMBINED CURBS AND GUTTERS

PART 1 GENERAL
1.01 SUMMARY

A. Curbs or combined curbs and gutters shall consist of air-entrained Portland Cement Concrete constructed in
accordance with these specifications. This work shall be in reasonably close conformity with the lines and
grades, thicknesses, and typical cross sections shown on the plans or established by the ENGINEER. See
Standard Drawing 02528-01.

B. Concrete curbs and combined curbs and gutters shall be constructed to meet requirements of American
Disabilities Act, Title 11, when applicable.

PART 2 PRODUCTS
2.01 MATERIALS

A. PORTLAND CEMENT CONCRETE - Air-entrained Portland Cement Concrete shall conform to the
requirements of Section 03304, Subsection 2.08, Class 4000.

B. REINFORCING STEEL - Reinforcing steel shall conform to the requirements of Section 03200,
CONCRETE REINFORCEMENT.

C. PREFORMED EXPANSION JOINT MATERIAL - Joint material shall comply with the requirements
of AASHTO M-2I3, ASTM D-994, ASTM D-1751, or ASTM D-1752.

PART 3 EXECUTION
3.01 GENERAL

A. Curbsand curb and gutter shall be constructed at the locations shown on the plans and where directed by

the ENGINEER and shall be in accordance with these specifications and plans.
3.02 SUBGRADE AND BASE COARSE PREPARATION

A. The subgrade shall be excavated or filled with suitable material to the required grades and lines.

B. All soft, yielding, and otherwise unsuitable material shall be removed and replaced with suitable
material. Filled sections shall be compacted and extend a minimum of one foot (I’) (305 mm)
outside the form lines.

C. The subgrade shall be 90% of maximum dry density as determined by AASHTO T-180 modified
proctor density.

D. When required on the plans base coarse will be installed to the required grade in accordance with
Section 02231, Subsection 3.03.

3.03 CONCRETE PLACEMENT

A. The concrete shall be placed either by an approved slipform/extrusion machine, by the formed method,
or by a combination of these methods.

B. The slipform/extrusion machine approved shall be so designed as to place, spread, consolidate, screed,
and finish the concrete in one complete pass in such a manner that a minimum of hand finishing will be
necessary to provide a dense and homogeneous concrete section.
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1. The machine shall shape, vibrate, and/or extrude the concrete for the full width and depth of the

concrete section being placed.

It shall be operated with as nearly a continuous forward movement as possible. All operations of
mixing, delivery, and spreading concrete shall be so coordinated as to provide uniform progress,

with stopping and starting of the machine held to a minimum.

C. The formed method shall consist of setting forms, placing concrete and finishing.

1. Form material shall be straight and free from warp, having sufficient strength to resist the pressure
of the concrete without displacement and sufficient tightness to prevent the leakage of mortar.
Flexible or rigid forms of proper curvature may be used for curves having a radius of 100 feet
(30.5 meters) or less. Division plates shall be metal.

2. The front and back forms shall extend for the full depth of the concrete. All of the forms shall be
braced and staked so that they remain in both horizontal and vertical alignment until their removal.

3. They shall be cleaned and coated with an approved form-release agent before concrete is placed
against them.

4. The concrete shall be deposited into the forms without segregation and then it shall be tamped and
spaded or mechanically vibrated for thorough consolidation.

5. Low roll or mountable curbs may be formed without the use of a face form by using a straightedge
and template to form the curb face. When used, face forms shall be removed as soon as possible
to permit finishing.

6. Frontand back forms may be removed at such time as the concrete is sufficiently set that removal
will not chip, spall or otherwise damage the concrete. When forms are removed before the expira-
tion of the curing period, the edges of the concrete shall be protected with curing compound.

3.04 FINISHING

A. The surface of the concrete shall be finished true to the lines and grades shown on the plans.

B. Concrete shall be worked until the coarse aggregate is forced down into the body of the concrete and no
coarse aggregate is exposed. The surface shall then be floated with a wooden float to a smooth and
uniform surface.

C. When the concrete has hardened sufficiently the surface shall be given a broom finish. The broom
shall be an approved type. The strokes shall be square across the concrete from edge to edge with
adjacent strokes overlapped. Strokes shall be made without tearing the concrete. The broomed
finish shall produce regular corrugations not over one-eighth inch (1/8") (3.2 mm) in depth.

D. Concrete that is adjacent to forms and formed joints shall be edged with a suitable edging tool to the
dimensions shown on the plans.

E. Street names shall be placed in the first tangent section of curb with 4" (100 mm) letter stamps.

3.05 JOINTING
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A. CONTRACTION JOINTS - Transverse weakened-plane contraction joints shall be constructed at right
angles to the curb line at intervals not exceeding 15 feet (4.6 meters). Joint depth shall average at least
I/4 of the cross section of the concrete.

1.

2.

Contraction joints may be sawed, handformed, or made by 1/8-inch (3.2 mm) thick division plates
in the formwork.

Sawing shall be done early after the concrete has set to prevent the formation of uncontrolled
cracking.

The joints may be handformed either by (1) using a narrow or triangular jointing tool or a thin
metal blade to impress a plane of weakness into the plastic concrete, or (2) inserting 1/8-inch (3.2
mm) thick steel strips into the plastic concrete temporarily. Steel strips shall be withdrawn before
final finishing of the concrete.
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3.06

4. Where division plates are used to make contraction joints, the plates shall be removed after the
concrete has set and while the forms are still in place.

EXPANSION JOINTS - Expansion joints shall be constructed at right angles to the curb line at
immovable structures and at points of curvature for short-radius curves.

1. Filler material for expansion joints shall be furnished in a single 3/4-inch (19.1 mm) thick piece
for the full depth and width of the joint.

2. Expansion joints in a slipformed curb or curb and gutter shall be constructed with an appropriate
hand tool by raking or sawing through partially set concrete for the full depth and width of the
section. The cut shall be only wide enough to permit a snug fit for the joint filler. After the filler
is placed, open areas adjacent to the filler shall be filled with concrete and then troweled and
edged.

3. Alternately, an expansion joint may be installed by removing a short section of freshly extruded
curb and gutter immediately, installing temporary holding forms, placing the expansion joint filler,
and replacing and reconsolidating the concrete that was removed. Contaminated concrete shall be
discarded.

Construction joints may be either butt or expansion type joints.

Curbs or combined curbs and gutters constructed adjacent to existing concrete shall have the same type
of joints as in the existing concrete, with similar spacing; however, contraction joint spacing shall not
exceed 15 feet, (5 m).

PROTECTION

3.07

A.

The CONTRACTOR shall always have materials available to protect the surface of the plastic concrete
against rain. These materials shall consist of waterproof paper or plastic sheeting. For slipform con-
struction, materials such as wood planks or forms to protect the edges shall also be required.

. When concrete is being placed in cold weather and the temperature may be expected to drop below 35°F

(2° C), suitable protection shall be provided to keep the concrete from freezing until it is at least 72
hours old. Concrete injured by frost action shall be removed and replaced at the CONTRACTOR’s
expense.

CURING

3.08

A.

Curing shall be in accordance with Section 03370, CONCRETE CURING.

BACKFILLING

3.09

A

B.

After the concrete has set sufficiently, the spaces in front and back of curbs shall be backfilled with
original material or as shown on the drawings to the required elevations.

The backfill material shall be thoroughly compacted to a density equal to that of adjacent materials.

TOLERANCES
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A

B.

The work shall be performed in a manner which results in a curb and gutter constructed to specified line
and grade, uniform in appearance and structurally sound.

Curb and gutter found with unsightly bulges, ridges, low spots in the gutter or other defects shall be
removed and replaced at the CONTRACTOR’s expense if the ENGINEER considers them to be irreparable.

When checked with a ten foot (10') (3 meters) straightedge, grade shall not deviate more than 1/4 inch
(6.4 mm), and alignment shall not vary more than 1/2 inch (12.5 mm).

Final elevation shall not depart from plan elevation by more than 1/2 inch (12.5 mm).
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PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT

4.01 METHOD OF MEASUREMENT

A. This item shall be measured along the flow line of the curb by the linear feet (meter) of concrete
curbs and combined curb and gutter in place.

4.02 BASIS OF PAYMENT

A. Payment shall constitute full compensation for all materials, curing of concrete, for all premolded
mastic material for expansion joints, contraction joints, steel dowels and sleeves, and for the excavation
and the placing and compaction of embankment under the curb, furnishing and placing of backfill
and topsoil behind the curb, and for all equipment, tools and labor and for the performance of all
work and incidentals necessary to complete the item.

B. Payment will be made at the contract unit price bid multiplied by the number of units (linear feet)
(meters) constructed.
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PART 1

1.01

SECTION 02545

BITUMINOUS MATERIALS

GENERAL

SUMMARY

1.02

A

These specifications include general requirements applicable to all types of bases or pavements
that require the application of bituminous materials by spray or mix. Deviations from these general
requirements will be indicated in the specific requirements for each type.

RELATED WORK

1.03

A

moow

Section 02511, Road Mix Bituminous Pavements.
Section 02512, Plant Mix Pavements.

Section 02550, Prime Coat.

Section 0255 1, Tack Coat.

Section 02552, Seal Coat.

REFERENCES

1.04

G mMmmoOoOowm>

AASHTO M 8 1: Cut-Back Asphalt (Rapid Curing Type).
AASHTO M 82: Cut-Back Asphalt (Medium Curing Type).
AASHTO M 140: Emulsified Asphalt.

AASHTO M 141: -70 Slow Curing Liquid Road Material.
AASHTO M 208: Cationic Emulsified Asphalt.

AASHTO M 226: Table 1, Viscosity Graded Asphalt Cement.
AASHTO T 40: Sampling Bituminous Materials.

SUBMITTALS
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A.

B.

Bituminous material may be conditionally accepted at the source based on test reports furnished by
CONTRACTOR for each 40 tons (36 megagrams) or 10,000 gallons (37,850 liters) loaded.

A sample of each load of Asphaltic Materials is to be obtained at the time of conveyance loading, and
the Certificate of Compliance, together with this sample, shall be surrendered to ENGINEER on the
project. Sampling shall be accomplished using methods described and outlined in AASHTO T 40.
Tank trucks delivering bituminous material to the project shall be equipped with a sampling cock on the
discharge pipe.

Bituminous materials used on the project which do not meet the specification requirements for the type
and grade specified may, at the direction of ENGINEER:

1. Berejected and CONTRACTOR required to remove and replace all materials affected by the out-
of-specification material at his expense;

2. Be accepted and left in place and the contract price of the bituminous material deducted, or be
accepted at a reduced unit price as directed by ENGINEER.
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PART 2 PRODUCTS
2.01 MATERIALS
A. Bituminous materials shall meet all applicable requirements. No materials or products other than those
designated in this Section will be added to bituminous material without the express permission of
ENGINEER.
2.02 ASPHALT CEMENTS
A. The grades shown on the plans shall conform to the specifications of AASHTO M 226, Table 1, with the
following modifications:
Test AC-2.5 AC-5 AC-10 AC-20
Penetration, 25°C (77°F), 175 100 60 35
100g., 5 sec. (minimum)
B. The spot test shall be negative for all grades when tested with naphtha xylene solvent using 15% xylene.
2.03 LIQUID CUTBACK ASPHALTS
A. Liquid cutback asphalts shall conform to the requirements of AASHTO M 81, AASHTO M 82, and
AASHTO M 141. The spot test shall be negative for all grades when tested with naphtha xylene solvent
using 15% xylene. The Saybolt-Furol viscosity alternate will not apply.
2.04 EMULSIFIED ASPHALTS
A. Emulsified asphalts shall conform to the following requirements:
1. Emulsified Asphalt (Anionic) AASHTO M 140
2. Emulsified Asphalt (Cationic) AASHTO M 208
B. The designation “h” added to any grade of Emulsified Asphalt requires the residue from distillation to
have a penetration from 40 to 90.
C. The following exceptions apply to grade CMS-2 only:
1. Viscosity: Seconds Saybolt-Furol at 122°F (50°C) 50 Min.-500 Max.
2. Distillation: %Residue 60 Min.
3. Distillation: Qil Distillate, by volume of emulsion - to be determined by independent laboratory
from produced materials, not to exceed 20%.
D. The letter “F” following the bituminous material type designation shall require a satisfactory antistripping
agent be added to the material at the refinery.
E. The presence of antistripping agents will be determined in accordance with the Wyoming Quick Bottle
Test or other approved means.
PART 3 EXECUTION
3.01 PREPARATION
A. The water used for the dilution shall be free of sediment and other deleterious matter.
3.02 APPLICATION
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A. The rate of emulsified asphalt used for fog seal or tack shown in the Contract Documents is the rate of
Emulsified Asphalt as received from the refinery.

B. The emulsified asphalt used for tack may be diluted in the field at a rate of 50% emulsified asphalt and

50% additional water.
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C. The emulsified asphalt used for fog seal may be diluted in the field at a rate of 33% emulsified asphalt
and 67% additional water.

D. Both the dilution water and the emulsion shall be heated to approximately 110°F (43°C) prior to
mixing, and this approximate temperature shall be maintained during the application. Dilution shall be
made by introducing the water into the emulsified asphalt.

E. Bituminous materials for the various types of applications shall be loaded and applied within the
temperatures indicated in the following table:

Type and Grade of Material | Application - Spray | Mixing Temperature
°F °C °F °C
RT1,2&3 60-130 16-54 60-130 16-54
RT5&6 85-150 29-66 85-150 29-66
RT78&9 150-225 66-107 150-225 66-107
RT 10,11 & 12 175-250 79-121 175-250 79-121
RCT70 100-180 38-82 90-140 32-60
250 160-220 71-104 140-175 60-79
800 175-250 79-121 170-210 77-99
3000 220-275 104-135 200-240 93-116
MC 30 90-180 32-82 60-120 1649
70 120-200 49-93 95-140 35-60
250 160-220 71-104 140-200 60-93
800 175-250 79-121 175-240 79-116
3000 200-290 93-143 200-250 93-121
SC70 120-200 49-93 95-140 35-60
250 160-220 71-104 140-200 60-93
800 175-250 79-121 175-210 7999
3000 200-290 93-143 200-250 93-121
SC70 120-200 49-93 95-140 35-60
250 160-220 71-104 140-200 60-93
800 175-250 79-121 175-210 7999
3000 200-290 93-143 200-250 93-121
All Emulsions 50-140 (10-60) 50-140  (10-60)

All Penetration Grades 350 max. (177)  Asrequired to achieve viscosity
of 75-150 Seconds Saybolt-Furol

F.  The maximum loading temperature for asphalt cements shall be 350°F (177°C).

PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT

4.01 METHOD OF MEASUREMENT

A. Bituminous material will be measured by the ton (megagram). When volumetric measurements are
used to determine the amount of bituminous material furnished to the project, stored, or returned to the
plant, the volume will be converted to weight by calculation of gallons per ton at 60°F (16° C).
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B. The weight of asphalt emulsions will include the weight of water specified to be mixed at the refinery as
a part of the type of emulsified asphalt designated. Water added on the road or at the mixing plant will
not be measured for payment as emulsified asphalt.

4.02 BASIS OF PAYMENT

A. All work performed and measured as provided above will be paid for as provided in the respective
sections for each type of bituminous materials specified.

B. All water, labor, and equipment necessary to make the field dilution will not be measured for payment,
but will be considered subsidiary to other pay items of the contract.
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PART 1

1.01

SECTION 02550

PRIME COAT

GENERAL

SUMMARY

1.02

A. This work shall consist of preparing and treating an existing surface with bituminous material and
blotter material, if required, in accordance with these specifications and in reasonably close conformity
with the lines shown on the plans or established by the ENGINEER.

RELATED WORK

1.03

A. Section 02190, Aggregates.

Section 02511, Road Mix Bituminous Pavements.
Section 02512, Plant Mix Pavements.

Section 02545, Bituminous Materials.

Section 02553, Bituminous Surface Treatment.

moow

REFERENCES

PART 2

2.01

AASHTO M 140: Emulsified Asphalt.

AASHTO M 141: -70 Slow Curing Liquid Road Material.
AASHTO M 208: Cationic Emulsified Asphalt.

AASHTO M 226: Table 1, Viscosity Graded Asphalt Cement.
AASHTO M 81: Cut-Back Asphalt (Rapid Curing Type).
AASHTO M 82: Cut-Back Asphalt (Medium Curing Type).
AASHTO T 40: Sampling Bituminous Materials.

G mMmmoOoOowm>

PRODUCTS

MATERIALS

PART 3

3.01

A. Bituminous materials - The type of bituminous material will be specified in the contract, and the grade
will be designated by ENGINEER. The bituminous material shall meet the applicable requirements of
Section 02545, BITUMINOUS MATERIALS.

B. Blotter Material - Blotter material shall meet the requirements of Section 02190, AGGREGATES,
Subsection 2.11. The material will be accepted based on periodic samples taken at the latest practicable
point prior to incorporation into the work.

EXECUTION

PREPARATION
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A. The surface to be primed shall be shaped to the required grade and section, shall be free from all ruts,
corrugations segregated material, or other irregularities, and shall be uniformly compacted.

B. Delays in priming shall require reprocessing or reshaping to provide a smooth, compacted surface.
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3.02

APPLICATION

A.

B.

Weather Limitation - Prime coat shall be applied only when the surface on which the material is to be
applied is dry and when the atmospheric temperature is above 50°F (10°C).

Equipment - CONTRACTOR shall provide equipment for heating and applying the bituminous
material and for applying blotter material.

The quantities, rate of application, and areas to be treated shall be approved before application of the
prime coat. Application temperatures shall be in accordance with Section 02545, BITUMINOUS
MATERIALS.

Excess bituminous material shall be squeegeed from the surface. Skipped areas or deficiencies shall be
corrected.

After the application of the prime coat, if the bituminous material fails to penetrate and the roadway
must be used by traffic, blotter material shall be spread in the amounts required to absorb any excess
bituminous material.

Bituminous material shall be applied to the width of the section to be primed by means of a pressure
distributor in a uniform, continuous spread. When traffic is maintained through construction, not more
than one-half of the width of the section shall be treated in one application. Care shall be taken that the
application of bituminous material at the junctions of spreads is not in excess of the specified amount.

3.03 PROTECTION
A. Traffic control shall be in accordance with US DOT FHWA Manual on Uniform Traffic Control
Devices unless otherwise specified by ENGINEER in the Special Provisions.
B. When traffic is maintained, one-way traffic shall be permitted on the untreated portion of the roadbed.
As soon as the bituminous material has been absorbed by the surface and will not pick up, traffic shall
be transferred to the treated portion and the remaining width of the section shall be primed.
PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT
4.01 METHOD OF MEASUREMENT
A. Bituminous material will be measured by the ton (megagram). Blotter material will be measured by the
ton (megagram).
4.02 BASIS OF PAYMENT
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A

The accepted quantities of prime coat will be paid for at the contract price per ton (megagram) for
bituminous material and per ton (megagram) for blotter material complete in place. No payment for
haul of blotter material will be made. Payment will be made under:

PAY ITEM Pay UNiT

Asphalt Cement Ton (Megagram)
Liquid Asphalt (Prime) Ton (Megagram)
Emulsified Asphalt (Prime) Ton (Megagram)
Blotter Material Ton (Megagram)
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SECTION 02551

TACK COAT
PART 1 GENERAL
1.01 SUMMARY
A. This work shall consist of preparing and treating an existing bituminous or concrete surface with
bituminous material in accordance with these specifications and in reasonably close conformity
with the lines shown on the plans or established by the ENGINEER.
1.02 RELATED WORK
A. Section 02545, Bituminous Materials.
B. Section 02511, Road Mix Bituminous Pavements.
C. Section 02512, Plant Mix Pavements.
1.03 REFERENCES
A. AASHTO M 140: Emulsified Asphalt.
B. AASHTO M 141: -70 Slow Curing Liquid Road Material.
C. AASHTO M 208: Cationic Emulsified Asphalt.
D. AASHTO M 226: Table 1, Viscosity Graded Asphalt Cement.
E. AASHTO M 81: Cut-Back Asphalt (Rapid Curing Type).
F. AASHTO M 82: Cut-Back Asphalt (Medium Curing Type).
G. AASHTO T 40: Sampling Bituminous Materials.
PART 2 PRODUCTS
2.01 MATERIALS
A. The type of bituminous material will be specified in the contract, and the grade will be designated by
ENGINEER.
B. The bituminous material shall meet the applicable requirements of Section 02545, BITUMINOUS
MATERIALS.
PART 3 EXECUTION
3.01 PREPARATION
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A. The existing surface shall be patched and cleaned and shall be free of irregularities to provide a
reasonably smooth and uniform surface to receive the treatment. Unstable corrugated areas shall
be removed and replaced with suitable patching materials. Payment for the patching will be made
at the contract unit price for the various items used unless a reconditioning item is included in the
contract. The edges of existing pavements which are to be adjacent to new pavement shall be
cleaned to permit the adhesion of bituminous materials.
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3.02 APPLICATION

A. APPLICATION OF BITUMINOUS MATERIAL
1. The bituminous material shall be uniformly applied with a pressure distributor.

2. The tack coat shall be applied in such manner as to offer the least inconvenience to traffic and to
permit one-way traffic without pickup or tracking of the bituminous material.

3. Tack coat shall not be applied during wet or cold weather, after sunset, or to a wet surface. The
quantity, rate of application and areas to be treated shall be approved prior to application. Application
temperatures shall be in accordance with Section 02545, Subsection 3.02 APPLICATION

B. EQUIPMENT
1. The CONTRACTOR shall provide equipment for heating and applying the bituminous material.

PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT

4.01 METHOD OF MEASUREMENT

A. The bituminous material for tack coat will be measured by the ton (megagram).

4.02 BASIS OF PAYMENT

A. The accepted quantities of tack coat will be paid for at the contract unit price per ton (megagram) for
bituminous material complete in place. Payment will be made under:

Pay Item Pay Unit

Asphalt Cement Ton (Megagram)
Liquid Asphalt (Tack) Ton (Megagram)
Emulsified Asphalt (Tack) Ton (Megagram)
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PART 1

1.01

SECTION 02552

SEAL COAT

GENERAL

SUMMARY

1.02

A. This work shall consist of an application of bituminous material followed by an application of cover
coat material in accordance with these specifications and in reasonably close conformity with the lines
shown on the plans or established by the ENGINEER.

RELATED WORK

1.03

A. Section 02190, Aggregates.

B. Section 02511, Road Mix Bituminous Pavements.
C. Section 02512, Plant Mix Pavements.

D. Section 02545, Bituminous Materials.

REFERENCES

1.05

AASHTO M 140; Emulsified Asphalt.

AASHTO M 141; -70 Slow Curing Liquid Road Material.
AASHTO M 208; Cationic Emulsified Asphalt.

AASHTO M 226; Table 1, Viscosity Graded Asphalt Cement.
AASHTO M 81; Cut-Back Asphalt (Rapid Curing Type).
AASHTO M 82; Cut-Back Asphalt (Medium Curing Type).
AASHTO T 40; Sampling Bituminous Materials.

G mMmmoOoOow>

DEFINITIONS

PART 2

2.01

A. Plain seal shall consist of the application of bituminous material and a sand cover coat, where required.

PRODUCTS

MATERIALS
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A. BITUMINOUS MATERIAL

1. The type of bituminous material will be specified in the contract, and the grade will be designated
by ENGINEER.

2. The bituminous material shall meet the applicable requirements of Section 02545, BITUMINOUS
MATERIALS.

B. COVER COAT MATERIAL

1. Cover coat material shall meet the requirements of Section 02190, AGGREGATES, Subsection
2.10, for the type specified. The material will be accepted based on periodic samples taken at the
latest practicable point prior to incorporation into the work.

2. Stockpiled material shall meet the requirements of Section 02190, AGGREGATES, Subsection 3.01.
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PART 3

EXECUTION

3.01 PREPARATION
1. Seal coating operations shall not be started until the surface is thoroughly compacted.
2. Bituminous material shall not be spread until the surface has been cleaned as required and the
section to be sealed has been approved.
3.02 APPLICATION
A. WEATHER LIMITATIONS
1. Seal coat shall be applied only when the surface on which the material is to be applied is dry and
when the atmospheric temperature is above 40°F (4° C).
2. Plain seal shall be applied when the surface is dry and the weather conditions are suitable for the
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proper application of the bituminous material specified.

EQUIPMENT - The following equipment or its equivalent shall be required:

1.
2.
3.

Equipment for heating and applying bituminous material.
A rotary power broom.

A pneumatic-tired roller which shall be self-propelled, the gross load of which shall be adjustable
to apply 200 to 350 pounds (3.57 to 6.25 kg) of rolling width as directed. Tire pressure or contact
pressure may be specified for pneumatic-tired rollers. Pneumatic-tired rollers shall be operated at
a maximum speed of 5 miles per hour (8 kmh).

A self-propelled aggregate spreader of approved design supported by at least 4 wheels equipped
with pneumatic tires on 2 axles. The aggregate spreader shall be equipped with a means of
applying the larger cover coat material to the surface ahead of the smaller cover coat material
and with positive controls so that the required amount of material will be deposited uniformly
over the full width of the bituminous material. Other types of aggregate spreaders may be
used provided they accomplish equivalent results and are approved.

BITUMINOUS MATERIALS

1.

Bituminous material shall be applied by means of a pressure distributor in a uniform, continuous
spread over the section to be treated and within the temperature range specified. The quantity of
bituminous material to be used per square yard (square meter) shall be as directed. If the texture
of the surface is such that bituminous material penetrates too rapidly, a preliminary application of
from .05 to 0.10 gallon per square yard ( 0.23 to 0.45 I/m?) of surface may be required.

A strip of building paper, at least 3' (0.9 meters) in width and with a length equal to that of the
spray bar of the distributor plus one foot shall be used at the beginning of each spread. If the
cutoff is not positive, the use of paper may be required at the end of each spread. The paper shall
be removed and disposed of in a satisfactory manner.

The distributor shall be moving forward at proper application speed at the time the spray bar is
opened. Any skipped areas or deficiencies shall be corrected. Junctions of spreads shall be
carefully made to assure a smooth riding surface.

The spreads of bituminous material shall not be more than 6" (150 mm) wider than the width
covered by the cover coat material from the spreading device. Under no circumstances shall
operations proceed in such manner that bituminous material will be allowed to chill, set up, dry, or
otherwise impair retention of the cover coat.

The distributor, when not spreading, shall be parked so that the spray bar or mechanism will not
drip bituminous materials on the surface of the traveled way.

COVER COAT MATERIAL

1.

Immediately following the application of the bituminous material, cover coat material shall be
spread in quantities as designated. Spreading shall be accomplished in such a manner that the tires
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of the trucks or aggregate spreader at no time contact the uncovered and newly applied bitumi-
nous material.

2. The cover coat material shall be moistened with water when required to eliminate or reduce the
dust coating of the aggregate. Moistening shall be done the day before the use of aggregates.

3. Immediately after the cover coat material is spread, any deficient areas shall be covered by
additional material. Pneumatic-tire rolling shall begin immediately and shall be continued
until three complete coverages are obtained. Pneumatic-tire rolling shall be completed the
same day the bituminous material and cover coat materials are applied.

4. After the application of the cover coat material, the surface where specified shall be lightly broomed
or otherwise maintained as directed for a period of 4 days, or as directed. Maintenance of the
surface shall include the distribution of cover coat material over the surface to absorb any free
bituminous material and cover any area deficient in cover coat materials. The maintenance shall
be conducted so as not to displace embedded materials. Excess material shall be swept from the
entire surface by means of rotary brooms. The surface shall be swept at the time determined by
ENGINEER.

3.03 PROTECTION
A. Areas where bituminous materials would be picked up, or the seal otherwise damaged by traffic, shall
be covered by a protective coat of sand. When confined to small areas, the sand coat may be applied by
hand spreading and smoothed by sweeping.
PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT
4.01 METHOD OF MEASUREMENT
A. Bituminous material will be measured by the ton (megagram) and cover coat material will be measured
by the ton (megagram).
4.02 BASIS OF PAYMENT
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A. The accepted quantities of seal coat will be paid for at the contract price per ton for bituminous material

and per ton (megagram) for cover coat material complete in place including haul. Payment will be

made under:
PAY ITEM Pay UNiT
Asphalt Cement Ton (Megagram)
Liquid Asphalt (Seal) Ton (Megagram)
Emulsified Asphalt (Seal) Ton (Megagram)
Cover Coat Material Type Ton (Megagram)
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SECTION 02553

BITUMINOUS SURFACE TREATMENT

PART 1 GENERAL
1.01 SUMMARY
A. Thiswork shall consist of the construction of a single or multiple coarse bituminous surface treatment in
accordance with these specifications and in reasonably close conformity with the lines shown on the
Drawings or as established by ENGINEER.
B. The bituminous surface treatment may consist of the application of one or more seal coats or may
consist of a prime coat followed by one or more seal coats as specified in the Contract Documents.
1.02 RELATED WORK
A. Section 02190, Aggregates.
B. Section 02545, Bituminous Materials.
C. Section 02550, Prime Coat.
D. Section 02552, Seal Coat.
1.03 REFERENCES
A. AASHTO M 140: Emulsified Asphalt.
B. AASHTO M 141: -70 Slow Curing Liquid Road Material.
C. AASHTO M 208: Cationic Emulsified Asphalt.
D. AASHTO M 226: Table 1, Viscosity Graded Asphalt Cement.
E. AASHTO M 81: Cut-Back Asphalt (Rapid Curing Type).
F. AASHTO M 82: Cut-Back Asphalt (Medium Curing Type).
G. AASHTO T 40: Sampling Bituminous Materials.
PART 2 PRODUCTS
2.01 MATERIALS
A. BITUMINOUS MATERIAL
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B.

1. The types of bituminous material will be specified in the Contract Documents. The grade will be
designated by ENGINEER.

2. The bituminous material shall meet the applicable requirements of Section 02545, BITUMINOUS
MATERIALS.

AGGREGATES

1. Aggregates and blotter material shall meet the requirements of Section 02190, AGGREGATES,
Subsection 2.11, for the sizes specified. The material will be accepted based on periodic samples
taken at the latest practicable point prior to incorporation into the work.

2. Stockpiled material shall meet the requirements of Section 02190, AGGREGATES, Subsection 3.01.
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PART 3 EXECUTION

3.01 PREPARATION

A. See requirements of related Sections.

3.02 APPLICATION

A. PRIME COAT

1. The prime coat, when specified, shall be applied in accordance with the requirements of Section
02550, PRIME COAT.

2. A curing period of 3 days is required between the application of the prime coat and the next
application of bituminous material unless otherwise specified by ENGINEER in the Special
Provisions.

B. SEAL COAT

1. Eachseal coat shall be applied in accordance with Section 02552, SEAL COAT. If successive seal
coats are to be applied, the previous seal coat shall be maintained and permitted to cure for a
period of 3 days unless otherwise specified by ENGINEER in the Special Provisions.

3.03 PROTECTION

A. During the period between the application of the prime coat and the seal coat, the primed surface shall
be kept in repair. All holes, ravels, and areas deficient in prime shall be patched and repaired with
bituminous treated materials, by penetration methods or other approved procedures.

PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT

4.01 METHOD OF MEASUREMENT

A. Bituminous material, cover coat material and blotter material will be measured by the ton (megagram).

4.02 BASIS OF PAYMENT

A. The accepted quantities of bituminous surface treatment will be paid for at the contract unit price per ton
(megagram) for bituminous material complete in place. No payment for haul of blotter material will be
made. Payment will be made under:

Pay ITEM Pay UNiT

Liquid Asphalt (Bit. Surf. Trtmt.) Ton (Megagram)
Emulsified Asphalt (Bit. Surf. Trtmt.) Ton (Megagram)
Liquid Asphalt (Prime) Ton (Megagram)
Cover Coat Material Ton (Megagram)
Blotter Material Ton (Megagram)
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PART 1

1.01

SECTION 02570

ADJUSTING STREET FIXTURES

GENERAL

SUMMARY

PART 2

2.01

A

This item shall consist of locating and adjusting to grade existing manholes, cleanouts, inlets, water valve
boxes or services and fire hydrants as shown on the plans and as required in the Special Provisions.

PRODUCTS

MATERIAL

PART 3

3.01

A.

All material such as concrete brick, and mortar shall meet specifications as required in the section on the
particular material involved, or if the material is not covered in these specifications, the material used
for adjusting shall be equal, and comparable to that in the existing structure. If extensions for water
valve boxes or services and fire hydrants are required beyond the length found to exist, they shall be
comparable to that in the existing structure.

EXECUTION

METHOD OF CONSTRUCTION
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A.

All existing manholes, inlets, cleanouts and water valve boxes or services shall be brought to grade by
either lowering or raising as required in accordance with the details shown on the plans. Where lowering
of manholes, cleanouts or inlets is required, care shall be used in removing the top potion of the masonry or
pipe. Before the ring and cover is replaced, the top of the masonry on the manhole, cleanout or inlet
must be true to line and grade.

. Water valve boxes and services shall be excavated and exposed so as to readily determine whether

height adjustment can be made without substituting a longer section. Water valve boxes and services
shall be adjusted laterally so the valve stem can be operated by the extension. Water services shall be
adjusted by raising or lowering the curb key stop or extension box as specified in the Special Provisions
or as shown in the plans.

Manholes, cleanouts and water valve boxes shall be adjusted to final grade before the seal coat is
applied. Preliminary adjustment may be required to allow placing of base coarses and paving over
the manholes, cleanout or water valve.

Backfill shall be in conformance with Section 02210. There may be adjustments required in the
horizontal location of some existing fire hydrants. At the time of construction staking, any hydrants
which require horizontal adjustment will be located by the ENGINEER and the adjusted location
will be staked by the ENGINEER as shown on the plans.

There may be minor adjustment required as dimensioned on the plans in the height of some existing fire
hydrants to insure that they are at a reasonable height behind the back of curb. At the time of
construction staking, any hydrants which require vertical adjustment will be located by the ENGINEER
and the adjusted height will be staked by the ENGINEER.

Before final acceptance, all manholes, cleanouts, inlets and water valve boxes or services shall be cleaned,
and water valve boxes or services and fire hydrants shall be operational.

WPWSS - 133



PART 4 METHOD OF MEASUREMENT AND BASIS OF PAYMENT

4.01 METHOD OF MEASUREMENT

A. Existing manholes, cleanouts, inlets, water valve boxes and water services to adjust. These items shall
be measured by the number of existing facilities adjusted, complete in place.

B. LOCATION ADJUSTMENT FOR EXISTING FIRE HYDRANTS. This item shall be measured by the
number of existing fire hydrants adjusted horizontally, complete in place.

C. VERTICALADJUSTMENT FOR EXISTING FIRE HYDRANTS. This item shall be measured by the
number of existing fire hydrants adjusted vertically, complete in place.

4.02 BASIS OF PAYMENT

A. Payment shall be made at the contract unit price bid for each item multiplied by the respective number
of units adjusted.

Payment will be made under:
Adjust Sewer Manholes — Per Each
Adjust Sewer Cleanouts — Per Each
Adjust Storm Drain Inlets — Per Each
Adjust Water Valve Boxes — Per Each
Adjust Water Services — Per Each
Horizontal Adjust Fire Hydrant — Per Each
Vertically Adjust Fire Hydrant — Per Each

B. Payment shall constitute full compensation for all materials, excavation, backfill, compaction, cleaning,
labor, tools and incidentals necessary to complete each item.
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PART 1

1.01

SECTION 02645

FIRE HYDRANTS

GENERAL

SUMMARY

1.03

A. This section consists of installation of fire hydrants together with related appurtenances, complete.

REFERENCES

PART 2

2.01

AWWA C-502: STANDARD FOR DRY BARREL FIRE HYDRANTS

PRODUCTS

MATERIALS

PART 3

3.01

A. DRY-BARREL FIRE HYDRANTS
1. Fire hydrants shall conform to standard for dry barrel fire hydrants, AWWA C-502, and

modifications herein specified.

Hydrants shall be furnished with 5" (125 mm) minimum valve openings, one pumper connection
and two 2 1/2" (63 mm) hose connections. Hose nozzle threads, pumper nozzle threads, operating
nut, and opening direction shall match existing hydrant.

Hydrants shall be of the “Compression” or “Toggle Joint” type with safety flange and safety
stem coupling above the ground line so that they can be repaired without shutting off the
water. Hydrants shall be of the dry top design with two or more “O” rings sealing the water
from the operating mechanism. The portion of the hydrant above the ground line shall be
painted in accordance with the OWNER’s standards. Hydrants shall be furnished for six-foot
cover unless specified otherwise in the Special Provisions. Hydrants installed behind curbs
typically require an additional six inches (150 mm) height. CONTRACTOR should take this
into consideration.

EXECUTION

INSTALLATION
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A. All hydrants shall stand plumb with the pumper nozzle facing the street. Hydrant shall be set with the
ground line at the location indicated by the hydrant manufacturer. Hydrants shall be installed such that
they have drainage away from them at the surface. Proper boot lengths shall be used to avoid hydrants
installed in holes or depression.

. Drainage shall be provided at the base of the hydrant by placing clean gravel under and around the base
of the hydrant. Sufficient gravel shall be used to provide a minimum of one foot (300 mm) on all sides
from the base of the hydrant to the point at least 6" (150 mm) above the drain opening. Hydrant shall be
braced against unexcavated earth at the end of the trench with concrete backing as detailed on the plans.
Hydrants shall be furnished with auxiliary gate valves as specified above. Hydrant installation shall be
in accordance with Standard Drawing No. 02645-01 OR AS SPECIFIED IN THE SPECIAL PROVISIONS.
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PART 4 METHOD OF MEASUREMENT AND PAYMENT

4.01 METHOD OF MEASUREMENT

A. Measurement of fire hydrants shall be made by numerical count each.

4.02 BASIS OF PAYMENT

A. Payment for this item will be made at the Contract Unit Price bid each; which price shall
include furnishing and installing the fire hydrant and auxiliary gate valve and box, all additional
excavation, backfill, and special compaction required for the installation, thrust and anchor
blocking, drain gravel, and all other work necessary or incidental for completion of the item.
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PART 1

1.01

SECTION 02665

WATER DISTRIBUTION AND TRANSMISSION SYSTEMS

GENERAL

SUMMARY

1.02

A.

This section consists of construction of Water Mains, including fittings, water valves, water services,
water service piping, tapping the main, corporation stops, curb stops, and other appurtenances normally
used for water supply and distribution systems, including furnishing and installing pipe, water valves, and
fittings, construction of thrust blocking, testing, cleaning and disinfection of mains and other related
work.

REFERENCES

1.03

A.

O Mmoo ®

-

AWWA C-110 (A21.10-87): Standard for Ductile-lron and Gray-Iron Fittings, 3" (75 mm) through 48"
(1200 mm), for Water and Other Liquids.

AWWA C-500; Gate Valves for Water and Sewerage Systems.

AWWA C-504; Rubber-Seated Butterfly Valves.

AWWA C-509; Resilient-Seated Gate Valves for Water and Sewerage Systems.
AWWA C-550; Protective Interior Coatings for Valves and Hydrants.

AWWA C-900; PVC Pressure Pipe, 4" (100 mm) Through 12" (300 mm), For Water.

AWWA C-907; Polyvinyl Chloride (PVC) Pressure Fittings for Water - 4 In. (100 mm) Through 8 In.
(200 mm).

AWWA C-905 Large Diameter (greater than 12") (300 mm) PVC pipe.
ANSI/AWWA C-906-90 Polyethylene Pressure Pipe 4 inches (100 mm) through 63 inches (1575 mm).

AWWA C-909; Molecular Oriented Polyvinyl Chloride (PVCO) Pressure Pipe (4 inch Through 12 inch
(100 mm through 300 mm))

QUALITY ASSURANCE

PART 2

2.01

A.

When required by ENGINEER, CONTRACTOR shall furnish certification by the manufacturer of the
pipe to be furnished on this project, certifying that the pipe and fittings comply with the applicable
specifications. REQUIRED CERTIFICATION SHALL ACCOMPANY EACH DELIVERY OF
MATERIAL.

All pipe shall be clearly marked with type, class and/or thickness as applicable. Lettering shall be legible
and permanent under normal conditions of handling and storage.

PRODUCTS

MATERIALS
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A.

PIPE

1. Pipe used in water main construction shall be as called out in the Special Provisions and shall be in
accordance with the following specifications:
2. DUCTILE IRON PIPE
a. Ductile iron pipe shall conform to the provisions of AWWA Specifications C-151. Wall
thickness shall be as shown in the Special Provisions.
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b. Pipe joints shall be mechanical joint or “Push-On” joints conforming to AWWA Specification
C-111.

c. The interior of the pipe shall have a cement mortar lining conforming to the requirements of
AWWA Specification C-104. The outside surface of pipe designed for underground service
shall receive a bituminous coating approximately one (1) mil thick.

d. When polyethylene encasement is required, the requirements of AWWA Specification C-
105/A21.5-88 shall be met.

POLYVINYL CHLORIDE (PVC) PRESSURE PIPE

a. PVC pipe for the water mains shall meet the requirements of AWWA Specification C-900,
“Polyvinyl Chloride Pressure Pipe”, made to ductile iron O.D.’s for “Push-On” joints. Pipe
joints shall be with an elastomeric gasket or joint. Pipe class shall be as specified in the
Special Provisions.

Polyethylene (PE) Pressure Pipe and Fittings shall meet the requirements of ANSI/AWWA C906-

90 Polyethylene (PE Pressure Pipe and Fittings, 4 inches (100 mm) through 63 inches (1575 mm),

for water distribution.

LARGE DIAMETER (greater than 12") (600 mm) PVC PIPE shall conform to AWWA C-905
Specifications.

Molecular Oriented Polyvinyl Chloride (PVCO) Pressure Pipe for water mains shall meet the
requirements of ANSI/AWWA C-909.

CASING PIPE

a. Pipe used to case waterline - sewerline crossings shall be (PVC) DR-26 water pipe or
(PVC) DR-35 sewer pipe with a minimum inside diameter of 1.25 times outside diameter of
carrier pipe.

b. Casing pipe shall be sealed at both ends with materials to prevent the migration of water into
the annular space.

B. FITTINGS AND COUPLINGS
1. Cast iron or ductile iron fittings used for water mains shall be Class 250 conforming to AWWA

C-110, Gray-Iron and Ductile Irons Fittings for Water and Other Liquids. Joints for Ductile Iron
and PVC Pipe shall be mechanical joint or “Push-On” joints conforming to AWWA C-111. The
interior of the fitting shall have a cement mortar lining conforming to AWWA C-104. The outside
surface of the fitting shall receive a bituminous coating approximately one (1) mil thick. Couplings
for making connections to existing pipelines and fire hydrants shall be Smith-Blair Type 413, Type
433, Type 435, or Dresser Style 62, Style 153, Style 162, mechanical-joint connecting pieces and
mechanical-joint sleeves, or an approved equal.

PVC fittings may be used for water mains 4 inches (100 mm) through 8 inches (200 mm) in
diameter and shall conform to AWWA C-907. an approved equal.

C. AIR RELIEF VALVES, BLOW OFFS, FLUSHING HYDRANTS
1. These shall be of the same material as the main installation and shall meet pressure and flow

requirements equal to or exceeding the main installation or as required by the manufacturer.

D. GATE VALVES
1. Gate valves shall be iron body, bronze mounted, double disc gate valves with non-rising stems with

design, construction and pressure rating conforming to AWWA C-500, with modifications specified
herein.

Stem seals shall be double “0” ring seals designed so that the seal above the stem collar can be
replaced with the valve under pressure in full open position.

Gate valves for underground installation shall have a two-inch square wrench nut for key operation.
All valves shall open counterclockwise unless indicated otherwise in the special provisions.
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E. BUTTERFLY VALVES

1. Butterfly valves for use in the water distribution system shall be Class 150 rubber seated, tight
closing butterfly valves conforming to AWWA C-504. Butterfly valves shall be furnished with
mechanical joint ends and lubricated screw type operators designed for underground service.

2. Rubber valve seats shall be replaceable without disassembling the valve and shall not be interrupted
by the shafting. Rubber seats may be retained on the disc edge by stainless steel clamping in lieu of
bonding to the valve body. Shaft packing shall be of the self-adjusting permanent type.

3. Operators for underground service shall be permanently lubricated screw-type operators, totally
enclosed and of watertight construction. Overload protection shall be incorporated into the operator
allowing the application of 450 foot-pounds ( 610 newton-meters) input torque at full-open and
full-closed positions without damage to the operator or valve. A two-inch square wrench nut and
valve box shall be provided for operating the valve. Valves shall open counter clockwise unless
indicated otherwise in the Special Provisions.

4. Certification of performance, leakage and hydrostatic tests as described in Section 13 of AWWA
C-504 shall be furnished when required by ENGINEER. Valves shall be the product of a
manufacturer having a minimum of five years’ experience in the manufacture of water works
and distribution valves. Butterfly valves shall be Dresser Industries “450” valve, Allis-Chalmers,
“Streamseal”, Henry Pratt “Groundhog”, or an approved equal.

F. RESILIENT SEATED GATE VALVES

1. Resilient Seated Gate Valves shall be iron body, with non-rising stems with design, construction,
and pressure rating conforming to AWWA C509, standard for Resilient Seated Gate Valves with
modifications specified herein.

2. Waterway shall be smooth and shall have no depressions or cavities in seat area where foreign
material can lodge and prevent closure or sealing.

3. Stem seals shall be double “O” ring seals designed so that the seal above the stem collar can be
replaced with the valve under pressure in full open position.

4. Resilient Seated Gate Valves for underground installation shall have two-inch (50 mm) square
wrench nut for key operation. All valves shall open counterclockwise unless indicated otherwise
in the special provisions.

5. The Resilient Seated Gate Valves’ interior parts and surfaces shall be coated in accordance with
AWWA C550.

G. VALVE BOXES

1. Valve boxes shall be cast iron, 5 1/4" (130 mm) diameter adjustable valve boxes. Valve boxes shall be
of the screw type and of sufficient length for the pipe bury as specified. The castiron cover of the valve
box shall have an arrow indicating the direction of opening and the word “Water” stamped thereon.

H. WATER SERVICE PIPE

1. Pipe used in water service line construction shall be copper, or polyethylene service pipe as called
out in the Special Provisions and shall conform to the following specifications:

a. Copper Service Pipe shall be type K soft, conforming to Federal Specification WW-T-799
or ASTM B88-62.

b. Polyethylene Service Pipe shall conform to the requirements of AWWA C-901, “Polyethylene
(PE) Pressure Pipe, Tubing and Fittings, 1/2 inch (12.5 mm) through 3 inch (75 mm) for
water.” PE Pipe shall be pressure tubing conforming to Table 6 of said specification. Tubing
shall be class 160 with a DR of 9.0 or class 200 with a DR of 7.3. If not specified, DR 7.3
shall be used.

I. CORPORATION STOPS
1. Corporation stops shall be brass corporation stops with inlet and outlet as specified in the Special
Provisions and/or on the Drawings and shall be equal in quality to Mueller H-15000 or Ford F-600.
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PART 3

3.01

J. COMPRESSION CONNECTIONS

1. Ends of polyethylene tubing inserted in compression connections should be fitted with insert
reinforcement.

K. SERVICE CLAMPS

1. Service clamps, where required, shall be flat double strap, bronze metal or other noncorrosive
material, with Neoprene gaskets and corporation stop threads. Service clamps for PVC shall
provide full support around the circumference of the pipe, and have a bearing area of sufficient
width along the axis of the pipe so that the pipe will not be distorted when tightened.

L. CURB STOPS

1. Curb stops shall be bronze inverted key stops or ball-valve type as specified on the Drawings and/
or in the Special Provisions. Curb boxes shall be likewise specified.

M. PIPE INSULATION
1. Pipeinsulation shall be high density, extruded polystyrene foam insulation board for buried service.

2. The five-year aged R Value per inch shall be five (5) when tested at 75EF mean temperature in
accordance with ASTM Specification C518.

3. Minimum compressive strength of 25 psi when tested in accordance with ASTM D1621.
Maximum water absorption of 0.1% by volume when tested in accordance with ASTM C272.

EXECUTION

CONSTRUCTION
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A. GENERAL

1. Pipe shall be installed in accordance with the manufacturer’s recommendations for installing the
type of pipe used unless otherwise noted in the Special Provisions. CONTRACTOR shall provide
all tools and equipment including any special tools designed for installing each particular type of
pipe used.

2. Service pipe shall be of the size or sizes designated in the Contract Documents. Service lines shall
be considered 2" (50 mm) size and under. Service lines over 2" (50 mm) size shall be considered
as water mains and shall be as specified under the applicable sections.

B. DEWATERING OF TRENCH

1. Where water is encountered in the trench, it shall be removed during pipelaying operations and the
trench so maintained until the ends of the pipe are sealed and provisions are made to prevent
floating of the pipe.

C. RESPONSIBILITY FOR MATERIAL

1. CONTRACTOR shall be responsible for all material furnished by him and shall replace at his own
expense all such material found defective in manufacture or damaged in handling after delivery by
the manufacturer. This shall include the furnishing of all materials and labor required for the
placement of installed material discovered damaged or defective prior to the final acceptance of
the work, or during the guarantee period.

2. CONTRACTOR shall be responsible for the safe and proper storage of material furnished by him
or to him and accepted by him, and intended for the work, until it has been incorporated in the
completed project. The interior of all pipe and other accessories shall be kept free from dirt and
foreign matter at all times.

D. HANDLING OF PIPE

1. All pipe furnished by CONTRACTOR shall be delivered and distributed at the site by
CONTRACTOR. Pipe, fittings, specials, valves and accessories shall be loaded and unloaded
by lifting with hoists or skidding so as to avoid shock or damage. Under no circumstances shall
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such materials be dropped. Pipe handled on skidways sh